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Final Statement of Reasons

Interim Enhanced Surface Water Treatment Rule

Title 22, California Code of Regulations

All suppliers of domestic water to the public are subject to regulations adopted by the U.S. Environmental Protection Agency (USEPA) under the Safe Drinking Water Act of 1974, as amended (42 U.S.C. § 300f et seq.) as well as by the California Department of Public Health (Department) under the California Safe Drinking Water Act (Health & Saf. Code, div. 104, pt. 12, ch. 4, § 116270 et seq.) 

On December 16, 1998, the USEPA promulgated the Interim Enhanced Surface Water Treatment Rule (63 Fed. Reg. 69478; amended Jan. 16, 2001, 66 Fed. Reg. 3770), as required by the Safe Drinking Water Act Amendments of 1996 (SDWAA), which provides increased public protection against microbial pathogens, specifically the protozoan Cryptosporidium.  Additionally, on June 8, 2001, the USEPA promulgated the Filter Backwash Recycling Rule (66 Fed. Reg. 31086), also as required by the SDWAA.

California has been granted “primacy” for the enforcement of the SDWAA.  To receive and maintain primacy, states must promulgate regulations that are no less stringent than the federal regulations.  The Department is proposing these regulations to fulfill the federal primacy requirements.

California currently requires water suppliers to filter and disinfect surface water and groundwater under the influence of surface water. (Cal. Code Regs., tit. 22, div. 4, ch. 17, § 64650 et seq.)  Pursuant to federal primacy requirements and Health and Safety Code (H&S Code) section 116375, the Department proposes the following regulations that would reduce turbidity limits and increase monitoring requirements for surface water treatment facilities.

The Department proposes the following amendments to chapter 17, division 4, title 22, California Code of Regulations (CCR).

· To amend the following to update references to outdated section numbers:

· Section 64651.10

· Section 64658(a)

· Section 64662(b)

· To amend the following to correct typographical errors:

· Section 64651.53

· Sections 64652.5(a) and (c)

· Sections 64654(c)(1), (2), and (3)

· Section 64660(b)(1)

· Section 64664(e) (formerly (d)), references to operating criteria specified in sections 64660(b)(6) and (8) replaced with sections 64660(b)(7) and (9).

· To amend the following to consistently use the term Giardia lamblia in lieu of Giardia, Giardia lamblia, and Giardia lamblia:

· Section 64650(a)

· Section 64651.50

· Section 64652(a)(1)

· Sections 64652.5(e), (e)(4), (k)(1), and (l)

· Sections 64653(b) and (f)

· Section 64654(a)

· Section 64660(b)(5)(A)

· To amend the following to accommodate the insertion of new subsections:

· Former section 64652(d) is re-assigned as 64652(e)

· Former sections 64655(b)-(d) are re-assigned as 64655(e)-(g)

· Section 64655(e) (formerly (b)) is amended to update new section references

· Former sections 64664(d) and (e) are re-assigned as 64664(e) and (f)

· To revise chapter 17 by adopting the following, pursuant to federal primacy requirements:

· Section 64651.21  Definition of comprehensive performance evaluation

· Section 64651.34  Definition of disinfection profile

· Section 64651.38  Definition of filter profile

· Section 64651.88  Definition of uncovered finished water storage facility

· Section 64652(d)

· Section 64653(c)(3)

· Section 64653.5

· Section 64655(h)

· Section 64657  General requirements

· Section 64657.10  Criteria for avoiding filtration

· Section 64657.20  Disinfection profiling and benchmarking

· Section 64657.30  Filtration

· Section 64657.40  Filtration sampling

· Section 64657.50  Supplemental reporting and recordkeeping

· Section 64660(b)(5)(C)

· Section 64664(g)

· To revise chapter 17 by amending the following, pursuant to federal primacy requirements:

· Section 64650(a)

· Section 64651.50 

· Sections 64652.5(a) and (i) 

· Section 64653(f) 

· Sections 64662(a)(1) and (b)

· Sections 64666(a) and (b)

The following proposed amendments contain additional requirements or provisions that are not found in the Federal Register:

· To amend section 64651.60 to correct the definition and update the reference to the approved analytical methods. 

· To amend section 64654(b)(2) to clarify compliance requirements.

· To amend section 64655 to provide a more appropriate title for the section.

· To adopt section 64655(b), requiring the monthly monitoring of source water for total coliform and either fecal coliform or E. coli bacteria.

· To adopt section 64655(c), requiring the daily monitoring of settled water for turbidity.

· To adopt section 64655(d), requiring the monitoring of recycled backwash water for turbidity and flow.

· To amend section 64661(a) to clarify that all treatment plants shall operate under an approved operations plan.

· To amend section 64661(b) to require the inclusion of a filter media inspection program in the operations plan.

· To amend section 64663(a) to include Department notification whenever monitoring conducted pursuant to section 64657.40 indicates a combined filter effluent in exceedance of 5.0 Nephelometric Turbidity Units (NTU).

· To amend section 64663(b) to include Department notification whenever samples collected pursuant to section 64657.40 exceeds 1 NTU for more than 1 hour or 1.0 NTU for more than 8 hours.

· To adopt section 64664(d) to require in the monthly report the inclusion of analytical results of raw and process water samples collected pursuant to sections 64655(a)-(d). 

· To amend section 64664(e) (formerly 64664(d)) to include violations of performance standards specified in section 64657.30.

· To amend section 64666(c) to refer to sections 64463.1 and 64463.4 as a whole, as opposed to specific subsections within those sections.

The net effect would be that:

· Suppliers using an approved surface water source and serving at least 10,000 people would be required to provide at least 99 percent removal of Cryptosporidium oocysts, which would be accomplished through the attainment of more stringent turbidity standards.

· Suppliers using an approved surface water source and serving at least 10,000 people would be required to determine their annual average concentration of total trihalomethanes (TTHM) and haloacetic acids (HAA) (five), and if the annual averages exceed or equal either 0.064 mg/L or 0.048 mg/L respectively, the supplier would be required to conduct disinfection profiling and calculate a benchmark.

· All suppliers using an approved surface water source would be required to:

· Provide the Department with information about filter backwash recycle flows and return such flows to the headworks of the treatment plant.

· Conduct monthly source water monitoring for bacterial concentrations.

· Conduct daily monitoring of settled water turbidity.

· Conduct monitoring of recycled backwash water for turbidity and flow.

· Include a filter media inspection program in the operations plan.

Adoption of these requirements would satisfy the federal primacy requirements related to the adoption of regulations at least as stringent as the federal.
Documents Incorporated by Reference

The following documents are incorporated by reference in the regulations as it would be too cumbersome, unduly expensive, or impractical to publish these documents into regulation.

1) 40 Code of Federal Regulations parts 141.172(a), (b), and (c) (63 Fed. Reg. 69477 (December 16, 1998)), “Interim Enhanced Surface Water Treatment Rule”.

2) 40 Code of Federal Regulations parts 141.172(a) and (b) (66 Fed. Reg. 3769 (January 16, 2001)), “Revisions to the Interim Enhanced Surface Water Treatment Rule and Stage 1 Disinfectants and Disinfection Byproducts Rule”.

3) 40 Code of Federal Regulations part 141.74(a)(1) (67 Fed. Reg. 65888 (October 29, 2002)), “Approval of Analytical Methods for Chemical and Microbiological Contaminants”.
4) “Optimizing Water Treatment Plant Performance Using the Composite Correction Program”, EPA Handbook, Chapter 4, pages 21-65, Office of Research and Development, U.S. Environmental Protection Agency; EPA/625/6-91/027 (revised August 1998).

Article 1.  General Requirements and Definitions

AMEND  Section 64650  General requirements

An amendment to subsection (a) adds a reference to article 3.5, which establishes treatment techniques in lieu of maximum contaminant limits for Cryptosporidium for systems serving a population of at least 10,000 people.  This is adopted for conformance with 40 C.FR. part 141.170(a), but has been revised to reference the applicable state regulation to avoid confusion.

AMEND Section 64651.10  Approved surface water 

References to sections 4011 and 4016 are replaced with sections 116525 and 116550, respectively, for consistency with recodified statutes.

ADOPT Section 64651.21  Comprehensive performance evaluation (CPE)

The term “comprehensive performance evaluation” is used and defined in 40 C.F.R part 141.2.  It is adopted here to provide clarification for the subsequent requirements and for conformance with the federal regulation, but has been modified to exclude listing the components of a CPE.  The CPE components are in Optimizing Water Treatment Plant Performance Using the Composite Correction Program, EPA Handbook, Chapter 4, pages 21-65, Office of Research and Development, U.S. Environmental Protection Agency; EPA/625/6-91/027 (revised August 1998), which is incorporated by reference in section 64657.50(e).

ADOPT Section 64651.34  Disinfection profile

The term “disinfection profile” is used and defined in 40 C.F.R. part 141.2.  It is adopted here to provide clarification for the subsequent requirements and for conformance with the federal regulation, but has been revised to include virus inactivation for clarification.  Disinfection profiling for virus inactivation is required in 40 C.F.R. part 141.172(b)(5).  

ADOPT Section 64651.38  Filter profile

The term “filter profile” is used and defined in 40 C.F.R. part 141.2.  It is adopted here to provide clarification for the subsequent requirements and for conformance with the federal regulation, but has been modified by (1) eliminating the redundant term “daily”, as 40 C.F.R. part 141.172(b)(2) already identifies the monitoring frequency as “daily” and (2) replacing “assessment of filter performance with “data collected” for clarification.
AMEND Section 64651.50  Groundwater under the direct influence of surface water

A reference to Cryptosporidium is added to the definition, in conformance with 40 C.F.R. part 141.2.  “Giardia lamblia” is replaced with “Giardia lamblia”, as the rules of taxonomy is to show in italics the genus and species of an organism.

AMEND Section 64651.53  Legionella

A typographical error, “… type or pneumonia…” is replaced with “… type of pneumonia…”  “Legionella” is replaced with “Legionella”, as the rules of taxonomy is to show in italics the genus of an organism.

AMEND Section 64651.60  NTU (Nephelometric Turbidity Unit)

Errors in the definition are corrected and the reference to the approved analytical methods for turbidity is updated.  This section incorporates by reference the requirements of 40 Code of Federal Regulations, part 141.74(a)(1) (67 Fed. Reg. 65888 (October 29, 2002)), “Approval of Analytical Methods for Chemical and Microbiological Contaminants”, as it would be too cumbersome, unduly expensive, or impractical to publish this document into regulation.  

ADOPT Section 64651.88  Uncovered finished water storage facility

This term is used and defined in 40 C.F.R. part 141.2.  It is adopted here to provide clarification for the subsequent requirements and for conformance with the federal regulation, but has been revised to provide additional details to avoid confusion regarding the terminology “open to the atmosphere”.

Article 2.  Treatment requirement, watershed protection requirements, and performance standards

AMEND Section 64652(a)(1)

The term “Giardia” is replaced with “Giardia lamblia”.  This change is being made throughout the chapter to be consistent with itself and 40 C.F.R. part 141.  Use of the term “Giardia lamblia” is more specific and provides more clarity. 

ADOPT Section 64652(d)

This section requires suppliers serving at least 10,000 people to comply with the additional requirements of article 3.5.  This section is adopted for conformance with 40 C.F.R. part 141.70(d), but has been revised to reference the applicable state regulation to avoid confusion. 

AMEND Section 64652(e) (formerly 64652(d))

This section, previously assigned 64652(d), is re-assigned as (e) to allow for the insertion of the proposed subsection (d) described above.

AMEND Section 64652.5(a)

This section is amended to indicate to a supplier serving at least 10,000 people the necessity to comply with the additional filtration avoidance criteria of section 64657.10 and, if the supplier is not in compliance with section 64657.10, to comply with filtered system requirements.  This section is also amended to correct typographical errors by replacing “public water systems” and “system” with “supplier” and by replacing “…Subsections…” with “… subsections…”

AMEND Section 64652.5(c)

This section is amended to correct a typographical error by replacing “…Subsections…” with “… subsections…”

AMEND Section 64652.5(e) and section 64652.5(e)(4)

The term “Giardia” is replaced with “Giardia lamblia”.  This change is being made throughout the chapter to be consistent with itself and 40 C.F.R. part 141.  Use of the term “Giardia lamblia” is more specific and provides more clarity. 

AMEND Section 64652.5(i)

This section is amended to require systems to comply with the requirements for total trihalomethanes, haloacetic acids (five), bromate, chlorite, chlorine, chloramines, and chlorine dioxide specified in 22 CCR chapter 15.5.  Additionally, the Department removed the following language from the section: “unless the Department determines that failure to meet this requirement was not caused by a deficiency in treatment of the unfiltered approved surface water.”  This clause is removed for conformance with 40 C.F.R. part 141.71(b)(6). 

AMEND Sections 64652.5(k)(1), 64652.5(l), and 64653(b)

The term “Giardia” is replaced with “Giardia lamblia”.  This change is being made throughout the chapter to be consistent with itself and 40 C.F.R. part 141.  Use of the term “Giardia lamblia” is more specific and provides more clarity. 

ADOPT Section 64653(c)(3)

This section requires systems using either conventional or direct filtration and serving at least 10,000 people to comply with the turbidity requirements specified in section 64657.30(a)(2) in  lieu of subsections (c)(1) and (c)(2).  It is adopted for conformance with 40 C.F.R. part 141.73(a)(3), but has been revised to reference the applicable state regulation to avoid confusion.

AMEND Section 64653(f)
This section is amended to require systems using an alternative filtration technology and serving at least 10,000 people to provide a minimum of 99 percent Cryptosporidium oocyst removal, and meet the turbidity performance standards established in section 64657.30(a)(2).  This amendment is being made for conformance with 40 C.F.R. part 141.73(d), but has been revised to reference the applicable state regulation to avoid confusion, and to establish minimum turbidity performance standards.  In addition, the term “Giardia” is replaced with “Giardia lamblia”.  This change is being made throughout the chapter to be consistent with itself and 40 C.F.R. part 141.  Use of the term “Giardia lamblia” is more specific and provides more clarity.  
ADOPT Section 64653.5

The purpose of this section is to govern the recycling of filter backwash water within the treatment process.  It is adopted for conformance with 40 C.F.R. part 141.76 as published in 66 Fed. Reg. 31086 (June 8, 2001).  The proposed language has been modified for purposes of clarity, but neither the scope nor the intent of the federal regulation has been changed.  Section 64653.5, in conformance with 40 C.F.R. part 141.76(a), indicates which systems are affected by this regulation.

Subsection (a) is adopted for conformance with 40 C.F.R. part 141.76(b).  It specifies what information the affected systems must report to the Department.

Subsection (b) is adopted for conformance with 40 C.F.R. part 141.76(c).  It specifies how recycle flows are to be handled.

Subsection (c)
is adopted for conformance with 40 C.F.R. part 141.76(d).  It specifies what records are to be retained by the systems.

AMEND Section 64654(a)

The term “Giardia” is replaced with “Giardia lamblia”.  This change is being made throughout the chapter to be consistent with itself and 40 C.F.R. part 141.  Use of the term “Giardia lamblia” is more specific and provides more clarity.

AMEND Section 64654(b)(2)

This section is amended to clarify the residual disinfectant compliance requirements.  A detectable residual disinfectant shall be detectable in 95 percent of the samples taken each month.  The previous language, requiring a detectable residual in “95 percent of the samples taken each month, during each and every two consecutive months” was vague and unclear.  By removing the clause “during each and every two consecutive months” the requirement is clarified.

AMEND Sections 64654(c)(1), (2), and (3)

Minor typographical errors are corrected in these three sections to maintain consistency throughout the section.

Article 3.  Monitoring Requirements

AMEND Section 64655  Treatment plant process monitoring

This section is amended by changing the title of the section from “Filtration” to the title specified above.  This modification provides a title that is more descriptive and appropriate for the section.

ADOPT Section 64655(b)

The purpose of this section is to require suppliers using approved surface water sources to monitor the raw water supply at least monthly for total coliform and either fecal coliform or      E. coli bacteria using density enumeration techniques.  Such monitoring will allow for an on-going assessment of the raw water bacteriological quality and will alert the system to changes in raw water quality that may be associated with changing conditions in the watershed, climatic changes, or most importantly, unexpected changes due to unknown causes.  This monitoring allows for tracking of the source water quality and the resultant need for changes in chemical pretreatment and disinfectant dosages.  

Total coliforms serve as a generic indicator organism that captures a broad range of potential bacteriological contamination.  Fecal coliform and E. coli are indicators of specific fecal or human waste contamination.  Coliform monitoring has been used by the industry for many years and the Information Collection Rule (61 Fed. Reg. 24354 (May 14, 1996)) database is populated with coliform monitoring data.  This regulation specifies coliform monitoring to maintain consistency with existing data sets.
This regulation establishes monthly monitoring as the minimum because monitoring on a less frequent basis would not be sufficient to identify changes in source water quality.  Many systems already monitor on a more frequent basis, but many local variables must be taken into consideration when determining whether or not more frequent monitoring is beneficial.  Since many systems already monitor more frequently than once per month, and nearly all monitor at least monthly, the impact of this requirement is expected to be minor.

ADOPT Section 64655(c)

The purpose of this section is to require suppliers using conventional filtration to monitor the turbidity of the settled water at least once each day.  This monitoring will help both the Department and the supplier determine whether or not the pretreatment processes are optimized.  The optimization of each unit process of the treatment plant is critical to overall plant performance.  Such optimizing is a key component of the Cryptosporidium Action Plan (CAP), which was required by the state Legislature (Health and Safety Code Section 116360).  (California Department of Health Services, Cryptosporidium Action Plan, April 1995).  To optimize the coagulation and sedimentation processes, it is necessary to monitor settled water turbidity.  By receiving the results of such monitoring, the Department can review the monthly progress each system is making toward optimization.

The goal of the CAP is to reduce turbidity as much as possible prior to filtration, thereby reducing the solids loading on the filter.  Reducing the solids loading on the filter strengthens the effectiveness and reliability of physical removal for particulate matter and microorganisms in general, thereby reducing the likelihood of the disinfection barrier being over challenged. (63 Fed. Reg. 69482 (December 16, 1998).)  Waterborne disease outbreaks have been associated with a high level of particles passing through a water treatment plant.  (Fox, K.R.; Lytle, D.A.; Milwaukee’s Crypto Outbreak: Investigation and Recommendations, Journal AWWA, September 1996 (pg. 87-94).)

Daily monitoring is proposed because it provides sufficient information to determine optimization without creating a monitoring or reporting burden for the suppliers or the Department.

Given that Cryptosporidium is very resistant to disinfection, and that consistent removal of Cryptosporidium is the only reliable barrier for the protection of public health, every effort should be made to optimize the coagulation and sedimentation processes for the removal of Cryptosporidium.   (63 Fed. Reg. 69482 (December. 16, 1998).)

Most systems already complete the monitoring and reporting that would be required by this section, and therefore the impact of this requirement is expected to be minor.

ADOPT Section 64655(d)

The purpose of this section is to require suppliers that recycle filter backwash water to monitor the turbidity and determine the flow rate of the recycled water at least once each day or during each recycle event.  

This monitoring will help both the Department and the supplier determine whether or not the backwash water treatment processes are optimized.  The optimization of each unit process of the treatment plant is critical to overall plant performance.  Such optimizing is a key component of the CAP, which the Department has been mandated to implement (H&S Code section 116360).  The handling of recycled backwash water is a unit process that is of particular importance, since backwash water has been shown to contain increased concentrations of Giardia and Cryptosporidium. (66 Fed. Reg. 31087 (June 8, 2001).)

Given that Cryptosporidium is very resistant to disinfection, and that consistent removal of Cryptosporidium is the only reliable barrier for the protection of public health, every effort should be made to optimize the recycled backwash water process for the removal of Cryptosporidium.

Recycled water flow rate and turbidity may have an adverse effect on plant performance, and careful monitoring of these parameters is important to ensure appropriate removals of Giardia and Cryptosporidium.  By reporting to the Department under section 64664(d) the results of such monitoring, the Department can review on a monthly basis the progress each system is making toward optimization.

Monitoring once a day or during each recycle event is proposed because it provides sufficient information to determine optimization without creating a monitoring or reporting burden for the suppliers or the Department.

Most systems already complete the monitoring that would be required by this section, and therefore the impact of this requirement is expected to be minor.

AMEND Section 64655(e) (formerly 64655(b))

This section, previously assigned 64655(b), is re-assigned as (e) to allow for the insertion of the proposed subsections (b-d) described above.  In addition, the Department is amending the reference to the former subsection (d) by replacing it with a reference to the re-assigned subsection (g) and adding a reference to subsection (h).  The addition of the reference to subsection (h) is necessary to indicate to affected systems that turbidity compliance monitoring will be different than what is required by this section.

AMEND Section 64655(f) (formerly 64655(c))

This section, previously assigned 64655(c), is re-assigned as (f) to allow for the insertion of the proposed subsections (b-d) described above.

AMEND Section 64655(g) (formerly 64655(d))

This section, previously assigned 64655(d), is re-assigned as (g) to allow for the insertion of the proposed subsections (b-d) described above.

ADOPT Section 64655(h)

The purpose of this section is to indicate to affected systems (those using conventional or direct filtration and serving at least 10,000 people) the necessity to conduct turbidity monitoring pursuant to section 64657.40 in lieu of subsection (e).  This section is necessary to inform the affected systems that the monitoring requirements presented in subsection (e) (formerly (b)) is no longer applicable.

DESIGNATE New Article 3.5.  Enhanced filtration and disinfection

The purpose of this article is to provide an organized section within Chapter 17 that contains the requirements of the federal Interim Enhanced Surface Water Treatment Rule that applies to suppliers using an approved surface water and serving at least 10,000 people.  The purpose is to provide an organizational structure that is easy for the regulated community to follow and understand.  Systems using an approved surface water and serving at least 10,000 people shall comply with the requirements of this article.

ADOPT Section 64657  General requirements

The purpose of this section is to establish requirements for filtration and disinfection that are in addition to criteria in sections 64653 and 64654.  Subsections (a) through (d) are adopted for conformance with 40 C.F.R. part 141.170(a)-(c), but have been revised to reference the applicable state regulations to avoid confusion.  The requirements of the watershed control plan referred to in subsection (b) may be found in section 64657.10.

ADOPT Section 64657.10  Criteria for avoiding filtration

The purpose of this section is to establish additional requirements for suppliers that intend to avoid the necessity of providing filtration.  It is adopted for conformance with 40 C.F.R. part 141.171, but has been revised to reference the applicable state regulations to avoid confusion.

ADOPT Section 64657.20  Disinfection profiling and benchmarking

The purpose of this section is to establish the record retention and reporting requirements for systems that are required to conduct disinfection profiling and benchmarking pursuant to 40 C.F.R. part 141.172.  This section is adopted for conformance with 40 C.F.R. parts 141.172(a), (b), and (c).  This section incorporates by reference the requirements of parts 141.172(a), (b), and (c) from 63 Fed. Reg. 69477 (December 16, 1998), “Interim Enhanced Surface Water Treatment Rule” and parts 141.172(a) and (b) from 66 Fed. Reg. 3769 (January 16, 2001), “Revisions to the Interim Enhanced Surface Water Treatment Rule and Stage 1 Disinfectants and Disinfection Byproducts Rule” as it would be too cumbersome, unduly expensive, or impractical to publish these documents into regulation.  Since disinfection profiling is required to be completed before this regulation is adopted, it is not necessary for the proposed regulation to include all of the details specified in 40 C.F.R. part 141.172.  Subsections (a) and (b) relate to disinfection profiling and disinfection benchmarking, respectively.
ADOPT Section 64657.30  Filtration

The purpose of this section is to establish filtration performance standards.  Subsection (a) is adopted for conformance with 40 C.F.R. part 141.173, but has been revised to reference the applicable state regulations to avoid confusion.  Additionally, subsection (a) differs from the federal regulation in that subparagraph (a)(2)(A) has been modified by adding “shall not exceed 1 NTU for more than 1 hour, measured pursuant to section 64657.40.”  The reason for this change is that the Department will require continuous compliance monitoring with data recording at intervals no greater than once every 15 minutes, as opposed to the minimum federal compliance sampling interval of once every 4 hours (40 C.F.R. part 141.74(c)).  Additionally, subparagraph (a)(2)(C) is added to the proposed language to be consistent with the Department’s existing performance requirements (64653(c)(2)), keeping in mind that a standard of 1 NTU is 50% greater than a standard of 1.0 NTU.  The net effect is that the Department’s proposed language is more stringent than the federal language.  

Subsection (b) is adopted for conformance with 40 C.F.R. part 141.173(b), but has been revised to reference the applicable state regulations to avoid confusion.  In addition, the proposed language is slightly different from the federal regulations to be consistent with the Department’s existing language regarding alternative technologies (64653(f)).  Although the language is different, the intent is essentially the same.  Whereas the federal language requires a total of 99.9% Giardia lamblia cyst removal/inactivation and 99.99% virus removal/inactivation, the Department’s language requires a minimum of 99% Giardia lamblia removal and 90% virus removal.  Consistent with the federal regulation, the Department requires a total of 99.9% Giardia reduction and 99.99% virus reduction through both removal and inactivation (64652(a)).  Essentially, the Department places a minimum removal requirement on the filtration technology that the federal language does not.  This approach, consistent with the Department’s existing regulations regarding alternative technologies (64653(f)), ensures a quality “multi-barrier” treatment system and is necessary to ensure the protection of public health.  

ADOPT Section 64657.40  Filtration sampling

The purpose of this section is to establish the monitoring requirements necessary for determining compliance with section 64657.30.  It is adopted for conformance with 40 C.F.R. part 141.174(a) and (b), but has been revised to reference the applicable state regulations to avoid confusion.  

In addition, subsections (a) and (b) are revised to require continuous monitoring of turbidity and recording of results at least once every 15 minutes for the combined filter effluent. The federal regulation requires turbidity monitoring every four hours, with compliance based on those samples collected every four hours.  The Department’s existing regulation already requires continuous monitoring of the combined filter effluent (64659(a)(3)), and the proposed regulation would require that compliance be based on continuous monitoring results recorded at intervals no greater than every 15 minutes.
The Department has determined that measurements recorded at 15-minute intervals are more representative of water quality leaving the plant than measurements recorded at 4-hour intervals.  This was demonstrated during the Department’s 2-year statewide study of particle counters. (Gilbert-Snyder, P.; Results of California’s Statewide Particle Counting Study, 1998 AWWA Annual Conference Proceedings, Dallas, Texas, June 21 – 25, pg. 619-644).  During this study, over 20 treatment plants were evaluated with on-line particle counters and turbidimeters, recording data at 10-minute intervals.  It was found that, although under ideal conditions treatment plant performance is stable, under real-world conditions treatment plant performance may be very dynamic.  It is not uncommon for events to occur which cause short-term (less than 4 hour) turbidity spikes.  Given that Cryptosporidium is very resistant to disinfection, and that consistent removal of Cryptosporidium is the only reliable barrier for the protection of public health, every effort should be made to reduce or eliminate these short-term turbidity spikes.

Data collected during the study demonstrated that measurements recorded at 4-hour intervals may not “capture” these short-term events, and therefore are not representative of treatment plant performance.  An example of such an event is illustrated in the following graph.  The total event lasted 270 minutes.  For 180 minutes the combined filter effluent exceeded 0.5 NTU, and for 80 minutes it exceeded 1.0 NTU.  Despite the magnitude and duration of the event, the only number reported to the Department during the event was a single reading of 0.42 NTU.  If the system’s reporting cycle was 60 minutes earlier, the highest reading would have been less than 0.2 NTU.
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The American Water Works Association Research Foundation study titled “National Assessment of Particle Removal by Filtration” (McTigue, N.E. et al., 1998, pg. 81), found that 20% of filter runs experienced mid-run turbidity spikes with an average duration of less than 2 hours.  Additionally, the study found that individual filter data collected by systems at 4-hour intervals reported less than half of the turbidity spikes that were recorded using 15-minute intervals.  Again, this clearly demonstrates that turbidity measurements recorded at 4-hour intervals may not be representative of actual plant performance.  

The EPA Handbook “Optimizing Water Treatment Plant Performance Using the Composite Correction Program” (EPA/625/6-91/027, February 1991, pg. 12) states “The SWTR [Surface Water Treatment Rule] requires turbidity sampling every 4 hours; however, CPE [Composite Performance Evaluation] results have indicated that even this may not be frequent enough to identify significant short-term excursions from acceptable performance.”  

The Department chose 15 minute intervals for two reasons:  First, this is consistent with the monitoring frequency required by the federal Interim Enhanced Surface Water Treatment Rule for individual filters, and secondly, because the Department believes it is important to capture data from treatment plant spikes that may last as little as 30 to 60 minutes.  Statistically, to capture an event that lasts X minutes, sampling should be conducted 1/3 X minutes.  Therefore, to capture representative data of events lasting 30 to 60 minutes, one must sample once every 10 to 20 minutes.  The Department proposes 15 minutes.

Finally, the manual collection and analysis of samples at 4-hour intervals is subject to errors, which could further cause the data to be non-representative of plant performance.  Sample collection and handling is very sensitive to both human errors and instrument errors.  Sample glassware must be meticulously maintained and samples must be collected in a consistent fashion.  Differences among procedures used by different operators could produce varying results.  The use of automated on-line equipment to measure and record data nearly eliminates the potential for sample handling errors.  Sample collection and handling will be identical from sample to sample, and the only opportunity for human error will be in the calibration and verification of the instruments.

Based on its own experience and the experiences reported by others, the Department believes that turbidity measurements recorded at 15 minute intervals are necessary to ensure a representative sample and to ensure consistent compliance with regulatory limits.  

The impact of continuous monitoring with data recording at 15-minute intervals is not expected to be overly burdensome.  Systems are already required to continuously monitor the combined filter effluent, and data recording at 15-minute intervals is required by federal regulation for each individual filter.  Therefore, requiring the same for the combined filter effluent should not be a significant burden.

Subsection (c) is adopted for conformance with 40 C.F.R. part 141.174(a).

Subsection (d) is adopted for conformance with 40 C.F.R. part 141.174(b), but has been revised to address the requirements associated with combined filter effluent monitoring in the case of a failure in the continuous monitoring system.  Since the federal rule does not require continuous monitoring of the combined filter effluent, it does not address this issue.  In the case of a failure, grab samples will need to be collected every 4 hours and continuous monitoring will need to be reinitiated within 48 hours of failure.  Continuous monitoring of the combined filter effluent is necessary to ensure proper operation of the facility and 48 hours is a reasonable period of time to correct the problem.  

ADOPT Section 64657.50  Supplemental reporting and recordkeeping

The purpose of this section is to establish the monthly turbidity reporting requirements.  It is adopted for conformance with 40 C.F.R. part 141.175, but has been revised to reference the applicable state regulations to avoid confusion, and has been revised in several other ways, as described below.

Subsection (a) differs slightly from the federal language in wording but not intent.  The subsection only applies to systems providing conventional filtration or direct filtration, whereas the federal language also applies to alternative filtration technologies.  The Department’s existing regulatory language (section 64664) applies to alternative filtration technologies and includes all of the requirements of 40 C.F.R. part 141.175(a), therefore repeating the requirements in this section would be redundant.

Although the federal language specifies only one reporting option (40 C.F.R. part 141.175(a)(1) through (3)), the Department is providing two options.  The first option is specified in sections 64657.50(a) and (a)(1).  Subsection(a) is identical to the federal language.  The first requirement in paragraph (a)(1) is different than the federal requirement in that it requires the supplier to report the turbidity achieved 50, 90, 95, 98, and 99 percent of the time.  Based on the turbidity achieved 95 percent of the time, compliance with the appropriate standard (0.3 NTU for conventional and direct filtration) can be determined.  This is slightly different than the federal approach, which requires the supplier to report the number and percentage of turbidity measurements taken during the month that are less than or equal to the specified turbidity limits.  The federal approach requires the reporting of a “percent of time,” which in order to be in compliance must be 95% or greater, and the Department’s approach requires a reporting of the turbidity value achieved 95% of the time, which in order to be in compliance must be 0.3 NTU or less.  The end result is the same; it will be easy to verify whether or not the system is in compliance with the turbidity requirement.  The additional data reported to the Department (the turbidity achieved 50, 90, 98, and 99 percent of the time) will allow the Department to monitor overall plant performance from month to month and quickly determine whether or not there may be a decline in performance that needs attention.  The second requirement in paragraph (a)(1) is identical to the federal language, except that the turbidity reporting limit was changed from “1 NTU” to “1.0 NTU”.  This change is needed to determine compliance with the performance standard of section 64657.30(a)(2)(C).

The second reporting option consists of the requirements specified in section 64657.50(a) and (a)(2).  As discussed above, subsection(a) is identical to the federal language.  The first requirement in paragraph (a)(2) requires the reporting of turbidity measurements recorded at intervals no greater than every 4 hours, which is identical to the Department’s existing Surface Water Treatment Rule monitoring and reporting requirements of sections 64655(b)[reassigned (e)] and 64664(b)(1), respectively.  The second requirement in paragraph (a)(2) requires the reporting of all results that exceed 0.3 NTU, recorded at intervals no greater than every 15 minutes.  Reporting of this data will allow the Department to review overall plant performance and determine whether or not there may be a decline in performance that needs attention.  The third requirement of paragraph (a)(2) is identical to the requirements of 40 C.F.R. part 141.175(a)(2), except that the frequency measurements are recorded has been added for clarity.

Subsection (b) requires that the data submitted according to subsection (a) be accurate and not compromised by maintenance procedures or technical malfunctions.  The intent of the section is to ensure that erroneous data are not used for compliance determinations.

Subsections (c) through (e) are consistent with the requirements of 40 C.F.R. part 141.175(b).  However, the intent of subparagraph (c)(2)(B) has been modified from the federal intent.  The federal language sets an individual filter effluent “trigger level” of 0.5 NTU, but it only applies at the point that the filter has been in continuous operation for 4 hours.  The Department proposes to set in paragraph (c)(2)(B), the “trigger level” at 0.3 NTU and to have it apply at all times after the filter has been in continuous operation for 60 minutes.  

The Department is reducing the “trigger level” to 0.3 NTU because the sedimentation and filtration processes are the most effective Cryptosporidium barriers.  Additionally, since the Cryptosporidium oocysts are so resistant to disinfection, the Department places extra emphasis on the concept of filter optimization. The federal IESWTR sets the 95th percentile turbidity limit for the combined filter effluent at 0.3 NTU.  After a filter has been returned to service and the initial “start-up spike” has dissipated, the filter should run in a relatively stable state and it should perform at least as well as what is required from the combined plant effluent.  If a ripened filter is producing water with a turbidity that exceeds 0.3 NTU, the combined filter effluent is meeting its limit essentially through dilution.  If an individual filter cannot meet the turbidity limit set for the combined filter effluent, the filter’s performance should be scrutinized.

In addition, the Cryptosporidium Action Plan (CAP) (Health and Safety Code Section 116360), recognizing the importance of Cryptosporidium removal and the limitations of disinfection, emphasizes individual filter optimization.  The Department believes individual filters should be optimized, and that an optimized filter should produce water with a turbidity of 0.3 NTU or less (CAP goal for an optimized filter is 0.1 NTU).  Exceedance of the 0.3 NTU individual filter turbidity “trigger level” is not a violation; it is a trigger that requires additional reporting, and possibly an investigation into filter performance.  (See sections 64657.50(c)(2) and (c)(2)(B)).

The Department is reducing the trigger point to 60 minutes after filter start-up because it believes that a filter start-up spike should drop to below 0.3 NTU in less than 60 minutes.  A survey conducted by the Department of 50 conventional, direct, and in-line filtration plants serving populations of 10,000 or more found that 72% could always achieve a turbidity of 0.3 NTU after only 30 minutes of filter runtime, and 96% of the plants could achieve that goal at least 90% of the time.  The Department believes that if a filter takes longer than 60 minutes to drop below 0.3 NTU there is a potential problem with either the filter or the pretreatment processes, and that the performance should be evaluated.  

The Department is extending the trigger point throughout the remainder of the filter run because it believes that the filter should continue to perform with an effluent of 0.3 NTU or less throughout the remainder of its run after properly ripening.  The Department does not believe that filter performance should be evaluated based on one specific portion of the filter run (i.e., at 1 or 4 hours of continuous run time).  If a filter begins producing water with a turbidity of greater than 0.3 NTU after it has ripened, it is likely that the filter is either beginning to breakthrough or being hydraulically “stressed,” or there is a pretreatment problem.  If the filter is beginning to breakthrough, the run should be terminated.  If there is a pretreatment problem or hydraulic loading issue, it should be investigated.  The intent of the proposed regulation is to ensure that the appropriate corrective actions take place.

The consequences of exceeding the 0.3 NTU “trigger level” are identical to those specified in the federal regulation for exceeding the 0.5 NTU “trigger level”.  Exceeding the 0.3 NTU level is not a violation; it is a trigger that requires additional reporting under section 64657.50(c).  Exceeding the 0.3 NTU “trigger level” does not require public notification and it is not required to be included in the Consumer Confidence Report distributed to the water system’s customers.

Subsection (e) also incorporates by reference the requirements of Optimizing Water Treatment Plant Performance Using the Composite Correction Program, EPA Handbook, Chapter 4, pg. 21-65, Office of Research and Development, USEPA, EPA/625/6-91/027 (revised August 1998) as it would be too cumbersome, unduly expensive, or impractical to publish this document into regulation.

Article 4.  Design Standards

AMEND Section 64658(a)  

References to sections 4011 and 4016 are replaced with references to sections 116525 and 116550, respectively, for consistency with recodified statutes.  

AMEND Section 64660(b)(1)
This section is modified to correct typographical errors.  The erroneous terms “simple media” are replaced with the correct term, “single media”.

AMEND Section 64660(b)(5)

The term “Giardia” is replaced with “Giardia lamblia.”.  This change is being made throughout the chapter to be consistent with itself and 40 C.F.R. part 141.  Use of the term “Giardia lamblia” is more specific and provides more clarity.

To facilitate the insertion of subparagraph (C), some grammatical changes were made by removing the “and” that proceeded subparagraph (B) and inserting it at the end of subparagraph (B).

Subparagraph (C) is added to be consistent with the requirements for alternative technologies.  The Department considers filters that are operating at more than 2 times the rates specified in paragraphs (b)(1) through (3) as alternative filtration technologies, and as such, must meet the requirements shown as amendments to section 64653(f).  Subparagraph (C) is added to be consistent with those requirements.

AMEND Section 64661(a)

This section is amended to clarify that all treatment plants are required to operate under an approved operations plan and that the plans must be updated whenever modifications are made.  Operation plans specify how plants will be operated on a daily basis and how compliance monitoring will be conducted.  Keeping the plans up-to-date will help to ensure the protection of public health. 

AMEND Section 64661(b)

This section is amended to require that the operations plan include a description of the utility’s filter media inspection program.  The filtration portion of a surface water treatment facility is the final barrier for removing pathogens such as Giardia, Cryptosporidium, and viruses.  The removal of Cryptosporidium during the filtration process is very important since it is difficult to inactivate with most disinfectants, effectively eliminating the typical “multi-barrier” concept.  Furthermore, in direct filtration facilities, the filtration step is the only barrier for Giardia, Cryptosporidium, and virus removal.  The Department believes a regular schedule of formal filter inspections is necessary to ensure proper filter operation.  A physical inspection of the filters may provide an initial indication of future filter performance problems and would give the utility an historical record of the condition of the filter media.  The results of the inspections may be used to determine if the media needs to be added to, modified, or replaced.  Potential problems with underdrain systems may also be detected during filter inspections.  The Department believes routine inspections of all filters will reduce the likelihood of performance problems at treatment facilities.  

AMEND Section 64662(a)(1)

Amendments to this section extend the existing record keeping requirements to include monitoring data collected pursuant to sections 64657.20, 64657.40, and 64657.50.  This requirement is consistent with existing regulatory requirements for record keeping.

AMEND Section 64662(b)

The first amendment to this section extends the record retention requirement from two years to three years.  It is amended for conformance with 40 C.F.R. part 141.175(b).  The second amendment to this section replaces references to sections 4031 and 4038 with references to 116625 through 116675 and 116725 through 116730, respectively, for consistency with recodified statutes.

AMEND Section 64663(a)

Amendments to this section extend Department notification requirements to include notification whenever combined filter effluent turbidity measurements collected pursuant to section 64657.40 exceeds 5.0 NTU.  This requirement is consistent with existing regulatory requirements for Department notification.

AMEND Section 64663(b)

Two amendments are made to this section.  First, the section is amended to include Department notification whenever turbidity measurements conducted pursuant to section 64657.40 exceeds 1 NTU for more than 1 hour.  Since the Department is requiring the use of continuous on-line turbidimeters and such instruments operate automatically and are not subject to continuous human oversight, it is possible that the automated system may malfunction and provide erroneously elevated results.  The Department recognizes that it may take an operator a short period of time to react to elevated measurements and determine whether or not the measurements are truly representative of plant performance.  Therefore the Department would permit a 1-hour period of time for determining compliance status and responding to the event. If after 1 hour either the erroneous instrumentation is not fixed or removed from service, or the actual “event” has not been remedied, Department notification is required.  (See sections 64657.30(a)(2)(A) and 64663(b)). 

The second amendment requires Department notification whenever turbidity measurements conducted pursuant to section 64657.40 exceeds 1.0 NTU for more than 8 consecutive hours.  This amendment is consistent with the existing requirements specified in this section.

ADOPT Section 64664(d)

The purpose of this section is to specify the reporting requirements for data collected pursuant to sections 64655(a) through (d).  In order for the Department to evaluate and monitor overall plant performance it is important that this data be reported to the Department in a timely manner.

AMEND Section 64664(e) (formerly 64664(d))

This section, previously assigned 64664(d), is being re-assigned as (e) to allow for the insertion of the proposed subsection (d) described above.  To be consistent with existing reporting requirements, the requirements of this section are extended to include any violation of performance standards specified in section 64657.30.  Additionally, replacing the reference to sections 64660(b)(6) and (8) with a reference to sections 64660(b)(7) and (9) corrects a typographical error.

AMEND Section 64664(f) (formerly 64664(e))

This section, previously assigned 64664(e), is being re-assigned as (f) to allow for the insertion of the proposed section (d) described above.

ADOPT Section 64664(g)

This section is adopted to indicate to a supplier using conventional filtration or direct filtration and serving at least 10,000 people the necessity to comply with the additional reporting requirements of section 64657.50. 

AMEND Section 64666(a)

This section is amended to include public notification whenever there is a failure to comply with the treatment requirements specified in sections 64653.5(b), 64657.30(a)(2), or 64657.30(b).  It is amended for conformance with 40 C.F.R. part 141.76 (66 Fed. Reg. 25982 (June 8, 2001)).  Additionally, to clarify the intent of the section, the phrase “any of” is inserted into the section.  This amendment clarifies that the intent is that notification is required whenever there is a failure to meet any of the specified requirements.
AMEND Section 64666(c)

This section is amended to refer to sections 64463.1 and 64463.4 as a whole, as opposed to specific subsections within those sections, in order to provide clarification that the public notification requirements are inclusive of the entire sections, including the manner and timeframe that notification must be given.  

AMEND Section 64666(d)

This section is amended to include public notification whenever there is a failure to comply with the monitoring requirements specified in section 64657.40.  It is amended for conformance with 40 C.F.R. part 141.204.

Statements of Determinations and Business Impact

In 1998, the USEPA promulgated the Interim Enhanced Surface Water Treatment Rule [Federal Register 63 (241), 69478-69521, December 16, 1998], with a revision published in 2001 [Federal Register 66 (10), 3770-3780, January 16, 2001], as required by the Safe Drinking Water Act (SDWA) Amendments of 1996, which provides increased public health protection against microbial pathogens, specifically the protozoan Cryptosporidium.  Additionally, in 2001 the USEPA promulgated the Filter Backwash Recycling Rule [Federal Register 66 (111), 31086-31105, June 8, 2001], also as required by the SDWA.  

California currently requires water suppliers to filter and disinfect surface water and ground water under the influence of surface water pursuant to Chapter 17 [commencing with section 64650 of Title 22, Division 4 of the California Code of Regulations].  Since California must adopt federal regulations to maintain primacy for the Drinking Water Program, the proposed regulation package incorporates all the federal revisions.  The proposed regulation package also includes provisions that are in addition to the federal revisions.

The net effect of the proposed amendments to the Chapter 17 requirements would be that:

1.
Suppliers using an approved surface water source and serving at least 10,000 people would be required to provide at least 99 percent removal of Cryptosporidium oocysts, which would be accomplished through the attainment of more stringent turbidity standards.

2.
Suppliers using an approved surface water source and serving at least 10,000 people would be required to determine their annual average concentration of total trihalomethanes and haloacetic acids (five), and if the annual averages exceed or equal either 0.064 mg/L or 0.048 mg/L respectively, the supplier would be required to conduct disinfection profiling and calculate a benchmark.

3.
All suppliers using an approved surface water source would be required to:

a.
Provide the Department with information about filter backwash recycle flows and return such flows to the headworks of the treatment plant.

b.
Conduct monthly source water monitoring for bacterial concentrations.

c.
Conduct daily monitoring of settled water turbidity.

d.
Conduct monitoring of recycled backwash water for turbidity and flow.

e.
Include a filter media inspection program in the operations plan.

The most significant incremental cost impact of this proposed regulation would be the federal requirement to provide at least 99 percent removal of Cryptosporidium oocysts, through the attainment of more stringent turbidity standards.  The estimated annual incremental cost is $40 million for improved turbidity treatment and $19.9 million for turbidity start-up and monitoring.  The incremental cost impact of the state-only requirements is not significant when compared to the cost of meeting the federal requirements.  The estimated annual incremental cost is zero to $0.04 million for state-only monitoring and reporting.

The Department has determined that the proposed regulations would not have a significant adverse impact on businesses, including the ability of California businesses to compete with businesses in other states.

The Department has determined that the regulations will not significantly affect the following:

1.
The creation or elimination of jobs within the State of California.  The requirements summarized above should not have any affect in this area in that there would not be any change in water system or regulatory personnel needed for compliance with the proposed requirements.

2.
The creation of new businesses or the elimination of existing businesses within the State of California.  The nature of the water industry is such that the proposed regulation will not result in the creation or elimination of water systems.  The impact of these regulations will be insignificant.  

3. The expansion of businesses currently doing business within the State of California.  Since water system size is basically a function of the number of service connections (consumers) served, the proposed regulations should not have any affect on expansion.

The Department has determined that the proposed regulations would not affect small business, since Government Code Chapter 3.5, Article 2, Section 11342.610 excludes drinking water utilities from the definition of small business.

Alternatives Considered

The Department has determined that no alternative considered by the Department would be more effective in carrying out the purpose for which the amendments to the regulations are being proposed or would be as effective and less burdensome to affected private persons.

Local Mandate Determination

The proposed regulation would not impose a mandate on local agencies that requires state reimbursement.  Local agencies should not incur costs as a result of this regulation.  However, if they were to incur costs, those costs would be of the following nature:  

First, some local agencies would incur costs in their operation of public water systems.  These costs would not be the result of a “new program or higher level of service” within the meaning of Article XIIIB, Section 6 of the California Constitution because they apply generally to all individuals and entities that operate public water systems in California and do not impose unique requirements on local governments.  Therefore, no state reimbursement of these costs would be required.

Second, some local agencies could incur additional costs in discharging their responsibility to enforce the new regulations for the small public water systems (under 200 service connections) that they regulate.  However, the Department has determined that any increase in the local agency costs resulting from enforcing this regulation would be insignificant.  Furthermore, local agencies are authorized to assess fees to pay reasonable expenses incurred in enforcing statutes and regulations related to small public water systems, Health and Safety Code section 101325.  Therefore, no reimbursement of any incidental costs to local agencies in enforcing this regulation would be required, Government Code section 17556(d).  

Supplement 1 – Revisions Following Public Comment Period Ending 3/30/2007
As a result of an internal review, the Department of Public Health (Department) proposes to amend section 64650(a).  The term “Legionella” should be “Legionella”, as the rules of taxonomy is to show in italics the genus of an organism.
Supplement 2 – Revisions Following Public Comments

Pursuant to California Public Health Act of 2006 (Act; S. B. 162, Section 1, Chap. 241, Stats. 2006), effective July 1, 2007, the California Department of Public Health has authority to adopt the subject regulations.  Therefore, multiple references to "California Department of Health Services" have been deleted and replaced with "California Department of Public Health” and statutory authority and references for each proposed new, amended, or repealed regulation have been appropriately modified. 

Following both public comment periods, the Department became aware that existing language for two sections, 64654(b)(1) and 64660(b)(4), had been erroneously presented to the public.  The pertinent portions of the two sections as they were presented are provided below, with the correct existing language following in italics.  Because the language presented to the public was substantially identical to the actual existing language, the regulatory text was subsequently amended to reflect the correct language and constitutes a change with no regulatory effect.
64654(b)  Disinfection treatment shall comply with the following performance standards:

(1)  Water delivered to the distribution system shall contain a disinfectant residual of not less than 0.2 mg/l for more than four hours in any 24 hour period.  

(1)  Water delivered to the distribution system shall not contain a disinfectant residual of less than 0.2 mg/l for more than four hours in any 24 hour period.
(2)…

64660(b)  Filtration facilities shall be operated in accordance with the following requirements:

(1) …

(2)…

(3)…

(4)  In order to obtain approval for filtration rates higher than, but not more than twice, those specified in paragraphs (b)(1), (b)(2), and (b)(3), a water supplier shall demonstrate to the Department that the filters can comply with the performance requirements of section 64653.  
(4)  In order to obtain approval for filtration rates higher than, but not more than twice, those specified in section 64660(b)(1), (b)(2), and (b)(3), a water supplier shall demonstrate to the Department that the filters can comply with the performance requirements of section 64653.
Additionally, note that the Department finds that adoption of the subject regulations constitutes action by a regulatory agency, which action is expressly authorized by state statute for protection of the environment and does not involve the relaxation of any standard for protection of the environment; and is therefore categorically exempt from compliance with the California Environmental Quality Act (CEQA) as a Class 8 exemption pursuant to CEQA Guidelines, 14 CCR 15308.  The Department further finds that the adoption of the subject regulations does not fall within any exception to categorically exempt projects described in Public Resources Code 21084.

Addendum 1

Response to Comments, Period Ending 3/30/2007

The Department solicited written comments on proposed regulation package R-20-01.  Eight sets of comments were received.  There was no public hearing.

	Commentator #
	Commentator
	Representation

	1
	Mr. Andrew DeGraca
	San Francisco Public Utilities Commission

	2
	Mr. Kent Nelson
	Contra Costa Water District

	3
	Mr. Bruce Cabral
	Santa Clara Valley Water District

	4
	Mr. Jim Horen
	Zone 7 Agency, Alameda County Flood Control and Water Conservation District

	5
	Ms. Krista Clark
	Association of California Water Agencies

	6(a)
	Mr. Mic H. Stewart
	Metropolitan Water District of Southern California

	7
	Mr. Douglas G. Chun
	Alameda County Water District

	8
	Mr. Paul Gilbert-Snyder
	East Bay Municipal Utility District


(a)
Comments were received on April 2, 2007, and considered by the Department.

General Comments:  
Commentators 1, 2, 4, 5, 6, and 7 appreciated the opportunity to review and/or provide comments on the proposed regulations.  Commentators 5, 6, and 7 appreciated the Department’s review and/or consideration of the comments and/or recommendations provided.
The Department appreciates the comments.  

Commentator 1 stated that “We understand that most of the proposed regulatory requirements is consistent with the corresponding federal rule governing the enhanced filtration, disinfection, reporting, and notification requirements.  There are some differences between the federal version and the Proposed Rule, and the rationales for these differences are summarized in the Initial Statement of Reasons (ISOR) in the proposed rule package.”

The Department appreciates the comments.  

Commentator 2 applauded the Department’s efforts to satisfy the existing federal primacy requirements, as well as providing greater protection for public health resulting from the new regulation; generally supported the proposed IESWTR as reflected in the draft language; offered comments that “…could improve the water industry’s ability to meet the intent and purpose the Proposed IESWTR,” supported the comments submitted by the Association of California Water Agencies (ACWA); and intended to remain active in state regulatory activities through its involvement with ACWA.

The Department appreciates the comments and the comments ACWA referenced by Commentator 2 are addressed below.
Commentator 4 stated that they generally support the proposed changes identified in the proposed regulation; understands that the state is required to adopt requirements at least as stringent as the federal IESWTR and federal FBRR; stated that some of the new state provisions such as the monitoring of settled water turbidity, raw water coliform levels, and filter media inspection programs, are good operational practices and have been required of most systems in California via the permit process for some time; and noted their concern, however, with several areas in which the state has chosen to make the proposed regulation significantly more stringent than the federal requirements.  

The Department appreciates the comments.  Commentator 4’s specific comments are addressed in the section specific comment summaries below.
Commentator 5 stated that, “While it is true of all Federal SDWA rules, it is especially true that the suite of D/DBP rules promulgated by USPEA, including the IESWTR, have gone through a lengthy and comprehensive technical and public review process (far greater than what is done at the State level due to resource issues).  In some cases, formal agreements were reached, some of which may be lost by State primacy agencies, but which can result in significantly increased regulatory burden without there being a similarly complete public review process to consider all technical, feasibility and cost/benefit issues.  Some subtle but significant changes, not discussed during the more intense federal rule development, can result in significant operational and capital costs.  New regulatory costs are becoming a greater concern to utilities due to limited new resources (rate pressures) and other costs (deferred infrastructure investments).  ACWA’s members – and their customers – will support any meaningful regulatory change that improves public health protection but there needs to be a thorough process to ensure that the best decisions on investment of the public’s funds can be made.”
The Department appreciates the comments.  

Commentator 7 requested clarification on which sections apply to alternative technologies.

The requirements of the proposed regulation apply to a supplier using an alternative filtration technology, except for those sections that are only applicable to (1) a supplier using an approved filtration technology (e.g., conventional filtration, direct filtration, diatomaceous earth filtration, or slow sand filtration) or (2) to a supplier meeting the criteria for avoiding filtration.  Item 1 is accomplished by specifying the approved filtration technology in the regulatory language [see sections 64653(c)(3), 64655(c) and (h), 64657.30(a), 64657.40, 64657.50, and 64664(g)].  Item 2 is accomplished by specifying the criteria in regulations (see section 64657.10).  Therefore, no change is needed.
64650(b)  Commentator 7 suggested correcting “its” to “it” in the last sentence.
The comment refers to a subsection that is not part of the regulation proposal.  No response is required.

64652.5(c)(2)(B)  Commentator 7 requested that “event” be defined in the phrase “As a result of any such event…”.  

The comment refers to a subparagraph that is not part of the regulation proposal.  No response is required.  However, the commentator should note that “event” is defined in the last sentence of the subparagraph.

Commentator 7 recommended that the Department put more stringent requirements on unfiltered systems by limiting the number of consecutive days that turbidity measurements can exceed 5 NTU.

The comment refers to a subparagraph that is not part of the regulation proposal.  No response is required.

64653(c)(1)  Commentator 7 stated that the turbidity limits of this section appear to contradict the federal rule that limits turbidity to less than or equal to 0.3 NTU in 95% of the measurements.

The comment refers to an existing paragraph that is not part of the regulation proposal.  No response is required.  However, the commentator should note that the requirement of paragraph (c)(1) applies to a supplier serving less than 10,000 people (i.e., a supplier that is not subject to the federal IESWTR).  

64653.5  Commentator 7 suggested correcting “use” to “uses” in the phrase “A supplier that use conventional filtration…”.  Similarly, Commentator 8 stated that “use” and “recycle” should both be plural in the first sentence.

The Department agrees with the commentators and has made the appropriate changes to the proposed regulations.

64654(a)  Commentator 4 stated that there is an issue with the term “continuous” [in the phrase “continuous disinfection treatment”] with respect to how it is defined, how compliance with the subsection is determined, and how the subsection is interpreted by Department field engineers.  Commentator 4 recommended that some language be added to specify the manner in which compliance is determined.  Commentator 4 offered some examples.

The comment refers to an existing section that is being amended with a non-substantive change [change “Giardia” to read “Giardia lamblia”] and is not part of the regulation proposal (i.e., the federal IESWTR and FBRR do not propose changes to disinfection treatment requirements).  As a result, no response is required.

However, the Department values the commentator’s concerns and refers the commentator to the existing section 64661, which contains the requirements for a Department approved operations plan.  The operations plan is required to (1) be designed to produce the optimal water quality from the treatment process and (2) include a description of the utility’s treatment plant performance monitoring program, which provides the manner in which compliance with section 64654(a) is determined.
64655(b), (c), (d), and (e); 64657040(a) [commentator appears to have had a typographical error on the section number, which should be 64657.40(a)]; and 64661(a) and (b)  Commentator 1 stated that both “Operations Plan” and “Operation Plan” are used in the proposed regulations and suggested using only one of the terms for consistency.

The Department agrees with the commentator and has made the appropriate editorial changes to sections 64655(b), (c), (d), and (e) and 64657.40(a).
64655(b)  Commentator 6 commented on the trigger organism and the sample holding time.

Commentator 6 stated that “Since the promulgation of the SWTR in 1991, the United States Environmental Protection Agency (USEPA) has approved newer technologies, i.e., chromogenic methods, for detection and enumeration of E. coli in source waters.  Chromogenic methods (e.g., Colilert Quanti-Tray and MI agar) provide ease of use and reduced analytical time compared to the traditional lactose-fermentation methods (e.g., multiple-tube fermentation (MTF) or MTF using lauryl tryptose broth (LTB)).  For E. coli, the chromogenic methods and the lactose-fermentation methods produce similar results (Table 1) [provided by commentator].  For total coliforms, however, differences of several logs are not uncommon between the chromogenic and the lactose-based methods.  The chromogenic method may have total coliform results 3 logs higher than the lactose-fermentation methods.”

Additionally, Commentator 6 stated that “The 1991 Surface Water Treatment Rule Guidance Manual (Appendix B, Table B-1) indicates that when the monthly median total coliform level in raw water exceeds 1000 total coliforms per 100 mL, the plant treatment requirements are 4-log Giardia and 5-log virus removal.  The 1000 total coliforms per 100 mL level is based on results from traditional lactose-based methods and may severely impact utilities that use the chromogenic methods, which produce higher total coliform levels than the traditional methods.  Utilities using the chromogenic methods may frequently exceed 1000 total coliforms per 100 mL and may needlessly be required to provide additional disinfection to the distribution system.  Furthermore, analytical method selection (particularly with lactose-based methods) may be restricted when interference from source water heterotrophic plate count (HPC) bacteria causes repeated sample invalidation.”

Commentator 6 also stated that “E. coli and/or fecal coliforms are more reliable indicators of source water contamination while total coliforms are known to inhabit and proliferate in and around natural vegetation.”  Commentator 6 recommended that the trigger organism be changed from total coliforms to E. coli or fecal coliforms.  
The purpose of this section is to allow for tracking of the source water quality and the resultant need for changes in chemical pretreatment and disinfectant dosage; it is not to make an evaluation with respect to the 1991 SWTR Guidance Manual (Appendix B, Table B-1).  

The USEPA has established approved methods for the analysis of total coliform and fecal coliform under the SWTR (40 CFR Part 141.74) and E. coli under the Long Term 2 Enhanced Surface Water Treatment Rule (LT2ESWTR)(40 CFR Part 141.704).  The specific method used by a supplier would be described in the Department approved operations plan (section 64661).  USEPA’s list of approved methods are periodically updated as a result of the promulgation of new federal rules or new analytical methods.  Several analytical methods are available for each parameter to ensure that at least one method is suitable for use by a supplier.  There is no requirement that a supplier use one approved method over another approved method.

Monitoring for total coliform is necessary due to natural and man-made activities on the watershed that are not of fecal origin (e.g., erosion), which may affect chemical pretreatment and disinfectant dosage.  Therefore, a change is not appropriate.

Commentator 6 stated that, “In an internal study conducted from June 14, 2004, to February 27, 2006, Metropolitan analyzed over 50 weekly influent water samples from each of the treatment plants – Diemer, Jensen, Mills, Skinner, and Weymouth.  Each sample was split and analyzed for total coliforms, fecal coliforms, and E. coli by Standard Methods MTF (SM9221) method using LTB, brilliant green bile broth (BGB), EC medium, and EC+MUG medium, respectively.  Total coliforms and E. coli were analyzed by membrane filtration (MF) recovered on MI agar (EPA 1604), and fecal coliforms were analyzed by MTF recovered on A-1 medium (SM9221).  All coliform values were expressed in colony-forming units (CFU) or most probable number (MPN) per 100 mL.  In general, the average and median total coliform levels were one log higher with the MI method over the MTF-LTB method for each plant (Table 1) [provided by commentator].  The outcome of exceeding the ‘1000 total coliforms per 100 mL’ trigger level at the plant influent averaged 15 times more with the MI (or chromogenic) method than the MTF method while the E. coli fecal coliform levels were comparable between the methods.  Thus, using an E. coli or fecal coliform indicator would avoid this discrepancy in methods.”  As a result, Commentator 6 recommended that a new guidance level, based on E. coli or fecal enumeration, be established when source waters may be compromised and additional treatment or operational action may be needed.  

The comment refers to revising the 1991 SWTR Guidance Manual (Appendix B, Table B-1), which is not part of the regulation proposal.  No response is required.  However, on January 5, 2006, the USEPA promulgated the LT2ESWTR (71 Fed. Reg. 654; amended Jan. 30, 2006, 71 Fed. Reg. 4968 and Feb. 6, 2006, 71 Fed. Reg. 24, 6136) to further protect public health against Cryptosporidium.  Under the LT2ESWTR, a supplier is required to perform source water monitoring for Cryptosporidium, E. coli, and/or turbidity, depending on filtration status (i.e., filtered system or unfiltered system) and population served.  Results of Cryptosporidium and/or E. coli monitoring are used to determine if additional Cryptosporidium treatment is required.  Monitoring for E. coli and turbidity is to further evaluate these parameters as indicators to identify drinking water sources that are susceptible to high concentrations of Cryptosporidium.

Commentator 6 stated that, “For remote locations, an 8-hour sample holding time may not be enough time from collection to analysis without incurring a significant increase in cost and labor for sample transportation to the laboratories.  During transportation, the temperature of the samples will be maintained between 0°C and 10°C, but not frozen.”  Commentator 6 recommended that the holding time for the source water samples be extended from 8 hours to 30 hours as with the E. coli samples for the LT2ESWTR.  

The comment refers to a sample holding time that is not part of the regulation proposal.  No response is required.  However, requirements concerning the E. coli sample holding time, as well as the sample temperature during storage and transit to the laboratory, is included in the analytical method requirement for E. coli under the LT2ESWTR (40 part 141.704(b)).

64655(c)  Commentator 2 suggested clarifying the requirement for treatment facilities with more than one settling basin.  Commentator 2 offered some suggested language.

Monitoring of the settled water is site-specific and is to be conducted in accordance with a Department approved operations plan (section 64661).  No change is needed.
64655(d)  Commentator 7 stated that the section does not specify whether the recycled water monitoring requirement applies to membrane plants.

The section applies to a supplier recycling filter backwash water; it is not dependant on the type of filtration technology used.

64657.30  Commentators 4 and 5 stated that the section essentially requires that any alternative technology provide both filtration and disinfection.  Commentators 4 and 5 stated that the federal requirement allows systems to meet the pathogen reduction requirement with any combination of the two, up to and including filtration only or disinfection only.  Commentator 4 stated that (1) the section is significantly more stringent than the federal requirement, (2) has no technical basis, and (3) if a technology has been shown to achieve a particular level of pathogen reduction, it should be allowed to be used as such, provided appropriate monitoring and reliability features are in place,.  Commentator 5 recommended that the “…proposed California rule adopt the federal requirements, which are the result of a vigorous and thorough review.”
Section 64657.30(a) begins with the phrase “except as specified in subsection (b)”.  Section 64657.30(b), establishes requirements for alternative filtration technologies (AFTs); it does not require AFTs to provide both filtration (removal) and disinfection (inactivation) for Cryptosporidium.   Section 64653(f), which is referenced in section 64657.30(b), establishes Cryptosporidium removal requirements for AFTs; it does not establish Cryptosporidium inactivation requirements for AFTs.   The Department is adopting the regulations [sections 64653(f) and 64657.30(b)] in conformance with the federal IESWTR.  No change is needed.

Commentator 4 stated that, “For example, if a membrane filtration system has been shown to remove 3-log Giardia lamblia, it should be allowed to be used to satisfy a systems’ 3-log reduction requirement, without an additional 0.5-log Giardia lamblia inactivation requirement.  The objective of the regulation is to decrease the exposure of the consumers to the pathogen; the specific manner in which it is achieved (removal or inactivation) is irrelevant.  Requiring the extra 0.5-log inactivation limits systems’ ability to simultaneously meet both the microbiological requirements and the disinfection byproduct requirements, and unfairly penalizes water agencies using newer technologies.  It is also inconsistent with the fact that some systems are permitted to avoid filtration altogether.”
The comment refers to Giardia lamblia removal and inactivation requirements, and simultaneous compliance with other federal rules, both which are not part of the federal IESWTR.  The comment also appears to question the Department’s multibarrier approach (i.e., filtration and disinfection) for Giardia lamblia.  The multibarrier approach is specified in the existing SWTR [sections 64650(b) and 64652(a)] and is not part of the proposed regulation.  Therefore, no response is required.  
Water systems that seek to avoid filtration are required to comply with the requirements of section 64657.10 (criteria for avoiding filtration), which the Department is adopting in conformance with the federal IESWTR. 

Commentator 4 stated that, “Some water systems in California are meeting this more-stringent removal + inactivation requirement for Giardia and viruses, but it cannot be met for Cryptosporidium, since this pathogen is much more difficult to inactivate.  The proposed rule requires both filtration and inactivation of the first two pathogens, but allows just filtration for the latter pathogen.  This is not a technically sound policy.”  Commentator 4 recommended that the state adopt the federal language of pathogen reduction, and not specify minimum levels of removal or inactivation.  

The comment refers to existing SWTR requirements concerning removal and inactivation of Giardia lamblia and viruses, which is not part of the federal IESWTR.  No response is required.  
The federal IESWTR requires removal (filtration) of Cryptosporidium; the federal IESWTR does not allow the Cryptosporidium removal requirement to be met by inactivation (disinfection).  The Department must adopt regulations that are equal to or more stringent than the federal requirements.  The Department is adopting the federal language of Cryptosporidium removal and the regulation [section 64653(f), which is referenced in section 64657.30(b)] in conformance with the federal IESWTR.  No change is needed.

64657.30(a)(2), 64657.40, and 64657.50  Commentator 1 stated that, “The Proposed Rule contains additional and different requirements of filtration performance standards (Section 64657.30(a)(2) in lieu of Sections 64653(c)(1) and (c)(2)), turbidity monitoring (Section 64657.40 in lieu of Section 64655(e)), and reporting (Section 64657.50 in lieu of Section 64664(b)) for a water supplier that serves at least 10,000 people using conventional or direct filtration.  Although the Proposed Rule has some of these new requirements explicitly spelled out this system’s characteristic (e.g., serving more than 10,000 people and using conventional or direct filtration), not all of them have this clarification.  We suggest adding the phrase ‘serving at least 10,000 people’ consistently to all relevant and applicable regulatory provisions to minimize confusions in future implementation of the regulations.” 

The Department reviewed the proposed regulations and finds that (1) sections 64650(a) and 64657(a) clearly indicate that systems serving at least 10,000 people are required to comply with the requirements of Article 3.5, sections 64657 through 64657.50, and (2) sections under Article 3.5 clearly indicate which are applicable to systems using conventional filtration or direct filtration. 

A review of section 64657.10(a) shows that it contains a phrase (“that uses an approved surface water and serves at least 10,000 people”) that was presented earlier in section 64657(a).  The Department has made the appropriate change to section 64657.10(a) to delete the duplicative phrase for clarification, as it may have contributed to the commentator’s confusion.

64657.30(a)(2) and 64657.40(b)  Commentator 4 stated that, ”Section 64657.30(a)(2) includes the requirement that the combined filter effluent (CFE) turbidity be less than 0.3 NTU in 95% of the samples collected each month.  This is consistent with the federal rule.  However, the sampling frequency for determining compliance with this section under the proposed state rule is every fifteen minutes [section 64657.40(b)], which is significantly higher than the every-four-hour frequency under the federal rule.  The federal rule was developed after much discussion and technical evaluation among all stakeholders, including regulators from California.  We recommend that the state adopt the federal turbidity compliance criteria, not the more-stringent criteria in this proposal.”
Monitoring the combined filter effluent continuously and recording the data every 15 minutes is necessary to determine compliance with the requirement of section 64657.30(a)(2)(A) [shall not exceed 1 NTU for more than 1 hour] and ensure public health protection for the reasons presented in the Statement of Reasons (see pages 12 through 14).  The Department believes that turbidity measurements recorded at 15 minute intervals are necessary to ensure representative sampling for comparison with the regulatory limits.  Therefore, the Department does not believe a change is appropriate.

64657.30(a)(2)(A)  Commentators 1 and 5 stated that it is unclear how the limit of 1-hour duration will be determined.  Commentator 1 stated that is unclear whether or not the limit of 1 hour is an accumulative duration for the whole month.  Commentator 5 stated that, “It should be made very clear that the limit of one hour is NOT cumulative for the whole month.”  Commentators 1 and 5 requested clarification.  

The Department agrees with the commentators and has made the appropriate change to the proposed regulation for clarification.

Commentator 5 requested access to any available data that supports the significantly more stringent sampling frequency than what is required in the federal rule.

Available information was provided in the Initial Statement of Reasons [Section 64657.40] during the 45-day comment period.

64657.30(a)(2)(B)  Commentator 1 stated that Subsection [the term should be “subparagraph”] (B) is superfluous and contrary to Subsection (A) and that it appears that the two requirements are conflicting.  Similarly, Commentator 5 stated that Subsection (A) appears to contradict the requirements of Subsection (B).  Commentator 5 recommended that the contradictory requirement in Subsection (A) be deleted.

In response to comments concerning section 64657.30(a)(2)(A), the Department has revised the regulatory language to read, “shall not exceed 1 NTU for more than 1 continuous hour.”  With this change, the Department believes the clarity issue between subparagraph (A) [1 continuous hour] and subparagraph (B) [four-hour interval] has been adequately addressed.  No change is needed to subparagraph (B).  However, the Department revised the regulatory language in 64663(b) to maintain consistency with subparagraph (B).
The Department is adopting subparagraph (B) in conformance with the federal IESWTR..  A review of subparagraph (B) shows that the term “measured” is unnecessary, and may lead to confusion.  The term “measured” has been deleted for clarity.  
64657.40(d)  Commentator 1 stated that, “Although the ISOR states that 48-hour is a reasonable period of time to correct the continuous turbidity monitoring problem, it does not provide any data substantiating this claim.”  Commentator 5 noted concern that the ISOR does not provide sufficient data substantiating the claim that 48-hours is a reasonable period of time to correct the continuous turbidity monitoring problem.  Commentator 1 asked if the Department has any data or survey and Commentator 5 wanted to see any available data that shows most of the continuous monitoring problem for turbidity measurement can be fixed within 48 hours.

Commentators 1 and 5 felt that limiting the collection of 4-hour grab samples as an alternative for only 48 hours is too stringent and does not account for special situations such as 3-day holidays.  

Commentator 2 stated that, “We propose to revise the draft language to allow water agencies a maximum period of five working days before continuous turbidity is reinstated on combined filter effluent following system failure or maintenance interruption.  Allowing a maximum of only 48 hours is an unreasonable amount of time to have a replacement unit or replacement parts orders, shipped and installed.  Applying a limit of 5-working days for combined filter effluent would also be consistent with the proposed limitation on outages for individual filter effluent monitoring.”
Commentator 7 stated that, “The 48 hour requirement is difficult for the following reasons: (1) there is insufficient time for timely ordering, delivery and installation of replacement parts or hardware, (2) alternatively, providing redundant CFE instrumentation is financially burdensome and unnecessary if IFE turbidity monitoring effectively provides this redundancy, and (3) this regulation implies that the CFE continuous monitoring is more important to identifying filter problems than continuous IFE monitoring.”  Commentator 7 stated that, “ACWD would argue that CFE monitoring is more of a confirmation of the IFE monitoring.  It is more important to know in real time the turbidity of each IFE since IFE continuous measurements will allow for identification of the filter with a problem and allow for its immediate correction.”  Commentator 7 recommended five working days for reinitiating the CFE continuous monitoring similar to the IFEs monitoring.

The existing SWTR (section 64659) requires that standby replacement equipment be available to assure continuous operation and control of unit processes for coagulation, filtration, and disinfection.  Standby replacement equipment must be provided to assure proper treatment if continuous operation of a treatment plant is needed to meet system demands.  The use of approved groundwater sources of supply in lieu of surface water sources during times of equipment failures is an acceptable alternative to backup equipment.  Standby equipment required of all facilities is equipment that may be installed when needed.  If it can be shown that a plant can shutdown for the time period needed to install the necessary equipment, it may not be necessary to have redundant equipment on-line.  
As noted in the Statement of Reasons (page 12), CFE turbidity measurements recorded at 15-minute intervals are more representative of water quality leaving the plant than measurements recorded at 4-hour intervals.  Monitoring at 4-hour intervals, during times of failure in monitoring equipment or interruptions due to system maintenance, results in ~94% fewer measurements in a 24-hour period when compared to measurements recorded at 15-minute intervals.  The Department believes that this is a significant loss of critical information.  While monitoring of the IFE helps a system to assess the performance of an individual filter, monitoring of the CFE is necessary to ensure proper operation of the plant and to determine if a system is in compliance with the treatment technique requirement for Cryptosporidium.
Given the existing regulatory requirement concerning standby replacement equipment and the intent of the proposed requirement as described above, the Department believes that returning to continuous monitoring within 48-hours is a reasonable period of time and provides necessary public health assurances that outweigh the burden of implementation; especially when one considers the population served by such systems.  Therefore, the Department does not believe a change is appropriate.
Commentator 1 stated that, “The Proposed Rule does not spell out whether or not it will be a monitoring violation if a supplier cannot fix or restore the required continuous turbidity monitoring within 48 hours of system failure or maintenance interruption of the combined effluent, albeit that we believe it will be the case.”  Commentator 1 indicated that clarification would be helpful.  Similarly, Commentator 5 requested clarification on whether or not it will be a monitoring violation if a supplier cannot fix or restore the required continuous turbidity monitoring within 48 hours of system failure or maintenance interruption of the combined effluent.

Failure to reinitiate continuous monitoring within 48 hours of system failure or maintenance interruption for the combined effluent is a monitoring violation.  Monitoring violations for section 64657.40 are addressed under section 64666(d).
64657.50  Commentator 4 stated, “Finally, we are concerned about the large investment in computer/SCADA programming time required to determine compliance with the proposed regulations, and to generate the numerous reports.  Particularly for plants with multiple filters, thousands of data points must be stored, and these data sets tested against all of the numerous “exceedance” criteria and regulatory reporting requirements, and various reports generated each month.  In 1998, when the federal Interim Enhanced Surface Water Treatment Rule was finalized, most plants made significant modifications to their SCADA systems’ monitoring and reporting capability in order to comply with the federal rule.  Similarly, additional changes were made when the federal filter backwash rule was finalized in 2001.  If the state rule is finalized as proposed, additional resources will be necessary to ensure compliance with these new state requirements.  This is not, as stated in the Initial Statement of Reasons, ‘not a significant burden’, as thousands of dollars are spent on reprogramming.  Presumably, when the state adopts the next set of federal rules (Long Term 1 and Long Term 2 Enhanced Surface Water Treatment Rules) there will be further changes.  We recommend that the state maintain consistency with the federal requirements.”

Commentator 5 stated, “In several sections within the proposed rule, the Department requires significant additional investment in computer/SCADA programming changes to comply with reporting and compliance requirements.  A large majority of water utilities previously invested large amounts of time and funding to modify their technological systems in 1998 when the federal Interim Enhanced Surface Water Treatment Rule was finalized.  Additional changes were made when the federal filter backwash rule was completed in 2001.  ACWA disagrees that the proposed requirements would not be a significant burden and recommends that the state maintain consistency with the federal requirements.”

As noted in the Statement of Reasons (see page 14), systems are already required to continuously monitor the combined filter effluent and having data recorded at 15-minute intervals is already required by federal regulation for each individual filter.  So, while implementing the proposed requirements may not be “burdenless”, the Department continues to believe that meeting the requirement should not be overly burdensome given the extent of the existing requirements.  The intent of the proposed requirement, ensuring representative sampling for comparison with the regulatory limits, provides necessary public health assurances that outweigh the burden of implementation; especially when one considers the population served by such systems.  Therefore, the Department does not believe a change is appropriate.  
64657.50(a)(1)  Commentator 7 stated that, “…CDHS is planning on requiring that the supplier report the turbidity level achieved 50, 90, 95, 98, and 99 percent of the time.  For well-running plants, this reporting requirement is unnecessary.  Suggest that this be used only when needed, e.g., when a comprehensive plant evaluation is warranted, and not be a routine requirement.  Alternately, this information could be provided annually, similar to what is now being done by utilities participating in the Partnership for Safe Water Program.”
Under section 64657.50(a), a supplier is required to report according to paragraph (a)(1) or (a)(2); a supplier is not required to report according to only paragraph (a)(1).  No change is needed. 

64657.50(a)(2)  Commentator 7 requested clarification in reference to the phrase “The results of turbidity measurements recorded at intervals no greater than every 4 hours,…” regarding how to report the data collected including grab data and the continuous measurements.

The purpose of this section is to establish what to report under the monthly turbidity reporting requirements.  How the data is reported is an implementation issue.

64657.50(b)  Commentator 8 stated that the section “…seems to have lost some text.”  Commentator 8 offers some suggested language.

The Department agrees with the commentator and has made the appropriate changes to the proposed regulations for clarification.

64657.50(c)(2)(B)  Commentator 4 stated, “Further, Section 64657.50(c)(2)(B) requires that a report be made to the state whenever an individual filter effluent has an ‘exceedance’ of 0.3 NTU in two consecutive samples taken no more than 15 minutes apart after the filter has been in continuous operation for 60 minutes or more.  The federal rule requires that turbidity data be collected and stored every 15 minutes, but that compliance is based on samples collected every four hours.  The federal rule was developed after much discussion and technical evaluation among all stakeholders, including regulators from California.  We recommend that the state adopt the federal turbidity compliance criteria, not the more-stringent criteria in this proposal.”
In the federal IESWTR, compliance with the individual filter turbidity effluent performance standards is based on not exceeding specified turbidity levels in two consecutive measurements taken no more than 15 minutes apart; compliance is not based on samples collected every four hours.  No change is needed.

64657.50(e)  Commentator 1 stated that the Composite Correction Program Handbook reference in the proposed regulation is old and that the new version is February 1991.

The proposed regulation references the August 1998 version of the Composite Correction Program Handbook.  This is the current version of the publication.

64659  Commentator 1 stated that the existing section 64659 is completely omitted and the associated requirements are neither addressed in the ISOR nor included in other sections of the proposed regulation.  Commentator 1 requests clarification if existing section 64659 is deleted.
As section 64659 is not being amended or repealed.  Therefore, there is no need to include it in the proposed regulations or ISOR.  The requirements of section 64659 remain in effect.

64660(b)(7)(A), (B), and (C)  Commentator 7 stated that the requirements are confusing and compete with the proposed regulation that sets the IFE trigger point at 0.3 NTU after 60 minutes of operation, as stated in section 64657.50(c)(2)(B).

The comment refers to existing subparagraphs that are not part of the regulation proposal.  No response is required.  However, the requirements of sections 64660(b)(7)(A),(B), and (C) do not compete with the requirement of section 64657.50(c)(2)(B), as the compliance determinations (e.g., turbidity values and frequency of monitoring) are different.  The requirement in section 64657.50(c)(2)(B) is in addition to those specified in sections 64660(b)(7)(A), (B), and (C). 
64661(b)  Commentator 6 stated that, “Filter media inspections can be very lengthy and expensive, so Metropolitan requests the Department to define ‘a regular schedule of formal filter inspection necessary to ensure proper filter operation’ (e.g., by stating the frequency and describing the extent of the inspections).”
Section 64661(b) is being amended to require that the operations plan include a description of the utility’s filter media inspection program, which will be site-specific.  It is not the intent of the subsection to regulate the scope of the filter media inspection program or inspection frequency, so no definition is needed.
64663(a)  Commentator 7 stated that the CFE turbidity exceedance of 5.0 NTU at any time, which triggers Department notification, appears to contradict the federal limit of 1 NTU.

The purpose of section 64663(a) is to maintain consistency with existing regulatory requirements for Department notification.  It does not contradict the federal 1 NTU limit, as the CFE turbidity exceedances that require Department notification under the federal IESWTR are contained in section 64663(b).  A review of subsection (b) shown that the phrase “1 NTU at four-hour intervals” was inadvertently omitted, which may have contributed to the commentator’s confusion.  The Department has made the appropriate changes to subsection (b) for clarification.  

64663(b)  Commentator 7 stated, in reference to a bulleted statement on page 3 of the ISOR (“To amend section 64663(b) to include Department notification whenever samples collected pursuant to section 64657.40 exceeds 1 NTU for more than 1 hour or 1.0 NTU for more than 8 hours”), that “The subtle difference between 1 NTU and 1.0 NTU will likely create confusion for operators and will necessitate significant effort to reprogram plant controls.  It is suggested that CDHS adopt the same standard as the federal rule instead, i.e., no exceedance of 1 NTU in four hour grab samples.”
The Department is adopting (1) section 64657.30(a)(2)(A) [CFE turbidity shall not exceed 1 NTU for more than 1 (continuous) hour], as the Department will require continuous monitoring with data recording every 15 minutes, (2) section 64657.30(a)(2)(B) [CFE turbidity shall not exceed 1 NTU at 4-hour intervals) in conformance with the federal IESWTR, and (3) section 64657.30(a)(2)(C) [CFE turbidity shall not exceed 1.0 NTU for more than 8 consecutive hours] to maintain consistency with existing regulations [section 64653(c)(2)].  

Although the values of 1.0 NTU and 1 NTU appear similar, a value of 1 NTU is 50% greater than a value of 1.0 NTU due to the difference in significant figures.  Treatment plant operators will need to be able to differentiate between these numerical values (1.0 NTU and 1 NTU) to determine if the treated water meets the turbidity performance standards.  

Operators would need to make this differentiation even if the Department did not adopt section 64657.30(a)(2)(A), as subparagraph (2)(B) specifies 1 NTU [federal requirement] and subparagraph (2)(C) specifies 1.0 NTU [existing state requirement].  Operators would also need to make this differentiation under the federal IESWTR, as the USEPA established turbidity performance standards of 1.0 NTU and 1 NTU for the individual filter effluent and combined filter effluent, respectively.  Therefore, the Department does not believe a change is appropriate.
Commentator 7 also stated that this section “…requires that an operator respond to an event within a 1-hour period when combined filter effluent (CFE) turbidity exceeds 1 NTU.  Suggest that the 1-hour time requirement be the maximum time allowed to initiate a response to the exceedance.  This will permit time to quickly assess the situation and activate a contingency plan if a problem is not readily correctable due to instrumentation failure, for instance.”
The purpose of this section is to establish Department notification requirements when turbidity exceeds 1 NTU for more than 1 hour.  As discussed in the Statement of Reasons (page 18), the Department would permit a 1-hour period of time for determining compliance status and responding to the event.  The Department appreciates the commentator’s concurrence with the 1-hour period of time. 

64664(c)(2)(F)  Commentator 1 stated that with the proposed changes made to section 64654(b)(2), a corresponding change is needed in Subsection [the term should be “subparagraph”](F) concerning the calculation of V (percent of distribution system samples with a detectable residual).  Commentator 1 offered some suggested language.

The Department agrees with the commentator and has made the appropriate changes to the proposed regulations.

64664(d)(2), (3), and (4)  Commentator 3 stated that, “…if more than one raw water coliform is taken in a month or more than one settled water turbidity or recycled water turbidity measurement is taken in a day, a utility should be allowed to report the average of all samples taken similar to what is allowed under (d)(1) for raw water turbidity.  Currently, only (d)(1) explicitly allows averaging additional monitoring results.”  Commentator 5 stated that, “In paragraph (1) the proposed regulation allows averaging additional monitoring results if more than one raw water turbidity measurement is taken in a day.  ACWA believes a utility should be allowed to report the average of all samples taken in subsections [the term should be “paragraphs”] (2), (3), and (4), similar to what is allowed under (d)(1) for raw water turbidity.”
The commentators appear to be concerned about reporting all the data when more than the minimum number of samples is collected in a month for coliform monitoring and each day for settled water turbidity and recycled filter backwash water turbidity.
The purpose of paragraph (d)(2) is to allow for an on-going assessment of the raw water bacteriological quality and to alert the system to changes in raw water quality that may be associated with changing conditions in the watershed, climatic changes, or most importantly, unexpected changes due to unknown causes.  The Department encourages and supports a system’s efforts in collecting more than the minimum of 1 sample a month.  However, the Department does not believe that reporting an average for the month would provide meaningful information considering the monitoring time frame (a month) and the changing conditions that may occur during that month.  Therefore, the Department does not believe a change is appropriate for paragraph (d)(2).

In regard to settled water turbidity and recycled filter backwash water turbidity, daily monitoring is required to help the Department and systems determine if pretreatment process and the backwash water treatment process are optimized.  The optimization of each unit process of the treatment plant is critical to overall plant performance.  Such optimization is a key component of the Cryptosporidium Action Plan (CAP).  Under CAP, systems have been reporting to the Department the highest raw water turbidity and highest settled water turbidity for each day.  These highest values for each day represent the worst-case situation and the greatest challenge when trying to optimize plant performance.  Given this situation/challenge and the monitoring time frame (a day), the Department believes that providing the highest value each day would provide meaningful information.  The Department has made the appropriate changes to paragraphs (d)(1), (3), and (4) to allow for reporting of the highest value, instead of all the values, when more than 1 sample is collected each day.  

64664(d)(4)  Commentators 3 and 5 stated that  there is no requirement for reporting recycled water flow that is required to be monitored under section 64655(d).  Commentators 3 and 5 asked if this is an oversight or if it is intended to allow utilities to capture flow data in-house and not have to include this data in the monthly report.  Commentator 5 asked for clarification.

The Department appreciates the comments; this was an oversight and the Department has made the appropriate changes to the regulation proposal.
Addendum 2

Response to Comments, Period Ending 8/13/2007

The Department solicited written comments on proposed regulation package R-20-01.  Two sets of comments were received.  There was no public hearing.

	Commentator #
	Commentator
	Representation

	1
	Mr. Mic Stewart
	Metropolitan Water District of Southern California

	2
	Mr. Douglas G. Chun
	Alameda County Water District


General  Commentator 1 appreciated the opportunity to further comment on the proposed regulations.  Commentator 1 also stated that, “Attached is the comment letter we had submitted previously”.  
The Department appreciates the comment.  The Department acknowledges prior receipt of the comment letter, as described and addressed in Addendum 1 of this Final Statement of Reasons.
64653(c)(1)  Commentator 2 stated that the turbidity limits of this section appear to contradict the federal rule that limits turbidity to less than or equal to 0.3 NTU in 95% of the measurements.

The comment refers to an existing paragraph that is not part of the regulation proposal.  Therefore, no response is required.  However, the comment is identical to that provided by the commentator during the 45-day comment period and the commentator may want to review the Department’s response to the original comment (see Addendum 1), which provides some clarification. 
64660(b)(7)(A), (B), and (C)  Commentator 2 stated that the requirements are confusing and compete with the proposed regulation that sets the IFE trigger point at 0.3 NTU after 60 minutes of operation, as stated in section 64657.50(c)(2)(B).

The comment refers to an existing paragraph that is not part of the regulation proposal.  Therefore, no response is required.  However, the comment is identical to that provided by the commentator during the 45-day comment period and the commentator may want to review the Department’s response to the original comment (see Addendum 1), which provides some clarification.
64663  Commentator 1 stated that, “Subsection(d) of this section requires the water supplier to notify the California Department of Public Health ‘no later than the end of the next business day, or within 24 hours, whichever is less, …whenever…an event occurs which may affect the ability of the treatment plant to produce a safe, potable water including but not limited to spills of hazardous materials in the watershed and unit treatment process failures.’  Metropolitan requests the Department to clarify the distance of such an event from the treatment plant, or define the hazardous spills in the watershed that would have an immediate impact on water quality at Metropolitan’s five treatment plants.  Metropolitan is concerned that hazardous spills that may occur in the Bay Delta region, for example, may not be known by Metropolitan or reported to the Department in a timely manner because of the great distance.  In addition, some smaller hazardous spills in the watershed may not necessarily have an impact on water quality in Southern California.”

The comment refers to a subsection that is not part of the regulation proposal.  No response is required.  However, the commentator is referred to the local District Office to discuss this existing regulatory requirement with respect to the commentator’s water treatment plants.
64663(a)  Commentator 2 stated that the CFE turbidity exceedance of 5.0 NTU at any time, which triggers Department notification, appears to contradict the federal limit of 1 NTU.

Only those revisions made subsequent to the first public comment are open for comment.  Therefore, no response is necessary.  However, the comment is identical to that provided by the commentator during the 45-day comment period and the commentator may want to review the Department’s response to the original comment (see Addendum 1), which provides some clarification.  
Supplement 3 – Revisions Added to the Rulemaking File on 12/12/2007
Reporting Requirement
The Department has made the determination that these proposed regulations require reports from businesses, and it is necessary for the health, safety, or welfare of the people of California that the proposed regulations apply to businesses. 

California Conference of Local Health Officers Review 
Pursuant to H&S Code Section 131205, the Department provided a copy of the public notice document, including the text of the proposed regulation text and the Initial Statement of Reasons,  to the California Conference of Local Health Officers for review and comment. 

Public Hearing

At the time of the public notice, a public hearing was not scheduled and a public hearing was not subsequently requested.
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March R&P & Comp

		Point		March		Rank		Percent								Percent		March		Percent		April

		767		1.90		1		99.80%								99.80%		1.90		100.00%		0.218875

		768		1.90		1		99.80%								99.80%		1.90		99.80%		0.17275

		766		1.80		3		99.70%								99.70%		1.80		99.70%		0.150125

		769		1.70		4		99.60%								99.60%		1.70		99.60%		0.148625

		770		1.30		5		99.50%								99.50%		1.30		99.50%		0.146875

		765		1.20		6		99.40%								99.40%		1.20		99.40%		0.1435

		764		1.00		7		99.10%								99.10%		1.00		99.20%		0.136125

		771		1.00		7		99.10%								99.10%		1.00		99.10%		0.1355

		760		0.97		9		99.00%								99.00%		0.97		99.00%		0.13275

		763		0.96		10		98.90%								98.90%		0.96		98.90%		0.127625

		762		0.94		11		98.80%								98.80%		0.94		98.80%		0.12725

		761		0.93		12		98.60%								98.60%		0.93		98.60%		0.11625

		772		0.93		13		98.50%								98.50%		0.93		98.50%		0.114125

		759		0.82		14		98.40%								98.40%		0.82		98.40%		0.113875

		758		0.77		15		98.30%								98.30%		0.77		98.30%		0.111375

		757		0.68		16		98.20%								98.20%		0.68		98.20%		0.108

		756		0.59		17		98.00%								98.00%		0.59		97.90%		0.104375

		755		0.50		18		97.90%								97.90%		0.50		97.90%		0.104375

		773		0.43		19		97.80%								97.80%		0.43		97.80%		0.104125

		754		0.41		20		97.70%								97.70%		0.41		97.70%		0.10375

		753		0.34		21		97.60%								97.60%		0.34		97.60%		0.103125

		752		0.26		22		97.50%								97.50%		0.26		97.50%		0.102

		751		0.19		23		97.30%								97.30%		0.19		97.30%		0.099875

		778		0.18		24		97.20%								97.20%		0.18		97.20%		0.098875

		779		0.18		25		97.10%								97.10%		0.18		97.00%		0.098625

		780		0.16		26		97.00%								97.00%		0.16		97.00%		0.098625

		781		0.16		27		96.90%								96.90%		0.16		96.90%		0.096125

		782		0.16		28		96.70%								96.70%		0.16		96.70%		0.095875

		777		0.15		29		96.60%								96.60%		0.15		96.60%		0.0955

		783		0.15		30		96.50%								96.50%		0.15		96.50%		0.094375

		774		0.15		31		96.40%								96.40%		0.15		96.40%		0.09375

		784		0.14		32		96.30%								96.30%		0.14		96.10%		0.093375

		785		0.14		33		96.10%								96.10%		0.14		96.10%		0.093375

		786		0.13		34		96.00%								96.00%		0.13		95.90%		0.093125

		750		0.13		35		95.90%								95.90%		0.13		95.90%		0.093125

		776		0.12		36		95.80%								95.80%		0.12		95.80%		0.09275

		787		0.11		37		95.70%								95.70%		0.11		95.50%		0.0925

		775		0.10		38		95.50%								95.50%		0.10		95.50%		0.0925

		552		0.09		39		95.40%								95.40%		0.09		95.40%		0.091875

		553		0.09		40		95.30%								95.30%		0.09		95.00%		0.091625

		749		0.09		41		95.20%								95.20%		0.09		95.00%		0.091625

		788		0.08		42		95.10%								95.10%		0.08		95.00%		0.091625

		554		0.07		43		95.00%								95.00%		0.07		95.00%		0.091625

		652		0.07		44		94.80%								94.80%		0.07		94.80%		0.090625

		789		0.07		45		94.70%								94.70%		0.07		94.70%		0.090375

		549		0.06		46		94.60%								94.60%		0.06		94.50%		0.09

		548		0.06		47		94.50%								94.50%		0.06		94.50%		0.09

		654		0.06		48		94.20%								94.20%		0.06		94.40%		0.0895

		748		0.06		48		94.20%								94.20%		0.06		94.10%		0.089125

		655		0.06		50		94.10%								94.10%		0.06		94.10%		0.089125

		550		0.06		51		93.80%								93.80%		0.06		93.90%		0.088875

		551		0.06		51		93.80%								93.80%		0.06		93.90%		0.088875

		653		0.06		51		93.80%								93.80%		0.06		93.60%		0.0885

		555		0.06		54		93.60%								93.60%		0.06		93.60%		0.0885

		563		0.05		55		93.50%								93.50%		0.05		93.50%		0.08725

		565		0.05		56		93.30%								93.30%		0.05		93.40%		0.08675

		566		0.05		56		93.30%								93.30%		0.05		93.30%		0.08575

		564		0.05		58		92.90%								92.90%		0.05		93.20%		0.085125

		651		0.05		58		92.90%								92.90%		0.05		92.70%		0.0845

		790		0.05		58		92.90%								92.90%		0.05		92.70%		0.0845

		556		0.05		61		92.10%								92.10%		0.05		92.70%		0.0845

		558		0.05		61		92.10%								92.10%		0.05		92.70%		0.0845

		562		0.05		61		92.10%								92.10%		0.05		92.50%		0.08425

		610		0.05		61		92.10%								92.10%		0.05		92.50%		0.08425

		635		0.05		61		92.10%								92.10%		0.05		92.20%		0.084

		640		0.05		61		92.10%								92.10%		0.05		92.20%		0.084

		641		0.05		61		92.10%								92.10%		0.05		92.10%		0.083375

		400		0.05		68		92.00%								92.00%		0.05		92.00%		0.083

		633		0.05		69		91.60%								91.60%		0.05		91.70%		0.08275

		636		0.05		69		91.60%								91.60%		0.05		91.70%		0.08275

		637		0.05		69		91.60%								91.60%		0.05		91.60%		0.082375

		561		0.05		72		91.30%								91.30%		0.05		91.50%		0.08175

		611		0.05		72		91.30%								91.30%		0.05		90.90%		0.0815

		639		0.05		72		91.30%								91.30%		0.05		90.90%		0.0815

		567		0.05		75		91.10%								91.10%		0.05		90.90%		0.0815

		634		0.05		76		90.90%								90.90%		0.05		90.90%		0.0815

		694		0.05		76		90.90%								90.90%		0.05		90.90%		0.0815

		397		0.05		78		90.70%								90.70%		0.05		90.80%		0.080625

		650		0.05		78		90.70%								90.70%		0.05		90.50%		0.08025

		747		0.05		80		90.50%								90.50%		0.05		90.50%		0.08025

		638		0.05		81		90.30%								90.30%		0.05		90.30%		0.08

		648		0.05		81		90.30%								90.30%		0.05		90.30%		0.08

		401		0.05		83		89.50%								89.50%		0.05		90.20%		0.079625

		402		0.05		83		89.50%								89.50%		0.05		90.10%		0.07875

		559		0.05		83		89.50%								89.50%		0.05		90.00%		0.0785

		631		0.05		83		89.50%								89.50%		0.05		89.80%		0.078125

		632		0.05		83		89.50%								89.50%		0.05		89.70%		0.0775

		649		0.05		83		89.50%								89.50%		0.05		89.50%		0.07725

		705		0.05		83		89.50%								89.50%		0.05		89.50%		0.07725

		557		0.05		90		89.40%								89.40%		0.05		89.10%		0.076875

		642		0.05		91		89.20%								89.20%		0.05		89.10%		0.076875

		4		0.05		92		88.90%								88.90%		0.05		89.10%		0.076875

		560		0.05		92		88.90%								88.90%		0.05		88.50%		0.07625

		645		0.05		92		88.90%								88.90%		0.05		88.50%		0.07625

		399		0.05		95		88.80%								88.80%		0.05		88.50%		0.07625

		398		0.05		96		88.20%								88.20%		0.05		88.50%		0.07625

		630		0.05		96		88.20%								88.20%		0.05		88.50%		0.07625

		644		0.05		96		88.20%								88.20%		0.05		88.40%		0.076

		658		0.05		96		88.20%								88.20%		0.05		88.20%		0.075375

		659		0.05		96		88.20%								88.20%		0.05		88.20%		0.075375

		647		0.05		101		88.00%								88.00%		0.05		87.90%		0.075125

		396		0.05		102		87.90%								87.90%		0.05		87.90%		0.075125

		109		0.05		103		87.30%								87.30%		0.05		87.30%		0.0745

		616		0.05		103		87.30%								87.30%		0.05		87.30%		0.0745

		657		0.05		103		87.30%								87.30%		0.05		87.30%		0.0745

		662		0.05		103		87.30%								87.30%		0.05		87.30%		0.0745

		706		0.05		103		87.30%								87.30%		0.05		87.30%		0.0745

		394		0.05		108		87.00%								87.00%		0.05		87.20%		0.073625

		547		0.05		108		87.00%								87.00%		0.05		87.00%		0.07325

		568		0.05		108		87.00%								87.00%		0.05		87.00%		0.07325

		627		0.05		111		86.90%								86.90%		0.05		86.70%		0.073

		3		0.04		112		86.10%								86.10%		0.04		86.70%		0.073

		569		0.04		112		86.10%								86.10%		0.04		86.10%		0.072625

		617		0.04		112		86.10%								86.10%		0.04		86.10%		0.072625

		643		0.04		112		86.10%								86.10%		0.04		86.10%		0.072625

		646		0.04		112		86.10%								86.10%		0.04		86.10%		0.072625

		703		0.04		112		86.10%								86.10%		0.04		86.10%		0.072625

		415		0.04		118		85.80%								85.80%		0.04		86.00%		0.072

		660		0.04		118		85.80%								85.80%		0.04		85.80%		0.07175

		661		0.04		118		85.80%								85.80%		0.04		85.80%		0.07175

		372		0.04		121		85.30%								85.30%		0.04		85.40%		0.071125

		373		0.04		121		85.30%								85.30%		0.04		85.40%		0.071125

		403		0.04		121		85.30%								85.30%		0.04		85.40%		0.071125

		656		0.04		121		85.30%								85.30%		0.04		85.10%		0.070875

		621		0.04		125		84.70%								84.70%		0.04		85.10%		0.070875

		628		0.04		125		84.70%								84.70%		0.04		85.10%		0.070875

		629		0.04		125		84.70%								84.70%		0.04		84.20%		0.0705

		687		0.04		125		84.70%								84.70%		0.04		84.20%		0.0705

		700		0.04		125		84.70%								84.70%		0.04		84.20%		0.0705

		704		0.04		130		84.60%								84.60%		0.04		84.20%		0.0705

		392		0.04		131		84.40%								84.40%		0.04		84.20%		0.0705

		615		0.04		131		84.40%								84.40%		0.04		84.20%		0.0705

		411		0.04		133		83.80%								83.80%		0.04		84.20%		0.0705

		412		0.04		133		83.80%								83.80%		0.04		83.90%		0.07025

		620		0.04		133		83.80%								83.80%		0.04		83.90%		0.07025

		626		0.04		133		83.80%								83.80%		0.04		83.90%		0.07025

		707		0.04		133		83.80%								83.80%		0.04		83.40%		0.069625

		413		0.04		138		82.90%								82.90%		0.04		83.40%		0.069625

		570		0.04		138		82.90%								82.90%		0.04		83.40%		0.069625

		612		0.04		138		82.90%								82.90%		0.04		83.40%		0.069625

		663		0.04		138		82.90%								82.90%		0.04		83.00%		0.06925

		699		0.04		138		82.90%								82.90%		0.04		83.00%		0.06925

		702		0.04		138		82.90%								82.90%		0.04		83.00%		0.06925

		708		0.04		138		82.90%								82.90%		0.04		82.70%		0.069

		111		0.04		145		81.50%								81.50%		0.04		82.70%		0.069

		370		0.04		145		81.50%								81.50%		0.04		82.70%		0.069

		374		0.04		145		81.50%								81.50%		0.04		82.50%		0.068625

		474		0.04		145		81.50%								81.50%		0.04		82.50%		0.068625

		475		0.04		145		81.50%								81.50%		0.04		81.90%		0.068125

		574		0.04		145		81.50%								81.50%		0.04		81.90%		0.068125

		683		0.04		145		81.50%								81.50%		0.04		81.90%		0.068125

		684		0.04		145		81.50%								81.50%		0.04		81.90%		0.068125

		686		0.04		145		81.50%								81.50%		0.04		81.90%		0.068125

		688		0.04		145		81.50%								81.50%		0.04		81.50%		0.06775

		695		0.04		145		81.50%								81.50%		0.04		81.50%		0.06775

		731		0.04		145		81.50%								81.50%		0.04		81.50%		0.06775

		110		0.04		157		80.70%								80.70%		0.04		80.40%		0.0675

		393		0.04		157		80.70%								80.70%		0.04		80.40%		0.0675

		395		0.04		157		80.70%								80.70%		0.04		80.40%		0.0675

		416		0.04		157		80.70%								80.70%		0.04		80.40%		0.0675

		696		0.04		157		80.70%								80.70%		0.04		80.40%		0.0675

		697		0.04		157		80.70%								80.70%		0.04		80.40%		0.0675

		701		0.04		157		80.70%								80.70%		0.04		80.40%		0.0675

		376		0.04		164		80.20%								80.20%		0.04		80.40%		0.0675

		404		0.04		164		80.20%								80.20%		0.04		80.40%		0.0675

		546		0.04		164		80.20%								80.20%		0.04		80.20%		0.067125

		614		0.04		164		80.20%								80.20%		0.04		80.20%		0.067125

		206		0.04		168		78.20%								78.20%		0.04		80.10%		0.066875

		347		0.04		168		78.20%								78.20%		0.04		79.70%		0.0665

		366		0.04		168		78.20%								78.20%		0.04		79.70%		0.0665

		375		0.04		168		78.20%								78.20%		0.04		79.70%		0.0665

		377		0.04		168		78.20%								78.20%		0.04		79.60%		0.06625

		391		0.04		168		78.20%								78.20%		0.04		79.10%		0.065875

		410		0.04		168		78.20%								78.20%		0.04		79.10%		0.065875

		414		0.04		168		78.20%								78.20%		0.04		79.10%		0.065875

		425		0.04		168		78.20%								78.20%		0.04		79.10%		0.065875

		477		0.04		168		78.20%								78.20%		0.04		78.50%		0.065625

		479		0.04		168		78.20%								78.20%		0.04		78.50%		0.065625

		618		0.04		168		78.20%								78.20%		0.04		78.50%		0.065625

		623		0.04		168		78.20%								78.20%		0.04		78.50%		0.065625

		624		0.04		168		78.20%								78.20%		0.04		78.50%		0.065625

		682		0.04		168		78.20%								78.20%		0.04		78.40%		0.065375

		685		0.04		168		78.20%								78.20%		0.04		77.70%		0.065

		698		0.04		168		78.20%								78.20%		0.04		77.70%		0.065

		371		0.04		185		77.60%								77.60%		0.04		77.70%		0.065

		424		0.04		185		77.60%								77.60%		0.04		77.70%		0.065

		452		0.04		185		77.60%								77.60%		0.04		77.70%		0.065

		476		0.04		185		77.60%								77.60%		0.04		77.70%		0.065

		572		0.04		185		77.60%								77.60%		0.04		76.30%		0.06475

		407		0.04		190		77.00%								77.00%		0.04		76.30%		0.06475

		423		0.04		190		77.00%								77.00%		0.04		76.30%		0.06475

		473		0.04		190		77.00%								77.00%		0.04		76.30%		0.06475

		575		0.04		190		77.00%								77.00%		0.04		76.30%		0.06475

		619		0.04		190		77.00%								77.00%		0.04		76.30%		0.06475

		107		0.04		195		75.50%								75.50%		0.04		76.30%		0.06475

		216		0.04		195		75.50%								75.50%		0.04		76.30%		0.06475

		345		0.04		195		75.50%								75.50%		0.04		76.30%		0.06475

		346		0.04		195		75.50%								75.50%		0.04		76.30%		0.06475

		348		0.04		195		75.50%								75.50%		0.04		76.30%		0.06475

		369		0.04		195		75.50%								75.50%		0.04		76.30%		0.06475

		405		0.04		195		75.50%								75.50%		0.04		76.10%		0.064375

		622		0.04		195		75.50%								75.50%		0.04		75.90%		0.064125

		664		0.04		195		75.50%								75.50%		0.04		75.90%		0.064125

		709		0.04		195		75.50%								75.50%		0.04		75.40%		0.06375

		730		0.04		195		75.50%								75.50%		0.04		75.40%		0.06375

		746		0.04		195		75.50%								75.50%		0.04		75.40%		0.06375

		112		0.04		207		75.20%								75.20%		0.04		75.40%		0.06375

		406		0.04		207		75.20%								75.20%		0.04		73.90%		0.0635

		408		0.04		207		75.20%								75.20%		0.04		73.90%		0.0635

		447		0.04		210		75.00%								75.00%		0.04		73.90%		0.0635

		680		0.04		210		75.00%								75.00%		0.04		73.90%		0.0635

		349		0.04		212		73.50%								73.50%		0.04		73.90%		0.0635

		418		0.04		212		73.50%								73.50%		0.04		73.90%		0.0635

		453		0.04		212		73.50%								73.50%		0.04		73.90%		0.0635

		472		0.04		212		73.50%								73.50%		0.04		73.90%		0.0635

		571		0.04		212		73.50%								73.50%		0.04		73.90%		0.0635

		576		0.04		212		73.50%								73.50%		0.04		73.90%		0.0635

		613		0.04		212		73.50%								73.50%		0.04		73.90%		0.0635

		625		0.04		212		73.50%								73.50%		0.04		73.90%		0.0635

		689		0.04		212		73.50%								73.50%		0.04		73.90%		0.0635

		713		0.04		212		73.50%								73.50%		0.04		73.00%		0.063125

		729		0.04		212		73.50%								73.50%		0.04		73.00%		0.063125

		732		0.04		212		73.50%								73.50%		0.04		73.00%		0.063125

		113		0.04		224		73.00%								73.00%		0.04		73.00%		0.063125

		387		0.04		224		73.00%								73.00%		0.04		73.00%		0.063125

		426		0.04		224		73.00%								73.00%		0.04		73.00%		0.063125

		427		0.04		224		73.00%								73.00%		0.04		73.00%		0.063125

		367		0.04		228		72.50%								72.50%		0.04		72.30%		0.062625

		384		0.04		228		72.50%								72.50%		0.04		72.30%		0.062625

		409		0.04		228		72.50%								72.50%		0.04		72.30%		0.062625

		679		0.04		228		72.50%								72.50%		0.04		72.30%		0.062625

		681		0.04		228		72.50%								72.50%		0.04		72.30%		0.062625

		108		0.04		233		70.90%								70.90%		0.04		72.30%		0.062625

		211		0.04		233		70.90%								70.90%		0.04		71.60%		0.06225

		212		0.04		233		70.90%								70.90%		0.04		71.60%		0.06225

		217		0.04		233		70.90%								70.90%		0.04		71.60%		0.06225

		241		0.04		233		70.90%								70.90%		0.04		71.60%		0.06225

		350		0.04		233		70.90%								70.90%		0.04		71.60%		0.06225

		368		0.04		233		70.90%								70.90%		0.04		71.60%		0.06225

		417		0.04		233		70.90%								70.90%		0.04		69.50%		0.062

		421		0.04		233		70.90%								70.90%		0.04		69.50%		0.062

		422		0.04		233		70.90%								70.90%		0.04		69.50%		0.062

		480		0.04		233		70.90%								70.90%		0.04		69.50%		0.062

		710		0.04		233		70.90%								70.90%		0.04		69.50%		0.062

		712		0.04		233		70.90%								70.90%		0.04		69.50%		0.062

		207		0.04		246		70.00%								70.00%		0.04		69.50%		0.062

		208		0.04		246		70.00%								70.00%		0.04		69.50%		0.062

		378		0.04		246		70.00%								70.00%		0.04		69.50%		0.062

		386		0.04		246		70.00%								70.00%		0.04		69.50%		0.062

		428		0.04		246		70.00%								70.00%		0.04		69.50%		0.062

		450		0.04		246		70.00%								70.00%		0.04		69.50%		0.062

		544		0.04		246		70.00%								70.00%		0.04		69.50%		0.062

		578		0.04		246		70.00%								70.00%		0.04		69.50%		0.062

		717		0.04		254		69.70%								69.70%		0.04		69.50%		0.062

		740		0.04		254		69.70%								69.70%		0.04		69.50%		0.062

		419		0.04		256		68.60%								68.60%		0.04		69.50%		0.062

		451		0.04		256		68.60%								68.60%		0.04		69.50%		0.062

		527		0.04		256		68.60%								68.60%		0.04		69.20%		0.061625

		609		0.04		256		68.60%								68.60%		0.04		69.20%		0.061625

		677		0.04		256		68.60%								68.60%		0.04		68.80%		0.061375

		711		0.04		256		68.60%								68.60%		0.04		68.80%		0.061375

		723		0.04		256		68.60%								68.60%		0.04		68.80%		0.061375

		726		0.04		256		68.60%								68.60%		0.04		68.80%		0.061375

		735		0.04		256		68.60%								68.60%		0.04		67.50%		0.06075

		114		0.04		265		66.50%								66.50%		0.04		67.50%		0.06075

		210		0.04		265		66.50%								66.50%		0.04		67.50%		0.06075

		214		0.04		265		66.50%								66.50%		0.04		67.50%		0.06075

		365		0.04		265		66.50%								66.50%		0.04		67.50%		0.06075

		389		0.04		265		66.50%								66.50%		0.04		67.50%		0.06075

		390		0.04		265		66.50%								66.50%		0.04		67.50%		0.06075

		420		0.04		265		66.50%								66.50%		0.04		67.50%		0.06075

		430		0.04		265		66.50%								66.50%		0.04		67.50%		0.06075

		446		0.04		265		66.50%								66.50%		0.04		67.50%		0.06075

		454		0.04		265		66.50%								66.50%		0.04		67.50%		0.06075

		469		0.04		265		66.50%								66.50%		0.04		65.50%		0.0605

		478		0.04		265		66.50%								66.50%		0.04		65.50%		0.0605

		504		0.04		265		66.50%								66.50%		0.04		65.50%		0.0605

		573		0.04		265		66.50%								66.50%		0.04		65.50%		0.0605

		579		0.04		265		66.50%								66.50%		0.04		65.50%		0.0605

		678		0.04		265		66.50%								66.50%		0.04		65.50%		0.0605

		716		0.04		265		66.50%								66.50%		0.04		65.50%		0.0605

		734		0.04		265		66.50%								66.50%		0.04		65.50%		0.0605

		449		0.04		283		66.30%								66.30%		0.04		65.50%		0.0605

		718		0.04		283		66.30%								66.30%		0.04		65.50%		0.0605

		205		0.04		285		65.00%								65.00%		0.04		65.50%		0.0605

		440		0.04		285		65.00%								65.00%		0.04		65.50%		0.0605

		445		0.04		285		65.00%								65.00%		0.04		65.50%		0.0605

		448		0.04		285		65.00%								65.00%		0.04		65.50%		0.0605

		455		0.04		285		65.00%								65.00%		0.04		65.50%		0.0605

		458		0.04		285		65.00%								65.00%		0.04		65.50%		0.0605

		577		0.04		285		65.00%								65.00%		0.04		65.00%		0.060125

		607		0.04		285		65.00%								65.00%		0.04		65.00%		0.060125

		690		0.04		285		65.00%								65.00%		0.04		65.00%		0.060125

		693		0.04		285		65.00%								65.00%		0.04		65.00%		0.060125

		727		0.04		285		65.00%								65.00%		0.04		65.00%		0.060125

		115		0.03		296		62.80%								62.80%		0.03		64.40%		0.0595

		209		0.03		296		62.80%								62.80%		0.03		64.40%		0.0595

		213		0.03		296		62.80%								62.80%		0.03		64.40%		0.0595

		344		0.03		296		62.80%								62.80%		0.03		64.40%		0.0595

		379		0.03		296		62.80%								62.80%		0.03		64.40%		0.0595

		385		0.03		296		62.80%								62.80%		0.03		63.40%		0.05925

		388		0.03		296		62.80%								62.80%		0.03		63.40%		0.05925

		429		0.03		296		62.80%								62.80%		0.03		63.40%		0.05925

		443		0.03		296		62.80%								62.80%		0.03		63.40%		0.05925

		444		0.03		296		62.80%								62.80%		0.03		63.40%		0.05925

		465		0.03		296		62.80%								62.80%		0.03		63.40%		0.05925

		470		0.03		296		62.80%								62.80%		0.03		63.40%		0.05925

		584		0.03		296		62.80%								62.80%		0.03		63.40%		0.05925

		586		0.03		296		62.80%								62.80%		0.03		61.90%		0.058875

		588		0.03		296		62.80%								62.80%		0.03		61.90%		0.058875

		714		0.03		296		62.80%								62.80%		0.03		61.90%		0.058875

		728		0.03		296		62.80%								62.80%		0.03		61.90%		0.058875

		737		0.03		296		62.80%								62.80%		0.03		61.90%		0.058875

		468		0.03		314		62.50%								62.50%		0.03		61.90%		0.058875

		606		0.03		314		62.50%								62.50%		0.03		61.90%		0.058875

		733		0.03		314		62.50%								62.50%		0.03		61.90%		0.058875

		589		0.03		317		62.20%								62.20%		0.03		61.90%		0.058875

		739		0.03		317		62.20%								62.20%		0.03		61.90%		0.058875

		215		0.03		319		60.30%								60.30%		0.03		61.90%		0.058875

		359		0.03		319		60.30%								60.30%		0.03		61.90%		0.058875

		361		0.03		319		60.30%								60.30%		0.03		61.90%		0.058875

		441		0.03		319		60.30%								60.30%		0.03		61.70%		0.058625

		457		0.03		319		60.30%								60.30%		0.03		61.30%		0.05825

		467		0.03		319		60.30%								60.30%		0.03		61.30%		0.05825

		501		0.03		319		60.30%								60.30%		0.03		61.30%		0.05825

		505		0.03		319		60.30%								60.30%		0.03		61.30%		0.05825

		528		0.03		319		60.30%								60.30%		0.03		60.30%		0.058

		530		0.03		319		60.30%								60.30%		0.03		60.30%		0.058

		545		0.03		319		60.30%								60.30%		0.03		60.30%		0.058

		676		0.03		319		60.30%								60.30%		0.03		60.30%		0.058

		691		0.03		319		60.30%								60.30%		0.03		60.30%		0.058

		715		0.03		319		60.30%								60.30%		0.03		60.30%		0.058

		721		0.03		319		60.30%								60.30%		0.03		60.30%		0.058

		791		0.03		319		60.30%								60.30%		0.03		60.30%		0.058

		459		0.03		335		59.80%								59.80%		0.03		58.60%		0.05775

		471		0.03		335		59.80%								59.80%		0.03		58.60%		0.05775

		743		0.03		335		59.80%								59.80%		0.03		58.60%		0.05775

		744		0.03		335		59.80%								59.80%		0.03		58.60%		0.05775

		439		0.03		339		59.50%								59.50%		0.03		58.60%		0.05775

		529		0.03		339		59.50%								59.50%		0.03		58.60%		0.05775

		608		0.03		339		59.50%								59.50%		0.03		58.60%		0.05775

		2		0.03		342		57.30%								57.30%		0.03		58.60%		0.05775

		218		0.03		342		57.30%								57.30%		0.03		58.60%		0.05775

		340		0.03		342		57.30%								57.30%		0.03		58.60%		0.05775

		363		0.03		342		57.30%								57.30%		0.03		58.60%		0.05775

		431		0.03		342		57.30%								57.30%		0.03		58.60%		0.05775

		456		0.03		342		57.30%								57.30%		0.03		58.60%		0.05775

		466		0.03		342		57.30%								57.30%		0.03		58.60%		0.05775

		502		0.03		342		57.30%								57.30%		0.03		58.30%		0.057375

		543		0.03		342		57.30%								57.30%		0.03		58.30%		0.057375

		580		0.03		342		57.30%								57.30%		0.03		58.30%		0.057375

		585		0.03		342		57.30%								57.30%		0.03		58.00%		0.057125

		587		0.03		342		57.30%								57.30%		0.03		58.00%		0.057125

		605		0.03		342		57.30%								57.30%		0.03		57.00%		0.05675

		670		0.03		342		57.30%								57.30%		0.03		57.00%		0.05675

		722		0.03		342		57.30%								57.30%		0.03		57.00%		0.05675

		724		0.03		342		57.30%								57.30%		0.03		57.00%		0.05675

		725		0.03		342		57.30%								57.30%		0.03		57.00%		0.05675

		745		0.03		342		57.30%								57.30%		0.03		57.00%		0.05675

		116		0.03		360		56.00%								56.00%		0.03		57.00%		0.05675

		358		0.03		360		56.00%								56.00%		0.03		57.00%		0.05675

		383		0.03		360		56.00%								56.00%		0.03		57.00%		0.05675

		506		0.03		360		56.00%								56.00%		0.03		55.50%		0.0565

		525		0.03		360		56.00%								56.00%		0.03		55.50%		0.0565

		666		0.03		360		56.00%								56.00%		0.03		55.50%		0.0565

		669		0.03		360		56.00%								56.00%		0.03		55.50%		0.0565

		692		0.03		360		56.00%								56.00%		0.03		55.50%		0.0565

		719		0.03		360		56.00%								56.00%		0.03		55.50%		0.0565

		720		0.03		360		56.00%								56.00%		0.03		55.50%		0.0565

		741		0.03		360		56.00%								56.00%		0.03		55.50%		0.0565

		590		0.03		371		55.40%								55.40%		0.03		55.50%		0.0565

		591		0.03		371		55.40%								55.40%		0.03		55.50%		0.0565

		668		0.03		371		55.40%								55.40%		0.03		55.50%		0.0565

		671		0.03		371		55.40%								55.40%		0.03		55.50%		0.0565

		674		0.03		371		55.40%								55.40%		0.03		54.60%		0.056125

		351		0.03		376		54.00%								54.00%		0.03		54.60%		0.056125

		360		0.03		376		54.00%								54.00%		0.03		54.60%		0.056125

		380		0.03		376		54.00%								54.00%		0.03		54.60%		0.056125

		381		0.03		376		54.00%								54.00%		0.03		54.60%		0.056125

		432		0.03		376		54.00%								54.00%		0.03		54.60%		0.056125

		462		0.03		376		54.00%								54.00%		0.03		54.60%		0.056125

		526		0.03		376		54.00%								54.00%		0.03		54.60%		0.056125

		582		0.03		376		54.00%								54.00%		0.03		54.20%		0.055875

		604		0.03		376		54.00%								54.00%		0.03		54.20%		0.055875

		667		0.03		376		54.00%								54.00%		0.03		54.20%		0.055875

		736		0.03		376		54.00%								54.00%		0.03		54.00%		0.0555

		738		0.03		376		54.00%								54.00%		0.03		54.00%		0.0555

		356		0.03		388		53.20%								53.20%		0.03		53.30%		0.05525

		362		0.03		388		53.20%								53.20%		0.03		53.30%		0.05525

		364		0.03		388		53.20%								53.20%		0.03		53.30%		0.05525

		595		0.03		388		53.20%								53.20%		0.03		53.30%		0.05525

		665		0.03		388		53.20%								53.20%		0.03		53.30%		0.05525

		675		0.03		388		53.20%								53.20%		0.03		53.30%		0.05525

		841		0.03		388		53.20%								53.20%		0.03		53.00%		0.055

		161		0.03		395		51.90%								51.90%		0.03		53.00%		0.055

		163		0.03		395		51.90%								51.90%		0.03		51.70%		0.054625

		338		0.03		395		51.90%								51.90%		0.03		51.70%		0.054625

		341		0.03		395		51.90%								51.90%		0.03		51.70%		0.054625

		463		0.03		395		51.90%								51.90%		0.03		51.70%		0.054625

		500		0.03		395		51.90%								51.90%		0.03		51.70%		0.054625

		507		0.03		395		51.90%								51.90%		0.03		51.70%		0.054625

		524		0.03		395		51.90%								51.90%		0.03		51.70%		0.054625

		542		0.03		395		51.90%								51.90%		0.03		51.70%		0.054625

		583		0.03		395		51.90%								51.90%		0.03		51.70%		0.054625

		603		0.03		395		51.90%								51.90%		0.03		51.70%		0.054625

		1		0.03		406		50.40%								50.40%		0.03		51.70%		0.054625

		269		0.03		406		50.40%								50.40%		0.03		51.50%		0.054375

		270		0.03		406		50.40%								50.40%		0.03		51.50%		0.054375

		297		0.03		406		50.40%								50.40%		0.03		50.90%		0.054

		382		0.03		406		50.40%								50.40%		0.03		50.90%		0.054

		433		0.03		406		50.40%								50.40%		0.03		50.90%		0.054

		442		0.03		406		50.40%								50.40%		0.03		50.90%		0.054

		464		0.03		406		50.40%								50.40%		0.03		50.90%		0.054

		481		0.03		406		50.40%								50.40%		0.03		50.10%		0.05375

		581		0.03		406		50.40%								50.40%		0.03		50.10%		0.05375

		602		0.03		406		50.40%								50.40%		0.03		50.10%		0.05375

		742		0.03		406		50.40%								50.40%		0.03		50.10%		0.05375

		339		0.03		418		50.20%								50.20%		0.03		50.10%		0.05375

		503		0.03		418		50.20%								50.20%		0.03		50.10%		0.05375

		438		0.03		420		49.80%								49.80%		0.03		50.10%		0.05375

		460		0.03		420		49.80%								49.80%		0.03		48.50%		0.053375

		482		0.03		420		49.80%								49.80%		0.03		48.50%		0.053375

		296		0.03		423		48.60%								48.60%		0.03		48.50%		0.053375

		298		0.03		423		48.60%								48.60%		0.03		48.50%		0.053375

		343		0.03		423		48.60%								48.60%		0.03		48.50%		0.053375

		357		0.03		423		48.60%								48.60%		0.03		48.50%		0.053375

		435		0.03		423		48.60%								48.60%		0.03		48.50%		0.053375

		436		0.03		423		48.60%								48.60%		0.03		48.50%		0.053375

		461		0.03		423		48.60%								48.60%		0.03		48.50%		0.053375

		498		0.03		423		48.60%								48.60%		0.03		48.50%		0.053375

		509		0.03		423		48.60%								48.60%		0.03		48.50%		0.053375

		672		0.03		423		48.60%								48.60%		0.03		48.50%		0.053375

		268		0.03		433		47.60%								47.60%		0.03		48.50%		0.053375

		271		0.03		433		47.60%								47.60%		0.03		47.70%		0.053125

		342		0.03		433		47.60%								47.60%		0.03		47.70%		0.053125

		352		0.03		433		47.60%								47.60%		0.03		47.70%		0.053125

		499		0.03		433		47.60%								47.60%		0.03		47.70%		0.053125

		522		0.03		433		47.60%								47.60%		0.03		47.70%		0.053125

		600		0.03		433		47.60%								47.60%		0.03		47.70%		0.053125

		673		0.03		433		47.60%								47.60%		0.03		47.70%		0.053125

		837		0.03		433		47.60%								47.60%		0.03		47.50%		0.05275

		178		0.03		442		46.40%								46.40%		0.03		47.50%		0.05275

		191		0.03		442		46.40%								46.40%		0.03		47.00%		0.0525

		336		0.03		442		46.40%								46.40%		0.03		47.00%		0.0525

		353		0.03		442		46.40%								46.40%		0.03		47.00%		0.0525

		355		0.03		442		46.40%								46.40%		0.03		47.00%		0.0525

		434		0.03		442		46.40%								46.40%		0.03		45.80%		0.05225

		483		0.03		442		46.40%								46.40%		0.03		45.80%		0.05225

		601		0.03		442		46.40%								46.40%		0.03		45.80%		0.05225

		792		0.03		442		46.40%								46.40%		0.03		45.80%		0.05225

		827		0.03		442		46.40%								46.40%		0.03		45.80%		0.05225

		118		0.03		452		45.30%								45.30%		0.03		45.80%		0.05225

		160		0.03		452		45.30%								45.30%		0.03		45.80%		0.05225

		187		0.03		452		45.30%								45.30%		0.03		45.80%		0.05225

		267		0.03		452		45.30%								45.30%		0.03		45.80%		0.05225

		272		0.03		452		45.30%								45.30%		0.03		45.80%		0.05225

		437		0.03		452		45.30%								45.30%		0.03		44.10%		0.051875

		484		0.03		452		45.30%								45.30%		0.03		44.10%		0.051875

		523		0.03		452		45.30%								45.30%		0.03		44.10%		0.051875

		536		0.03		452		45.30%								45.30%		0.03		44.10%		0.051875

		121		0.03		461		44.40%								44.40%		0.03		44.10%		0.051875

		164		0.03		461		44.40%								44.40%		0.03		44.10%		0.051875

		189		0.03		461		44.40%								44.40%		0.03		44.10%		0.051875

		310		0.03		461		44.40%								44.40%		0.03		44.10%		0.051875

		337		0.03		461		44.40%								44.40%		0.03		44.10%		0.051875

		508		0.03		461		44.40%								44.40%		0.03		44.10%		0.051875

		594		0.03		461		44.40%								44.40%		0.03		44.10%		0.051875

		836		0.03		461		44.40%								44.40%		0.03		44.10%		0.051875

		162		0.03		469		44.00%								44.00%		0.03		44.10%		0.051875

		295		0.03		469		44.00%								44.00%		0.03		44.10%		0.051875

		830		0.03		469		44.00%								44.00%		0.03		43.30%		0.051625

		84		0.03		472		41.60%								41.60%		0.03		43.30%		0.051625

		117		0.03		472		41.60%								41.60%		0.03		43.30%		0.051625

		177		0.03		472		41.60%								41.60%		0.03		43.30%		0.051625

		186		0.03		472		41.60%								41.60%		0.03		43.30%		0.051625

		313		0.03		472		41.60%								41.60%		0.03		43.30%		0.051625

		354		0.03		472		41.60%								41.60%		0.03		43.30%		0.051625

		485		0.03		472		41.60%								41.60%		0.03		42.80%		0.05125

		497		0.03		472		41.60%								41.60%		0.03		42.80%		0.05125

		519		0.03		472		41.60%								41.60%		0.03		42.80%		0.05125

		520		0.03		472		41.60%								41.60%		0.03		42.80%		0.05125

		521		0.03		472		41.60%								41.60%		0.03		42.30%		0.051

		531		0.03		472		41.60%								41.60%		0.03		42.30%		0.051

		532		0.03		472		41.60%								41.60%		0.03		42.30%		0.051

		592		0.03		472		41.60%								41.60%		0.03		42.30%		0.051

		593		0.03		472		41.60%								41.60%		0.03		41.50%		0.050625

		596		0.03		472		41.60%								41.60%		0.03		41.50%		0.050625

		599		0.03		472		41.60%								41.60%		0.03		41.50%		0.050625

		838		0.03		472		41.60%								41.60%		0.03		41.50%		0.050625

		839		0.03		472		41.60%								41.60%		0.03		41.50%		0.050625

		840		0.03		472		41.60%								41.60%		0.03		41.50%		0.050625

		159		0.03		492		40.40%								40.40%		0.03		41.50%		0.050625

		273		0.03		492		40.40%								40.40%		0.03		40.30%		0.050375

		294		0.03		492		40.40%								40.40%		0.03		40.30%		0.050375

		312		0.03		492		40.40%								40.40%		0.03		40.30%		0.050375

		492		0.03		492		40.40%								40.40%		0.03		40.30%		0.050375

		510		0.03		492		40.40%								40.40%		0.03		40.30%		0.050375

		513		0.03		492		40.40%								40.40%		0.03		40.30%		0.050375

		537		0.03		492		40.40%								40.40%		0.03		40.30%		0.050375

		828		0.03		492		40.40%								40.40%		0.03		40.30%		0.050375

		835		0.03		492		40.40%								40.40%		0.03		40.30%		0.050375

		119		0.03		502		39.80%								39.80%		0.03		40.30%		0.050375

		184		0.03		502		39.80%								39.80%		0.03		39.70%		0.05

		494		0.03		502		39.80%								39.80%		0.03		39.70%		0.05

		538		0.03		502		39.80%								39.80%		0.03		39.70%		0.05

		806		0.03		502		39.80%								39.80%		0.03		39.70%		0.05

		13		0.03		507		37.00%								37.00%		0.03		39.70%		0.05

		46		0.03		507		37.00%								37.00%		0.03		39.10%		0.04975

		58		0.03		507		37.00%								37.00%		0.03		39.10%		0.04975

		69		0.03		507		37.00%								37.00%		0.03		39.10%		0.04975

		70		0.03		507		37.00%								37.00%		0.03		39.10%		0.04975

		86		0.03		507		37.00%								37.00%		0.03		39.10%		0.04975

		120		0.03		507		37.00%								37.00%		0.03		38.80%		0.0495

		158		0.03		507		37.00%								37.00%		0.03		38.80%		0.0495

		181		0.03		507		37.00%								37.00%		0.03		38.80%		0.0495

		188		0.03		507		37.00%								37.00%		0.03		37.30%		0.049125

		192		0.03		507		37.00%								37.00%		0.03		37.30%		0.049125

		247		0.03		507		37.00%								37.00%		0.03		37.30%		0.049125

		293		0.03		507		37.00%								37.00%		0.03		37.30%		0.049125

		311		0.03		507		37.00%								37.00%		0.03		37.30%		0.049125

		319		0.03		507		37.00%								37.00%		0.03		37.30%		0.049125

		321		0.03		507		37.00%								37.00%		0.03		37.30%		0.049125

		322		0.03		507		37.00%								37.00%		0.03		37.30%		0.049125

		335		0.03		507		37.00%								37.00%		0.03		37.30%		0.049125

		491		0.03		507		37.00%								37.00%		0.03		37.30%		0.049125

		496		0.03		507		37.00%								37.00%		0.03		37.30%		0.049125

		541		0.03		507		37.00%								37.00%		0.03		37.30%		0.049125

		597		0.03		507		37.00%								37.00%		0.03		36.90%		0.048875

		825		0.03		507		37.00%								37.00%		0.03		36.90%		0.048875

		834		0.03		507		37.00%								37.00%		0.03		36.90%		0.048875

		49		0.03		531		36.00%								36.00%		0.03		36.90%		0.048875

		92		0.03		531		36.00%								36.00%		0.03		36.70%		0.0485

		183		0.03		531		36.00%								36.00%		0.03		36.00%		0.04825

		190		0.03		531		36.00%								36.00%		0.03		36.00%		0.04825

		299		0.03		531		36.00%								36.00%		0.03		36.00%		0.04825

		308		0.03		531		36.00%								36.00%		0.03		36.00%		0.04825

		329		0.03		531		36.00%								36.00%		0.03		36.00%		0.04825

		598		0.03		531		36.00%								36.00%		0.03		36.00%		0.04825

		243		0.03		539		35.90%								35.90%		0.03		35.00%		0.047875

		15		0.03		540		33.30%								33.30%		0.03		35.00%		0.047875

		50		0.03		540		33.30%								33.30%		0.03		35.00%		0.047875

		57		0.03		540		33.30%								33.30%		0.03		35.00%		0.047875

		72		0.03		540		33.30%								33.30%		0.03		35.00%		0.047875

		73		0.03		540		33.30%								33.30%		0.03		35.00%		0.047875

		74		0.03		540		33.30%								33.30%		0.03		35.00%		0.047875

		83		0.03		540		33.30%								33.30%		0.03		35.00%		0.047875

		85		0.03		540		33.30%								33.30%		0.03		35.00%		0.047875

		93		0.03		540		33.30%								33.30%		0.03		33.60%		0.047625

		105		0.03		540		33.30%								33.30%		0.03		33.60%		0.047625

		106		0.03		540		33.30%								33.30%		0.03		33.60%		0.047625

		146		0.03		540		33.30%								33.30%		0.03		33.60%		0.047625

		179		0.03		540		33.30%								33.30%		0.03		33.60%		0.047625

		185		0.03		540		33.30%								33.30%		0.03		33.60%		0.047625

		245		0.03		540		33.30%								33.30%		0.03		33.60%		0.047625

		246		0.03		540		33.30%								33.30%		0.03		33.60%		0.047625

		323		0.03		540		33.30%								33.30%		0.03		33.60%		0.047625

		495		0.03		540		33.30%								33.30%		0.03		33.60%		0.047625

		518		0.03		540		33.30%								33.30%		0.03		33.60%		0.047625

		540		0.03		540		33.30%								33.30%		0.03		33.30%		0.047375

		832		0.03		540		33.30%								33.30%		0.03		33.30%		0.047375

		833		0.03		540		33.30%								33.30%		0.03		33.30%		0.047375

		5		0.03		562		30.30%								30.30%		0.03		33.20%		0.047

		14		0.03		562		30.30%								30.30%		0.03		32.30%		0.04675

		33		0.03		562		30.30%								30.30%		0.03		32.30%		0.04675

		45		0.03		562		30.30%								30.30%		0.03		32.30%		0.04675

		47		0.03		562		30.30%								30.30%		0.03		32.30%		0.04675

		48		0.03		562		30.30%								30.30%		0.03		32.30%		0.04675

		61		0.03		562		30.30%								30.30%		0.03		32.30%		0.04675

		67		0.03		562		30.30%								30.30%		0.03		32.30%		0.04675

		104		0.03		562		30.30%								30.30%		0.03		31.10%		0.046375

		122		0.03		562		30.30%								30.30%		0.03		31.10%		0.046375

		139		0.03		562		30.30%								30.30%		0.03		31.10%		0.046375

		140		0.03		562		30.30%								30.30%		0.03		31.10%		0.046375

		219		0.03		562		30.30%								30.30%		0.03		31.10%		0.046375

		289		0.03		562		30.30%								30.30%		0.03		31.10%		0.046375

		307		0.03		562		30.30%								30.30%		0.03		31.10%		0.046375

		309		0.03		562		30.30%								30.30%		0.03		31.10%		0.046375

		316		0.03		562		30.30%								30.30%		0.03		31.10%		0.046375

		318		0.03		562		30.30%								30.30%		0.03		31.10%		0.046375

		320		0.03		562		30.30%								30.30%		0.03		29.60%		0.046125

		533		0.03		562		30.30%								30.30%		0.03		29.60%		0.046125

		535		0.03		562		30.30%								30.30%		0.03		29.60%		0.046125

		802		0.03		562		30.30%								30.30%		0.03		29.60%		0.046125

		803		0.03		562		30.30%								30.30%		0.03		29.60%		0.046125

		807		0.03		562		30.30%								30.30%		0.03		29.60%		0.046125

		810		0.03		562		30.30%								30.30%		0.03		29.60%		0.046125

		87		0.03		587		30.00%								30.00%		0.03		29.60%		0.046125

		332		0.03		587		30.00%								30.00%		0.03		29.60%		0.046125

		514		0.03		587		30.00%								30.00%		0.03		29.60%		0.046125

		41		0.03		590		27.90%								27.90%		0.03		29.60%		0.046125

		44		0.03		590		27.90%								27.90%		0.03		29.60%		0.046125

		59		0.03		590		27.90%								27.90%		0.03		29.60%		0.046125

		60		0.03		590		27.90%								27.90%		0.03		29.50%		0.04575

		64		0.03		590		27.90%								27.90%		0.03		29.40%		0.0455

		90		0.03		590		27.90%								27.90%		0.03		28.30%		0.045125

		123		0.03		590		27.90%								27.90%		0.03		28.30%		0.045125

		147		0.03		590		27.90%								27.90%		0.03		28.30%		0.045125

		242		0.03		590		27.90%								27.90%		0.03		28.30%		0.045125

		244		0.03		590		27.90%								27.90%		0.03		28.30%		0.045125

		249		0.03		590		27.90%								27.90%		0.03		28.30%		0.045125

		300		0.03		590		27.90%								27.90%		0.03		28.30%		0.045125

		315		0.03		590		27.90%								27.90%		0.03		28.30%		0.045125

		330		0.03		590		27.90%								27.90%		0.03		28.30%		0.045125

		334		0.03		590		27.90%								27.90%		0.03		28.00%		0.044875

		539		0.03		590		27.90%								27.90%		0.03		28.00%		0.044875

		826		0.03		590		27.90%								27.90%		0.03		27.90%		0.044625

		65		0.03		607		25.40%								25.40%		0.03		27.50%		0.044

		66		0.03		607		25.40%								25.40%		0.03		27.50%		0.044

		71		0.03		607		25.40%								25.40%		0.03		27.50%		0.044

		75		0.03		607		25.40%								25.40%		0.03		27.50%		0.044

		78		0.03		607		25.40%								25.40%		0.03		26.70%		0.043625

		79		0.03		607		25.40%								25.40%		0.03		26.70%		0.043625

		91		0.03		607		25.40%								25.40%		0.03		26.70%		0.043625

		94		0.03		607		25.40%								25.40%		0.03		26.70%		0.043625

		141		0.03		607		25.40%								25.40%		0.03		26.70%		0.043625

		149		0.03		607		25.40%								25.40%		0.03		26.70%		0.043625

		174		0.03		607		25.40%								25.40%		0.03		26.30%		0.043375

		175		0.03		607		25.40%								25.40%		0.03		26.30%		0.043375

		180		0.03		607		25.40%								25.40%		0.03		26.30%		0.043375

		182		0.03		607		25.40%								25.40%		0.03		26.30%		0.043375

		248		0.03		607		25.40%								25.40%		0.03		26.10%		0.043

		290		0.03		607		25.40%								25.40%		0.03		25.90%		0.04275

		292		0.03		607		25.40%								25.40%		0.03		25.90%		0.04275

		314		0.03		607		25.40%								25.40%		0.03		24.70%		0.042375

		328		0.03		607		25.40%								25.40%		0.03		24.70%		0.042375

		493		0.03		607		25.40%								25.40%		0.03		24.70%		0.042375

		512		0.03		607		25.40%								25.40%		0.03		24.70%		0.042375

		40		0.02		628		25.00%								25.00%		0.02		24.70%		0.042375

		324		0.02		628		25.00%								25.00%		0.02		24.70%		0.042375

		511		0.02		628		25.00%								25.00%		0.02		24.70%		0.042375

		805		0.02		628		25.00%								25.00%		0.02		24.70%		0.042375

		89		0.02		632		24.60%								24.60%		0.02		24.70%		0.042375

		486		0.02		632		24.60%								24.60%		0.02		24.70%		0.042375

		823		0.02		632		24.60%								24.60%		0.02		24.40%		0.042125

		16		0.02		635		21.40%								21.40%		0.02		24.40%		0.042125

		32		0.02		635		21.40%								21.40%		0.02		24.40%		0.042125

		51		0.02		635		21.40%								21.40%		0.02		23.90%		0.041875

		52		0.02		635		21.40%								21.40%		0.02		23.90%		0.041875

		77		0.02		635		21.40%								21.40%		0.02		23.90%		0.041875

		80		0.02		635		21.40%								21.40%		0.02		23.90%		0.041875

		81		0.02		635		21.40%								21.40%		0.02		21.90%		0.0415

		88		0.02		635		21.40%								21.40%		0.02		21.90%		0.0415

		136		0.02		635		21.40%								21.40%		0.02		21.90%		0.0415

		138		0.02		635		21.40%								21.40%		0.02		21.90%		0.0415

		144		0.02		635		21.40%								21.40%		0.02		21.90%		0.0415

		148		0.02		635		21.40%								21.40%		0.02		21.90%		0.0415

		151		0.02		635		21.40%								21.40%		0.02		21.90%		0.0415

		165		0.02		635		21.40%								21.40%		0.02		21.90%		0.0415

		166		0.02		635		21.40%								21.40%		0.02		21.90%		0.0415

		193		0.02		635		21.40%								21.40%		0.02		21.90%		0.0415

		199		0.02		635		21.40%								21.40%		0.02		21.90%		0.0415

		250		0.02		635		21.40%								21.40%		0.02		21.90%		0.0415

		251		0.02		635		21.40%								21.40%		0.02		21.90%		0.0415

		288		0.02		635		21.40%								21.40%		0.02		21.90%		0.0415

		291		0.02		635		21.40%								21.40%		0.02		21.90%		0.0415

		317		0.02		635		21.40%								21.40%		0.02		21.90%		0.0415

		325		0.02		635		21.40%								21.40%		0.02		21.90%		0.0415

		333		0.02		635		21.40%								21.40%		0.02		21.30%		0.04125

		804		0.02		635		21.40%								21.40%		0.02		21.30%		0.04125

		822		0.02		635		21.40%								21.40%		0.02		21.30%		0.04125

		831		0.02		635		21.40%								21.40%		0.02		21.30%		0.04125

		36		0.02		662		19.40%								19.40%		0.02		21.30%		0.04125

		39		0.02		662		19.40%								19.40%		0.02		20.50%		0.040875

		42		0.02		662		19.40%								19.40%		0.02		20.50%		0.040875

		54		0.02		662		19.40%								19.40%		0.02		20.50%		0.040875

		56		0.02		662		19.40%								19.40%		0.02		20.50%		0.040875

		62		0.02		662		19.40%								19.40%		0.02		20.50%		0.040875

		63		0.02		662		19.40%								19.40%		0.02		20.50%		0.040875

		68		0.02		662		19.40%								19.40%		0.02		20.10%		0.040625

		150		0.02		662		19.40%								19.40%		0.02		20.10%		0.040625

		220		0.02		662		19.40%								19.40%		0.02		20.10%		0.040625

		487		0.02		662		19.40%								19.40%		0.02		20.10%		0.040625

		490		0.02		662		19.40%								19.40%		0.02		20.00%		0.039625

		515		0.02		662		19.40%								19.40%		0.02		15.30%		0.039375

		517		0.02		662		19.40%								19.40%		0.02		15.30%		0.039375

		820		0.02		662		19.40%								19.40%		0.02		15.30%		0.039375

		824		0.02		662		19.40%								19.40%		0.02		15.30%		0.039375

		829		0.02		662		19.40%								19.40%		0.02		15.30%		0.039375

		10		0.02		679		18.30%								18.30%		0.02		15.30%		0.039375

		133		0.02		679		18.30%								18.30%		0.02		15.30%		0.039375

		143		0.02		679		18.30%								18.30%		0.02		15.30%		0.039375

		204		0.02		679		18.30%								18.30%		0.02		15.30%		0.039375

		240		0.02		679		18.30%								18.30%		0.02		15.30%		0.039375

		264		0.02		679		18.30%								18.30%		0.02		15.30%		0.039375

		489		0.02		679		18.30%								18.30%		0.02		15.30%		0.039375

		516		0.02		679		18.30%								18.30%		0.02		15.30%		0.039375

		811		0.02		679		18.30%								18.30%		0.02		15.30%		0.039375

		8		0.02		688		15.90%								15.90%		0.02		15.30%		0.039375

		35		0.02		688		15.90%								15.90%		0.02		15.30%		0.039375

		53		0.02		688		15.90%								15.90%		0.02		15.30%		0.039375

		55		0.02		688		15.90%								15.90%		0.02		15.30%		0.039375

		76		0.02		688		15.90%								15.90%		0.02		15.30%		0.039375

		82		0.02		688		15.90%								15.90%		0.02		15.30%		0.039375

		96		0.02		688		15.90%								15.90%		0.02		15.30%		0.039375

		99		0.02		688		15.90%								15.90%		0.02		15.30%		0.039375

		102		0.02		688		15.90%								15.90%		0.02		15.30%		0.039375

		137		0.02		688		15.90%								15.90%		0.02		15.30%		0.039375

		142		0.02		688		15.90%								15.90%		0.02		15.30%		0.039375

		145		0.02		688		15.90%								15.90%		0.02		15.30%		0.039375

		157		0.02		688		15.90%								15.90%		0.02		15.30%		0.039375

		167		0.02		688		15.90%								15.90%		0.02		15.30%		0.039375

		176		0.02		688		15.90%								15.90%		0.02		15.30%		0.039375

		200		0.02		688		15.90%								15.90%		0.02		15.30%		0.039375

		252		0.02		688		15.90%								15.90%		0.02		15.30%		0.039375

		327		0.02		688		15.90%								15.90%		0.02		15.30%		0.039375

		331		0.02		688		15.90%								15.90%		0.02		15.30%		0.039375

		534		0.02		688		15.90%								15.90%		0.02		15.30%		0.039375

		12		0.02		708		15.20%								15.20%		0.02		15.30%		0.039375

		34		0.02		708		15.20%								15.20%		0.02		15.30%		0.039375

		95		0.02		708		15.20%								15.20%		0.02		15.30%		0.039375

		101		0.02		708		15.20%								15.20%		0.02		15.30%		0.039375

		134		0.02		708		15.20%								15.20%		0.02		15.30%		0.039375

		801		0.02		708		15.20%								15.20%		0.02		14.10%		0.039125

		100		0.02		714		15.00%								15.00%		0.02		14.10%		0.039125

		135		0.02		714		15.00%								15.00%		0.02		14.10%		0.039125

		17		0.02		716		12.70%								12.70%		0.02		14.10%		0.039125

		18		0.02		716		12.70%								12.70%		0.02		14.10%		0.039125

		31		0.02		716		12.70%								12.70%		0.02		14.10%		0.039125

		98		0.02		716		12.70%								12.70%		0.02		14.10%		0.039125

		125		0.02		716		12.70%								12.70%		0.02		14.10%		0.039125

		130		0.02		716		12.70%								12.70%		0.02		14.10%		0.039125

		131		0.02		716		12.70%								12.70%		0.02		14.10%		0.039125

		132		0.02		716		12.70%								12.70%		0.02		14.00%		0.03875

		168		0.02		716		12.70%								12.70%		0.02		11.70%		0.038125

		173		0.02		716		12.70%								12.70%		0.02		11.70%		0.038125

		221		0.02		716		12.70%								12.70%		0.02		11.70%		0.038125

		222		0.02		716		12.70%								12.70%		0.02		11.70%		0.038125

		276		0.02		716		12.70%								12.70%		0.02		11.70%		0.038125

		278		0.02		716		12.70%								12.70%		0.02		11.70%		0.038125

		284		0.02		716		12.70%								12.70%		0.02		11.70%		0.038125

		285		0.02		716		12.70%								12.70%		0.02		11.70%		0.038125

		287		0.02		716		12.70%								12.70%		0.02		11.70%		0.038125

		302		0.02		716		12.70%								12.70%		0.02		11.70%		0.038125

		818		0.02		716		12.70%								12.70%		0.02		11.70%		0.038125

		38		0.02		735		10.70%								10.70%		0.02		11.70%		0.038125

		43		0.02		735		10.70%								10.70%		0.02		11.70%		0.038125

		97		0.02		735		10.70%								10.70%		0.02		11.70%		0.038125

		103		0.02		735		10.70%								10.70%		0.02		11.70%		0.038125

		126		0.02		735		10.70%								10.70%		0.02		11.70%		0.038125

		129		0.02		735		10.70%								10.70%		0.02		11.70%		0.038125

		155		0.02		735		10.70%								10.70%		0.02		11.70%		0.038125

		171		0.02		735		10.70%								10.70%		0.02		11.70%		0.038125

		194		0.02		735		10.70%								10.70%		0.02		9.80%		0.037875

		197		0.02		735		10.70%								10.70%		0.02		9.80%		0.037875

		263		0.02		735		10.70%								10.70%		0.02		9.80%		0.037875

		265		0.02		735		10.70%								10.70%		0.02		9.80%		0.037875

		266		0.02		735		10.70%								10.70%		0.02		9.80%		0.037875

		274		0.02		735		10.70%								10.70%		0.02		9.80%		0.037875

		301		0.02		735		10.70%								10.70%		0.02		9.80%		0.037875

		326		0.02		735		10.70%								10.70%		0.02		9.80%		0.037875

		488		0.02		735		10.70%								10.70%		0.02		9.80%		0.037875

		9		0.02		752		10.30%								10.30%		0.02		9.80%		0.037875

		808		0.02		752		10.30%								10.30%		0.02		9.80%		0.037875

		817		0.02		752		10.30%								10.30%		0.02		9.80%		0.037875

		26		0.02		755		8.50%								8.50%		0.02		9.80%		0.037875

		27		0.02		755		8.50%								8.50%		0.02		9.80%		0.037875

		30		0.02		755		8.50%								8.50%		0.02		9.80%		0.037875

		152		0.02		755		8.50%								8.50%		0.02		9.80%		0.037875

		196		0.02		755		8.50%								8.50%		0.02		9.20%		0.0375

		198		0.02		755		8.50%								8.50%		0.02		9.20%		0.0375

		201		0.02		755		8.50%								8.50%		0.02		9.20%		0.0375

		224		0.02		755		8.50%								8.50%		0.02		9.20%		0.0375

		235		0.02		755		8.50%								8.50%		0.02		9.20%		0.0375

		238		0.02		755		8.50%								8.50%		0.02		9.10%		0.03725

		239		0.02		755		8.50%								8.50%		0.02		7.00%		0.036875

		275		0.02		755		8.50%								8.50%		0.02		7.00%		0.036875

		277		0.02		755		8.50%								8.50%		0.02		7.00%		0.036875

		306		0.02		755		8.50%								8.50%		0.02		7.00%		0.036875

		816		0.02		755		8.50%								8.50%		0.02		7.00%		0.036875

		29		0.02		770		6.40%								6.40%		0.02		7.00%		0.036875

		37		0.02		770		6.40%								6.40%		0.02		7.00%		0.036875

		124		0.02		770		6.40%								6.40%		0.02		7.00%		0.036875

		127		0.02		770		6.40%								6.40%		0.02		7.00%		0.036875

		128		0.02		770		6.40%								6.40%		0.02		7.00%		0.036875

		153		0.02		770		6.40%								6.40%		0.02		7.00%		0.036875

		203		0.02		770		6.40%								6.40%		0.02		7.00%		0.036875

		256		0.02		770		6.40%								6.40%		0.02		7.00%		0.036875

		257		0.02		770		6.40%								6.40%		0.02		7.00%		0.036875

		258		0.02		770		6.40%								6.40%		0.02		7.00%		0.036875

		259		0.02		770		6.40%								6.40%		0.02		7.00%		0.036875

		262		0.02		770		6.40%								6.40%		0.02		7.00%		0.036875

		280		0.02		770		6.40%								6.40%		0.02		7.00%		0.036875

		286		0.02		770		6.40%								6.40%		0.02		2.30%		0.036625

		303		0.02		770		6.40%								6.40%		0.02		2.30%		0.036625

		305		0.02		770		6.40%								6.40%		0.02		2.30%		0.036625

		809		0.02		770		6.40%								6.40%		0.02		2.30%		0.036625

		819		0.02		770		6.40%								6.40%		0.02		2.30%		0.036625

		279		0.02		788		6.10%								6.10%		0.02		2.30%		0.036625

		283		0.02		788		6.10%								6.10%		0.02		2.30%		0.036625

		261		0.02		790		5.90%								5.90%		0.02		2.30%		0.036625

		304		0.02		790		5.90%								5.90%		0.02		2.30%		0.036625

		28		0.02		792		4.60%								4.60%		0.02		2.30%		0.036625

		154		0.02		792		4.60%								4.60%		0.02		2.30%		0.036625

		156		0.02		792		4.60%								4.60%		0.02		2.30%		0.036625

		169		0.02		792		4.60%								4.60%		0.02		2.30%		0.036625

		172		0.02		792		4.60%								4.60%		0.02		2.30%		0.036625

		223		0.02		792		4.60%								4.60%		0.02		2.30%		0.036625

		234		0.02		792		4.60%								4.60%		0.02		2.30%		0.036625

		255		0.02		792		4.60%								4.60%		0.02		2.30%		0.036625

		281		0.02		792		4.60%								4.60%		0.02		2.30%		0.036625

		793		0.02		792		4.60%								4.60%		0.02		2.30%		0.036625

		815		0.02		792		4.60%								4.60%		0.02		2.30%		0.036625

		195		0.02		803		3.80%								3.80%		0.02		2.30%		0.036625

		202		0.02		803		3.80%								3.80%		0.02		2.30%		0.036625

		233		0.02		803		3.80%								3.80%		0.02		2.30%		0.036625

		253		0.02		803		3.80%								3.80%		0.02		2.30%		0.036625

		254		0.02		803		3.80%								3.80%		0.02		2.30%		0.036625

		282		0.02		803		3.80%								3.80%		0.02		2.30%		0.036625

		821		0.02		803		3.80%								3.80%		0.02		2.30%		0.036625

		236		0.02		810		3.50%								3.50%		0.02		2.30%		0.036625

		814		0.02		810		3.50%								3.50%		0.02		2.30%		0.036625

		6		0.02		812		2.50%								2.50%		0.02		2.30%		0.036625

		7		0.02		812		2.50%								2.50%		0.02		2.30%		0.036625

		11		0.02		812		2.50%								2.50%		0.02		2.30%		0.036625

		19		0.02		812		2.50%								2.50%		0.02		2.30%		0.036625

		170		0.02		812		2.50%								2.50%		0.02		2.30%		0.036625

		225		0.02		812		2.50%								2.50%		0.02		2.30%		0.036625

		232		0.02		812		2.50%								2.50%		0.02		2.30%		0.036625

		260		0.02		812		2.50%								2.50%		0.02		2.30%		0.036625

		794		0.02		812		2.50%								2.50%		0.02		2.30%		0.036625

		226		0.02		821		2.10%								2.10%		0.02		2.30%		0.036625

		228		0.02		821		2.10%								2.10%		0.02		2.10%		0.036375

		813		0.02		821		2.10%								2.10%		0.02		2.10%		0.036375

		22		0.02		824		1.70%								1.70%		0.02		.90%		0.035375

		25		0.02		824		1.70%								1.70%		0.02		.90%		0.035375

		800		0.02		824		1.70%								1.70%		0.02		.90%		0.035375

		23		0.02		827		1.30%								1.30%		0.02		.90%		0.035375

		227		0.02		827		1.30%								1.30%		0.02		.90%		0.035375

		229		0.02		827		1.30%								1.30%		0.02		.90%		0.035375

		812		0.02		827		1.30%								1.30%		0.02		.90%		0.035375

		230		0.02		831		1.00%								1.00%		0.02		.90%		0.035375

		231		0.02		831		1.00%								1.00%		0.02		.90%		0.035375

		21		0.02		833		.70%								.70%		0.02		.90%		0.035375

		24		0.02		833		.70%								.70%		0.02		.00%		0.035125

		237		0.02		833		.70%								.70%		0.02		.00%		0.035125

		799		0.02		836		.50%								.50%		0.02		.00%		0.035125

		795		0.02		837		.20%								.20%		0.02		.00%		0.035125

		796		0.02		837		.20%								.20%		0.02		.00%		0.035125

		798		0.02		837		.20%								.20%		0.02		.00%		0.035125

		20		0.02		840		.10%								.10%		0.02		.00%		0.035125

		797		0.02		841		.00%								.00%		0.02		.00%		0.035125





March R&P & Comp

		0.998		0.998

		0.998		0.998

		0.997		0.997

		0.996		0.996

		0.995		0.995

		0.994		0.994

		0.991		0.991

		0.991		0.991

		0.99		0.99

		0.989		0.989

		0.988		0.988

		0.986		0.986

		0.985		0.985

		0.984		0.984

		0.983		0.983

		0.982		0.982

		0.98		0.98

		0.979		0.979

		0.978		0.978

		0.977		0.977

		0.976		0.976

		0.975		0.975

		0.973		0.973

		0.972		0.972

		0.971		0.971

		0.97		0.97

		0.969		0.969

		0.967		0.967

		0.966		0.966

		0.965		0.965

		0.964		0.964

		0.963		0.963

		0.961		0.961

		0.96		0.96

		0.959		0.959

		0.958		0.958

		0.957		0.957

		0.955		0.955

		0.954		0.954

		0.953		0.953

		0.952		0.952

		0.951		0.951

		0.95		0.95

		0.948		0.948

		0.947		0.947

		0.946		0.946

		0.945		0.945

		0.942		0.942

		0.942		0.942

		0.941		0.941

		0.938		0.938

		0.938		0.938

		0.938		0.938

		0.936		0.936

		0.935		0.935

		0.933		0.933

		0.933		0.933

		0.929		0.929

		0.929		0.929

		0.929		0.929

		0.921		0.921

		0.921		0.921

		0.921		0.921

		0.921		0.921

		0.921		0.921

		0.921		0.921

		0.921		0.921

		0.92		0.92

		0.916		0.916

		0.916		0.916

		0.916		0.916

		0.913		0.913

		0.913		0.913

		0.913		0.913

		0.911		0.911

		0.909		0.909

		0.909		0.909

		0.907		0.907

		0.907		0.907

		0.905		0.905

		0.903		0.903

		0.903		0.903

		0.895		0.895

		0.895		0.895

		0.895		0.895

		0.895		0.895

		0.895		0.895

		0.895		0.895

		0.895		0.895

		0.894		0.894

		0.892		0.892

		0.889		0.889

		0.889		0.889

		0.889		0.889

		0.888		0.888

		0.882		0.882

		0.882		0.882

		0.882		0.882

		0.882		0.882

		0.882		0.882

		0.88		0.88

		0.879		0.879

		0.873		0.873

		0.873		0.873

		0.873		0.873

		0.873		0.873

		0.873		0.873

		0.87		0.87

		0.87		0.87

		0.87		0.87

		0.869		0.869

		0.861		0.861

		0.861		0.861

		0.861		0.861

		0.861		0.861

		0.861		0.861

		0.861		0.861

		0.858		0.858

		0.858		0.858

		0.858		0.858

		0.853		0.853

		0.853		0.853

		0.853		0.853

		0.853		0.853

		0.847		0.847

		0.847		0.847

		0.847		0.847

		0.847		0.847

		0.847		0.847

		0.846		0.846

		0.844		0.844

		0.844		0.844

		0.838		0.838

		0.838		0.838

		0.838		0.838

		0.838		0.838

		0.838		0.838

		0.829		0.829

		0.829		0.829

		0.829		0.829

		0.829		0.829

		0.829		0.829

		0.829		0.829

		0.829		0.829

		0.815		0.815

		0.815		0.815

		0.815		0.815

		0.815		0.815

		0.815		0.815

		0.815		0.815

		0.815		0.815

		0.815		0.815

		0.815		0.815

		0.815		0.815

		0.815		0.815

		0.815		0.815

		0.807		0.807

		0.807		0.807

		0.807		0.807

		0.807		0.807

		0.807		0.807

		0.807		0.807

		0.807		0.807

		0.802		0.802

		0.802		0.802

		0.802		0.802

		0.802		0.802

		0.782		0.782

		0.782		0.782

		0.782		0.782

		0.782		0.782

		0.782		0.782

		0.782		0.782

		0.782		0.782

		0.782		0.782

		0.782		0.782

		0.782		0.782

		0.782		0.782

		0.782		0.782

		0.782		0.782

		0.782		0.782

		0.782		0.782

		0.782		0.782

		0.782		0.782

		0.776		0.776

		0.776		0.776

		0.776		0.776

		0.776		0.776

		0.776		0.776

		0.77		0.77

		0.77		0.77

		0.77		0.77

		0.77		0.77

		0.77		0.77

		0.755		0.755

		0.755		0.755

		0.755		0.755

		0.755		0.755

		0.755		0.755

		0.755		0.755

		0.755		0.755

		0.755		0.755

		0.755		0.755

		0.755		0.755

		0.755		0.755

		0.755		0.755

		0.752		0.752

		0.752		0.752

		0.752		0.752

		0.75		0.75

		0.75		0.75

		0.735		0.735

		0.735		0.735

		0.735		0.735

		0.735		0.735

		0.735		0.735

		0.735		0.735

		0.735		0.735

		0.735		0.735

		0.735		0.735

		0.735		0.735

		0.735		0.735

		0.735		0.735

		0.73		0.73

		0.73		0.73

		0.73		0.73

		0.73		0.73

		0.725		0.725

		0.725		0.725

		0.725		0.725

		0.725		0.725

		0.725		0.725

		0.709		0.709

		0.709		0.709

		0.709		0.709

		0.709		0.709

		0.709		0.709

		0.709		0.709

		0.709		0.709

		0.709		0.709

		0.709		0.709

		0.709		0.709

		0.709		0.709

		0.709		0.709

		0.709		0.709

		0.7		0.7

		0.7		0.7

		0.7		0.7

		0.7		0.7

		0.7		0.7

		0.7		0.7

		0.7		0.7

		0.7		0.7

		0.697		0.697

		0.697		0.697

		0.686		0.686

		0.686		0.686

		0.686		0.686

		0.686		0.686

		0.686		0.686

		0.686		0.686

		0.686		0.686

		0.686		0.686

		0.686		0.686

		0.665		0.665

		0.665		0.665

		0.665		0.665

		0.665		0.665

		0.665		0.665

		0.665		0.665

		0.665		0.665

		0.665		0.665

		0.665		0.665

		0.665		0.665

		0.665		0.665

		0.665		0.665

		0.665		0.665

		0.665		0.665

		0.665		0.665

		0.665		0.665

		0.665		0.665

		0.665		0.665

		0.663		0.663

		0.663		0.663

		0.65		0.65

		0.65		0.65

		0.65		0.65

		0.65		0.65

		0.65		0.65

		0.65		0.65

		0.65		0.65

		0.65		0.65

		0.65		0.65

		0.65		0.65

		0.65		0.65

		0.628		0.628

		0.628		0.628

		0.628		0.628

		0.628		0.628

		0.628		0.628

		0.628		0.628

		0.628		0.628

		0.628		0.628

		0.628		0.628

		0.628		0.628

		0.628		0.628

		0.628		0.628

		0.628		0.628

		0.628		0.628

		0.628		0.628

		0.628		0.628

		0.628		0.628

		0.628		0.628

		0.625		0.625

		0.625		0.625

		0.625		0.625

		0.622		0.622

		0.622		0.622

		0.603		0.603

		0.603		0.603

		0.603		0.603

		0.603		0.603

		0.603		0.603

		0.603		0.603

		0.603		0.603

		0.603		0.603

		0.603		0.603

		0.603		0.603

		0.603		0.603

		0.603		0.603

		0.603		0.603

		0.603		0.603

		0.603		0.603

		0.603		0.603

		0.598		0.598

		0.598		0.598

		0.598		0.598

		0.598		0.598

		0.595		0.595

		0.595		0.595

		0.595		0.595

		0.573		0.573

		0.573		0.573

		0.573		0.573

		0.573		0.573

		0.573		0.573

		0.573		0.573

		0.573		0.573

		0.573		0.573

		0.573		0.573

		0.573		0.573

		0.573		0.573

		0.573		0.573

		0.573		0.573

		0.573		0.573

		0.573		0.573

		0.573		0.573

		0.573		0.573

		0.573		0.573

		0.56		0.56

		0.56		0.56

		0.56		0.56

		0.56		0.56

		0.56		0.56

		0.56		0.56

		0.56		0.56

		0.56		0.56

		0.56		0.56

		0.56		0.56

		0.56		0.56

		0.554		0.554

		0.554		0.554

		0.554		0.554

		0.554		0.554

		0.554		0.554

		0.54		0.54

		0.54		0.54

		0.54		0.54

		0.54		0.54

		0.54		0.54

		0.54		0.54

		0.54		0.54

		0.54		0.54

		0.54		0.54

		0.54		0.54

		0.54		0.54

		0.54		0.54

		0.532		0.532

		0.532		0.532

		0.532		0.532

		0.532		0.532

		0.532		0.532

		0.532		0.532

		0.532		0.532

		0.519		0.519

		0.519		0.519

		0.519		0.519

		0.519		0.519

		0.519		0.519

		0.519		0.519

		0.519		0.519

		0.519		0.519

		0.519		0.519

		0.519		0.519

		0.519		0.519

		0.504		0.504

		0.504		0.504

		0.504		0.504

		0.504		0.504

		0.504		0.504

		0.504		0.504

		0.504		0.504

		0.504		0.504

		0.504		0.504

		0.504		0.504

		0.504		0.504

		0.504		0.504

		0.502		0.502

		0.502		0.502

		0.498		0.498

		0.498		0.498

		0.498		0.498

		0.486		0.486

		0.486		0.486

		0.486		0.486

		0.486		0.486

		0.486		0.486

		0.486		0.486

		0.486		0.486

		0.486		0.486

		0.486		0.486

		0.486		0.486

		0.476		0.476

		0.476		0.476

		0.476		0.476

		0.476		0.476

		0.476		0.476

		0.476		0.476

		0.476		0.476

		0.476		0.476

		0.476		0.476

		0.464		0.464

		0.464		0.464

		0.464		0.464

		0.464		0.464

		0.464		0.464

		0.464		0.464

		0.464		0.464

		0.464		0.464

		0.464		0.464

		0.464		0.464

		0.453		0.453

		0.453		0.453

		0.453		0.453

		0.453		0.453

		0.453		0.453

		0.453		0.453

		0.453		0.453

		0.453		0.453

		0.453		0.453

		0.444		0.444

		0.444		0.444

		0.444		0.444

		0.444		0.444

		0.444		0.444

		0.444		0.444

		0.444		0.444

		0.444		0.444

		0.44		0.44

		0.44		0.44

		0.44		0.44

		0.416		0.416

		0.416		0.416

		0.416		0.416

		0.416		0.416

		0.416		0.416

		0.416		0.416

		0.416		0.416

		0.416		0.416

		0.416		0.416

		0.416		0.416

		0.416		0.416

		0.416		0.416

		0.416		0.416

		0.416		0.416

		0.416		0.416

		0.416		0.416

		0.416		0.416

		0.416		0.416

		0.416		0.416

		0.416		0.416

		0.404		0.404

		0.404		0.404

		0.404		0.404

		0.404		0.404

		0.404		0.404

		0.404		0.404

		0.404		0.404

		0.404		0.404

		0.404		0.404

		0.404		0.404

		0.398		0.398

		0.398		0.398

		0.398		0.398

		0.398		0.398

		0.398		0.398

		0.37		0.37

		0.37		0.37

		0.37		0.37

		0.37		0.37

		0.37		0.37

		0.37		0.37

		0.37		0.37

		0.37		0.37

		0.37		0.37

		0.37		0.37

		0.37		0.37

		0.37		0.37

		0.37		0.37

		0.37		0.37

		0.37		0.37

		0.37		0.37

		0.37		0.37

		0.37		0.37

		0.37		0.37

		0.37		0.37

		0.37		0.37

		0.37		0.37

		0.37		0.37

		0.37		0.37

		0.36		0.36

		0.36		0.36

		0.36		0.36

		0.36		0.36

		0.36		0.36

		0.36		0.36

		0.36		0.36

		0.36		0.36

		0.359		0.359

		0.333		0.333

		0.333		0.333

		0.333		0.333

		0.333		0.333

		0.333		0.333

		0.333		0.333

		0.333		0.333

		0.333		0.333

		0.333		0.333

		0.333		0.333

		0.333		0.333

		0.333		0.333

		0.333		0.333

		0.333		0.333

		0.333		0.333

		0.333		0.333

		0.333		0.333

		0.333		0.333

		0.333		0.333

		0.333		0.333

		0.333		0.333

		0.333		0.333

		0.303		0.303

		0.303		0.303

		0.303		0.303

		0.303		0.303

		0.303		0.303

		0.303		0.303

		0.303		0.303

		0.303		0.303

		0.303		0.303

		0.303		0.303

		0.303		0.303

		0.303		0.303

		0.303		0.303

		0.303		0.303

		0.303		0.303

		0.303		0.303

		0.303		0.303

		0.303		0.303

		0.303		0.303

		0.303		0.303

		0.303		0.303

		0.303		0.303

		0.303		0.303

		0.303		0.303

		0.303		0.303

		0.3		0.3

		0.3		0.3

		0.3		0.3

		0.279		0.279

		0.279		0.279

		0.279		0.279

		0.279		0.279

		0.279		0.279

		0.279		0.279

		0.279		0.279

		0.279		0.279

		0.279		0.279

		0.279		0.279

		0.279		0.279

		0.279		0.279

		0.279		0.279

		0.279		0.279

		0.279		0.279

		0.279		0.279

		0.279		0.279

		0.254		0.254

		0.254		0.254

		0.254		0.254

		0.254		0.254

		0.254		0.254

		0.254		0.254

		0.254		0.254

		0.254		0.254

		0.254		0.254

		0.254		0.254

		0.254		0.254

		0.254		0.254

		0.254		0.254

		0.254		0.254

		0.254		0.254

		0.254		0.254

		0.254		0.254

		0.254		0.254

		0.254		0.254

		0.254		0.254

		0.254		0.254

		0.25		0.25

		0.25		0.25

		0.25		0.25

		0.25		0.25

		0.246		0.246

		0.246		0.246

		0.246		0.246

		0.214		0.214

		0.214		0.214

		0.214		0.214

		0.214		0.214

		0.214		0.214

		0.214		0.214

		0.214		0.214

		0.214		0.214

		0.214		0.214

		0.214		0.214

		0.214		0.214

		0.214		0.214

		0.214		0.214

		0.214		0.214

		0.214		0.214

		0.214		0.214

		0.214		0.214

		0.214		0.214

		0.214		0.214

		0.214		0.214

		0.214		0.214

		0.214		0.214

		0.214		0.214

		0.214		0.214

		0.214		0.214

		0.214		0.214

		0.214		0.214

		0.194		0.194

		0.194		0.194

		0.194		0.194

		0.194		0.194

		0.194		0.194

		0.194		0.194

		0.194		0.194

		0.194		0.194

		0.194		0.194

		0.194		0.194

		0.194		0.194

		0.194		0.194

		0.194		0.194

		0.194		0.194

		0.194		0.194

		0.194		0.194

		0.194		0.194

		0.183		0.183

		0.183		0.183

		0.183		0.183

		0.183		0.183

		0.183		0.183

		0.183		0.183

		0.183		0.183

		0.183		0.183

		0.183		0.183

		0.159		0.159

		0.159		0.159

		0.159		0.159

		0.159		0.159

		0.159		0.159

		0.159		0.159

		0.159		0.159

		0.159		0.159

		0.159		0.159

		0.159		0.159

		0.159		0.159

		0.159		0.159

		0.159		0.159

		0.159		0.159

		0.159		0.159

		0.159		0.159

		0.159		0.159

		0.159		0.159

		0.159		0.159

		0.159		0.159

		0.152		0.152

		0.152		0.152

		0.152		0.152

		0.152		0.152

		0.152		0.152

		0.152		0.152

		0.15		0.15

		0.15		0.15

		0.127		0.127

		0.127		0.127

		0.127		0.127

		0.127		0.127

		0.127		0.127

		0.127		0.127

		0.127		0.127

		0.127		0.127

		0.127		0.127

		0.127		0.127

		0.127		0.127

		0.127		0.127

		0.127		0.127

		0.127		0.127

		0.127		0.127

		0.127		0.127

		0.127		0.127

		0.127		0.127

		0.127		0.127

		0.107		0.107

		0.107		0.107

		0.107		0.107

		0.107		0.107

		0.107		0.107

		0.107		0.107

		0.107		0.107

		0.107		0.107

		0.107		0.107

		0.107		0.107

		0.107		0.107

		0.107		0.107

		0.107		0.107

		0.107		0.107

		0.107		0.107

		0.107		0.107

		0.107		0.107

		0.103		0.103

		0.103		0.103

		0.103		0.103

		0.085		0.085

		0.085		0.085

		0.085		0.085

		0.085		0.085

		0.085		0.085

		0.085		0.085

		0.085		0.085

		0.085		0.085

		0.085		0.085

		0.085		0.085

		0.085		0.085

		0.085		0.085

		0.085		0.085

		0.085		0.085

		0.085		0.085

		0.064		0.064

		0.064		0.064

		0.064		0.064

		0.064		0.064

		0.064		0.064

		0.064		0.064

		0.064		0.064

		0.064		0.064

		0.064		0.064

		0.064		0.064

		0.064		0.064

		0.064		0.064

		0.064		0.064

		0.064		0.064

		0.064		0.064

		0.064		0.064

		0.064		0.064

		0.064		0.064

		0.061		0.061

		0.061		0.061

		0.059		0.059

		0.059		0.059

		0.046		0.046

		0.046		0.046

		0.046		0.046

		0.046		0.046

		0.046		0.046

		0.046		0.046

		0.046		0.046

		0.046		0.046

		0.046		0.046

		0.046		0.046

		0.046		0.046

		0.038		0.038

		0.038		0.038

		0.038		0.038

		0.038		0.038

		0.038		0.038

		0.038		0.038

		0.038		0.038

		0.035		0.035

		0.035		0.035

		0.025		0.025

		0.025		0.025

		0.025		0.025

		0.025		0.025

		0.025		0.025

		0.025		0.025

		0.025		0.025

		0.025		0.025

		0.025		0.025

		0.021		0.021

		0.021		0.021

		0.021		0.021

		0.017		0.017

		0.017		0.017

		0.017		0.017

		0.013		0.013

		0.013		0.013

		0.013		0.013

		0.013		0.013

		0.01		0.01

		0.01		0.01

		0.007		0.007

		0.007		0.007

		0.007		0.007

		0.005		0.005

		0.002		0.002

		0.002		0.002

		0.002		0.002

		0.001		0.001

		0		0



March

April

Percent of Time

Turbidity

Rank & Percentile - Folsom

1.9

0.218875

1.9

0.17275

1.8

0.150125

1.7

0.148625

1.3

0.146875

1.2

0.1435

1

0.136125

1

0.1355

0.9655

0.13275

0.963125

0.127625

0.94225

0.12725

0.932875

0.11625

0.930125

0.114125

0.815375

0.113875

0.7695

0.111375

0.68225

0.108

0.59

0.104375

0.49875

0.104375

0.431875

0.104125

0.413875

0.10375

0.343125

0.103125

0.261875

0.102

0.189875

0.099875

0.183125

0.098875

0.178875

0.098625

0.164875

0.098625

0.16425

0.096125

0.158125

0.095875

0.14775

0.0955

0.145625

0.094375

0.145

0.09375

0.141625

0.093375

0.141

0.093375

0.13375

0.093125

0.12975

0.093125

0.123

0.09275

0.10775

0.0925

0.09675

0.0925

0.093375

0.091875

0.092125

0.091625

0.09

0.091625

0.0845

0.091625

0.072

0.091625

0.067125

0.090625

0.0665

0.090375

0.064125

0.09

0.062875

0.09

0.062625

0.0895

0.062625

0.089125

0.062

0.089125

0.061375

0.088875

0.061375

0.088875

0.061375

0.0885

0.05925

0.0885

0.053375

0.08725

0.05275

0.08675

0.05275

0.08575

0.0525

0.085125

0.0525

0.0845

0.0525

0.0845

0.051625

0.0845

0.051625

0.0845

0.051625

0.08425

0.051625

0.08425

0.051625

0.084

0.051625

0.084

0.051625

0.083375

0.05125

0.083

0.051

0.08275

0.051

0.08275

0.051

0.082375

0.050625

0.08175

0.050625

0.0815

0.050625

0.0815

0.050375

0.0815

0.04975

0.0815

0.04975

0.0815

0.0495

0.080625

0.0495

0.08025

0.049125

0.08025

0.048875

0.08

0.048875

0.08

0.0485

0.079625

0.0485

0.07875

0.0485

0.0785

0.0485

0.078125

0.0485

0.0775

0.0485

0.07725

0.0485

0.07725

0.04825

0.076875

0.047875

0.076875

0.047625

0.076875

0.047625

0.07625

0.047625

0.07625

0.047375

0.07625

0.04675

0.07625

0.04675

0.07625

0.04675

0.076

0.04675

0.075375

0.04675

0.075375

0.046375

0.075125

0.046125

0.075125

0.04575

0.0745

0.04575

0.0745

0.04575

0.0745

0.04575

0.0745

0.04575

0.0745

0.0455

0.073625

0.0455

0.07325

0.0455

0.07325

0.045125

0.073

0.044875

0.073

0.044875

0.072625

0.044875

0.072625

0.044875

0.072625

0.044875

0.072625

0.044875

0.072625

0.044625

0.072

0.044625

0.07175

0.044625

0.07175

0.043

0.071125

0.043

0.071125

0.043

0.071125

0.043

0.070875

0.04275

0.070875

0.04275

0.070875

0.04275

0.0705

0.04275

0.0705

0.04275

0.0705

0.042375

0.0705

0.042125

0.0705

0.042125

0.0705

0.041875

0.0705

0.041875

0.07025

0.041875

0.07025

0.041875

0.07025

0.041875

0.069625

0.0415

0.069625

0.0415

0.069625

0.0415

0.069625

0.0415

0.06925

0.0415

0.06925

0.0415

0.06925

0.0415

0.069

0.040875

0.069

0.040875

0.069

0.040875

0.068625

0.040875

0.068625

0.040875

0.068125

0.040875

0.068125

0.040875

0.068125

0.040875

0.068125

0.040875

0.068125

0.040875

0.06775

0.040875

0.06775

0.040875

0.06775

0.040625

0.0675

0.040625

0.0675

0.040625

0.0675

0.040625

0.0675

0.040625

0.0675

0.040625

0.0675

0.040625

0.0675

0.04

0.0675

0.04

0.0675

0.04

0.067125

0.04

0.067125

0.039625

0.066875

0.039625

0.0665

0.039625

0.0665

0.039625

0.0665

0.039625

0.06625

0.039625

0.065875

0.039625

0.065875

0.039625

0.065875

0.039625

0.065875

0.039625

0.065625

0.039625

0.065625

0.039625

0.065625

0.039625

0.065625

0.039625

0.065625

0.039625

0.065375

0.039625

0.065

0.039625

0.065

0.039375

0.065

0.039375

0.065

0.039375

0.065

0.039375

0.065

0.039375

0.06475

0.039125

0.06475

0.039125

0.06475

0.039125

0.06475

0.039125

0.06475

0.039125

0.06475

0.03875

0.06475

0.03875

0.06475

0.03875

0.06475

0.03875

0.06475

0.03875

0.06475

0.03875

0.06475

0.03875

0.064375

0.03875

0.064125

0.03875

0.064125

0.03875

0.06375

0.03875

0.06375

0.03875

0.06375

0.0385

0.06375

0.0385

0.0635

0.0385

0.0635

0.038125

0.0635

0.038125

0.0635

0.037875

0.0635

0.037875

0.0635

0.037875

0.0635

0.037875

0.0635

0.037875

0.0635

0.037875

0.0635

0.037875

0.0635

0.037875

0.0635

0.037875

0.0635

0.037875

0.063125

0.037875

0.063125

0.037875

0.063125

0.0375

0.063125

0.0375

0.063125

0.0375

0.063125

0.0375

0.063125

0.03725

0.062625

0.03725

0.062625

0.03725

0.062625

0.03725

0.062625

0.03725

0.062625

0.036875

0.062625

0.036875

0.06225

0.036875

0.06225

0.036875

0.06225

0.036875

0.06225

0.036875

0.06225

0.036875

0.06225

0.036875

0.062

0.036875

0.062

0.036875

0.062

0.036875

0.062

0.036875

0.062

0.036875

0.062

0.036625

0.062

0.036625

0.062

0.036625

0.062

0.036625

0.062

0.036625

0.062

0.036625

0.062

0.036625

0.062

0.036625

0.062

0.036375

0.062

0.036375

0.062

0.036

0.062

0.036

0.062

0.036

0.061625

0.036

0.061625

0.036

0.061375

0.036

0.061375

0.036

0.061375

0.036

0.061375

0.036

0.06075

0.03575

0.06075

0.03575

0.06075

0.03575

0.06075

0.03575

0.06075

0.03575

0.06075

0.03575

0.06075

0.03575

0.06075

0.03575

0.06075

0.03575

0.06075

0.03575

0.06075

0.03575

0.0605

0.03575

0.0605

0.03575

0.0605

0.03575

0.0605

0.03575

0.0605

0.03575

0.0605

0.03575

0.0605

0.03575

0.0605

0.035375

0.0605

0.035375

0.0605

0.035125

0.0605

0.035125

0.0605

0.035125

0.0605

0.035125

0.0605

0.035125

0.0605

0.035125

0.0605

0.035125

0.060125

0.035125

0.060125

0.035125

0.060125

0.035125

0.060125

0.035125

0.060125

0.03475

0.0595

0.03475

0.0595

0.03475

0.0595

0.03475

0.0595

0.03475

0.0595

0.03475

0.05925

0.03475

0.05925

0.03475

0.05925

0.03475

0.05925

0.03475

0.05925

0.03475

0.05925

0.03475

0.05925

0.03475

0.05925

0.03475

0.058875

0.03475

0.058875

0.03475

0.058875

0.03475

0.058875

0.03475

0.058875

0.0345

0.058875

0.0345

0.058875

0.0345

0.058875

0.03425

0.058875

0.03425

0.058875

0.033875

0.058875

0.033875

0.058875

0.033875

0.058875

0.033875

0.058625

0.033875

0.05825

0.033875

0.05825

0.033875

0.05825

0.033875

0.05825

0.033875

0.058

0.033875

0.058

0.033875

0.058

0.033875

0.058

0.033875

0.058

0.033875

0.058

0.033875

0.058

0.033875

0.058

0.033625

0.05775

0.033625

0.05775

0.033625

0.05775

0.033625

0.05775

0.03325

0.05775

0.03325

0.05775

0.03325

0.05775

0.033

0.05775

0.033

0.05775

0.033

0.05775

0.033

0.05775

0.033

0.05775

0.033

0.05775

0.033

0.05775

0.033

0.057375

0.033

0.057375

0.033

0.057375

0.033

0.057125

0.033

0.057125

0.033

0.05675

0.033

0.05675

0.033

0.05675

0.033

0.05675

0.033

0.05675

0.033

0.05675

0.032625

0.05675

0.032625

0.05675

0.032625

0.05675

0.032625

0.0565

0.032625

0.0565

0.032625

0.0565

0.032625

0.0565

0.032625

0.0565

0.032625

0.0565

0.032625

0.0565

0.032625

0.0565

0.032

0.0565

0.032

0.0565

0.032

0.0565

0.032

0.0565

0.032

0.056125

0.03175

0.056125

0.03175

0.056125

0.03175

0.056125

0.03175

0.056125

0.03175

0.056125

0.03175

0.056125

0.03175

0.056125

0.03175

0.055875

0.03175

0.055875

0.03175

0.055875

0.03175

0.0555

0.03175

0.0555

0.0315

0.05525

0.0315

0.05525

0.0315

0.05525

0.0315

0.05525

0.0315

0.05525

0.0315

0.05525

0.0315

0.055

0.031125

0.055

0.031125

0.054625

0.031125

0.054625

0.031125

0.054625

0.031125

0.054625

0.031125

0.054625

0.031125

0.054625

0.031125

0.054625

0.031125

0.054625

0.031125

0.054625

0.031125

0.054625

0.030875

0.054625

0.030875

0.054375

0.030875

0.054375

0.030875

0.054

0.030875

0.054

0.030875

0.054

0.030875

0.054

0.030875

0.054

0.030875

0.05375

0.030875

0.05375

0.030875

0.05375

0.030875

0.05375

0.0305

0.05375

0.0305

0.05375

0.03025

0.05375

0.03025

0.053375

0.03025

0.053375

0.029875

0.053375

0.029875

0.053375

0.029875

0.053375

0.029875

0.053375

0.029875

0.053375

0.029875

0.053375

0.029875

0.053375

0.029875

0.053375

0.029875

0.053375

0.029875

0.053375

0.029625

0.053375

0.029625

0.053125

0.029625

0.053125

0.029625

0.053125

0.029625

0.053125

0.029625

0.053125

0.029625

0.053125

0.029625

0.053125

0.029625

0.05275

0.02925

0.05275

0.02925

0.0525

0.02925

0.0525

0.02925

0.0525

0.02925

0.0525

0.02925

0.05225

0.02925

0.05225

0.02925

0.05225

0.02925

0.05225

0.02925

0.05225

0.029

0.05225

0.029

0.05225

0.029

0.05225

0.029

0.05225

0.029

0.05225

0.029

0.051875

0.029

0.051875

0.029

0.051875

0.029

0.051875

0.02875

0.051875

0.02875

0.051875

0.02875

0.051875

0.02875

0.051875

0.02875

0.051875

0.02875

0.051875

0.02875

0.051875

0.02875

0.051875

0.028375

0.051875

0.028375

0.051875

0.028375

0.051625

0.028125

0.051625

0.028125

0.051625

0.028125

0.051625

0.028125

0.051625

0.028125

0.051625

0.028125

0.051625

0.028125

0.05125

0.028125

0.05125

0.028125

0.05125

0.028125

0.05125

0.028125

0.051

0.028125

0.051

0.028125

0.051

0.028125

0.051

0.028125

0.050625

0.028125

0.050625

0.028125

0.050625

0.028125

0.050625

0.028125

0.050625

0.028125

0.050625

0.02775

0.050625

0.02775

0.050375

0.02775

0.050375

0.02775

0.050375

0.02775

0.050375

0.02775

0.050375

0.02775

0.050375

0.02775

0.050375

0.02775

0.050375

0.02775

0.050375

0.0275

0.050375

0.0275

0.05

0.0275

0.05

0.0275

0.05

0.0275

0.05

0.027125

0.05

0.027125

0.04975

0.027125

0.04975

0.027125

0.04975

0.027125

0.04975

0.027125

0.04975

0.027125

0.0495

0.027125

0.0495

0.027125

0.0495

0.027125

0.049125

0.027125

0.049125

0.027125

0.049125

0.027125

0.049125

0.027125

0.049125

0.027125

0.049125

0.027125

0.049125

0.027125

0.049125

0.027125

0.049125

0.027125

0.049125

0.027125

0.049125

0.027125

0.049125

0.027125

0.048875

0.027125

0.048875

0.027125

0.048875

0.026875

0.048875

0.026875

0.0485

0.026875

0.04825

0.026875

0.04825

0.026875

0.04825

0.026875

0.04825

0.026875

0.04825

0.026875

0.04825

0.0265

0.047875

0.02625

0.047875

0.02625

0.047875

0.02625

0.047875

0.02625

0.047875

0.02625

0.047875

0.02625

0.047875

0.02625

0.047875

0.02625

0.047875

0.02625

0.047625

0.02625

0.047625

0.02625

0.047625

0.02625

0.047625

0.02625

0.047625

0.02625

0.047625

0.02625

0.047625

0.02625

0.047625

0.02625

0.047625

0.02625

0.047625

0.02625

0.047625

0.02625

0.047375

0.02625

0.047375

0.02625

0.047375

0.026

0.047

0.026

0.04675

0.026

0.04675

0.026

0.04675

0.026

0.04675

0.026

0.04675

0.026

0.04675

0.026

0.04675

0.026

0.046375

0.026

0.046375

0.026

0.046375

0.026

0.046375

0.026

0.046375

0.026

0.046375

0.026

0.046375

0.026

0.046375

0.026

0.046375

0.026

0.046375

0.026

0.046125

0.026

0.046125

0.026

0.046125

0.026

0.046125

0.026

0.046125

0.026

0.046125

0.026

0.046125

0.025625

0.046125

0.025625

0.046125

0.025625

0.046125

0.025375

0.046125

0.025375

0.046125

0.025375

0.046125

0.025375

0.04575

0.025375

0.0455

0.025375

0.045125

0.025375

0.045125

0.025375

0.045125

0.025375

0.045125

0.025375

0.045125

0.025375

0.045125

0.025375

0.045125

0.025375

0.045125

0.025375

0.045125

0.025375

0.044875

0.025375

0.044875

0.025375

0.044625

0.025

0.044

0.025

0.044

0.025

0.044

0.025

0.044

0.025

0.043625

0.025

0.043625

0.025

0.043625

0.025

0.043625

0.025

0.043625

0.025

0.043625

0.025

0.043375

0.025

0.043375

0.025

0.043375

0.025

0.043375

0.025

0.043

0.025

0.04275

0.025

0.04275

0.025

0.042375

0.025

0.042375

0.025

0.042375

0.025

0.042375

0.02475

0.042375

0.02475

0.042375

0.02475

0.042375

0.02475

0.042375

0.024375

0.042375

0.024375

0.042375

0.024375

0.042125

0.024125

0.042125

0.024125

0.042125

0.024125

0.041875

0.024125

0.041875

0.024125

0.041875

0.024125

0.041875

0.024125

0.0415

0.024125

0.0415

0.024125

0.0415

0.024125

0.0415

0.024125

0.0415

0.024125

0.0415

0.024125

0.0415

0.024125

0.0415

0.024125

0.0415

0.024125

0.0415

0.024125

0.0415

0.024125

0.0415

0.024125

0.0415

0.024125

0.0415

0.024125

0.0415

0.024125

0.0415

0.024125

0.0415

0.024125

0.04125

0.024125

0.04125

0.024125

0.04125

0.024125

0.04125

0.02375

0.04125

0.02375

0.040875

0.02375

0.040875

0.02375

0.040875

0.02375

0.040875

0.02375

0.040875

0.02375

0.040875

0.02375

0.040625

0.02375

0.040625

0.02375

0.040625

0.02375

0.040625

0.02375

0.039625

0.02375

0.039375

0.02375

0.039375

0.02375

0.039375

0.02375

0.039375

0.02375

0.039375

0.0235

0.039375

0.0235

0.039375

0.0235

0.039375

0.0235

0.039375

0.0235

0.039375

0.0235

0.039375

0.0235

0.039375

0.0235

0.039375

0.0235

0.039375

0.02325

0.039375

0.02325

0.039375

0.02325

0.039375

0.02325

0.039375

0.02325

0.039375

0.02325

0.039375

0.02325

0.039375

0.02325

0.039375

0.02325

0.039375

0.02325

0.039375

0.02325

0.039375

0.02325

0.039375

0.02325

0.039375

0.02325

0.039375

0.02325

0.039375

0.02325

0.039375

0.02325

0.039375

0.02325

0.039375

0.02325

0.039375

0.02325

0.039375

0.022875

0.039375

0.022875

0.039375

0.022875

0.039375

0.022875

0.039375

0.022875

0.039375

0.022875

0.039125

0.022625

0.039125

0.022625

0.039125

0.02225

0.039125

0.02225

0.039125

0.02225

0.039125

0.02225

0.039125

0.02225

0.039125

0.02225

0.039125

0.02225

0.039125

0.02225

0.03875

0.02225

0.038125

0.02225

0.038125

0.02225

0.038125

0.02225

0.038125

0.02225

0.038125

0.02225

0.038125

0.02225

0.038125

0.02225

0.038125

0.02225

0.038125

0.02225

0.038125

0.02225

0.038125

0.022

0.038125

0.022

0.038125

0.022

0.038125

0.022

0.038125

0.022

0.038125

0.022

0.038125

0.022

0.038125

0.022

0.038125

0.022

0.037875

0.022

0.037875

0.022

0.037875

0.022

0.037875

0.022

0.037875

0.022

0.037875

0.022

0.037875

0.022

0.037875

0.022

0.037875

0.021625

0.037875

0.021625

0.037875

0.021625

0.037875

0.021375

0.037875

0.021375

0.037875

0.021375

0.037875

0.021375

0.037875

0.021375

0.0375

0.021375

0.0375

0.021375

0.0375

0.021375

0.0375

0.021375

0.0375

0.021375

0.03725

0.021375

0.036875

0.021375

0.036875

0.021375

0.036875

0.021375

0.036875

0.021375

0.036875

0.021

0.036875

0.021

0.036875

0.021

0.036875

0.021

0.036875

0.021

0.036875

0.021

0.036875

0.021

0.036875

0.021

0.036875

0.021

0.036875

0.021

0.036875

0.021

0.036875

0.021

0.036875

0.021

0.036875

0.021

0.036625

0.021

0.036625

0.021

0.036625

0.021

0.036625

0.021

0.036625

0.02075

0.036625

0.02075

0.036625

0.0205

0.036625

0.0205

0.036625

0.020125

0.036625

0.020125

0.036625

0.020125

0.036625

0.020125

0.036625

0.020125

0.036625

0.020125

0.036625

0.020125

0.036625

0.020125

0.036625

0.020125

0.036625

0.020125

0.036625

0.020125

0.036625

0.019875

0.036625

0.019875

0.036625

0.019875

0.036625

0.019875

0.036625

0.019875

0.036625

0.019875

0.036625

0.019875

0.036625

0.0195

0.036625

0.0195

0.036625

0.01925

0.036625

0.01925

0.036625

0.01925

0.036625

0.01925

0.036625

0.01925

0.036625

0.01925

0.036625

0.01925

0.036625

0.01925

0.036625

0.01925

0.036625

0.018875

0.036625

0.018875

0.036375

0.018875

0.036375

0.018375

0.035375

0.018375

0.035375

0.018375

0.035375

0.018

0.035375

0.018

0.035375

0.018

0.035375

0.018

0.035375

0.017375

0.035375

0.017375

0.035375

0.017125

0.035375

0.017125

0.035125

0.017125

0.035125

0.0165

0.035125

0.016125

0.035125

0.016125

0.035125

0.016125

0.035125

0.015875

0.035125

0.015625

0.035125



April R&P

		Point		April		Rank		Percent

		554		0.218875		1		100.00%

		290		0.17275		2		99.80%

		270		0.150125		3		99.70%

		717		0.148625		4		99.60%

		555		0.146875		5		99.50%

		839		0.1435		6		99.40%

		289		0.136125		7		99.20%

		489		0.1355		8		99.10%

		703		0.13275		9		99.00%

		269		0.127625		10		98.90%

		556		0.12725		11		98.80%

		272		0.11625		12		98.60%

		557		0.114125		13		98.50%

		271		0.113875		14		98.40%

		840		0.111375		15		98.30%

		268		0.108		16		98.20%

		559		0.104375		17		97.90%

		560		0.104375		17		97.90%

		291		0.104125		19		97.80%

		562		0.10375		20		97.70%

		304		0.103125		21		97.60%

		652		0.102		22		97.50%

		267		0.099875		23		97.30%

		718		0.098875		24		97.20%

		561		0.098625		25		97.00%

		841		0.098625		25		97.00%

		699		0.096125		27		96.90%

		310		0.095875		28		96.70%

		273		0.0955		29		96.60%

		105		0.094375		30		96.50%

		306		0.09375		31		96.40%

		312		0.093375		32		96.10%

		702		0.093375		32		96.10%

		311		0.093125		34		95.90%

		558		0.093125		34		95.90%

		302		0.09275		36		95.80%

		563		0.0925		37		95.50%

		750		0.0925		37		95.50%

		313		0.091875		39		95.40%

		274		0.091625		40		95.00%

		276		0.091625		40		95.00%

		292		0.091625		40		95.00%

		303		0.091625		40		95.00%

		564		0.090625		44		94.80%

		732		0.090375		45		94.70%

		297		0.09		46		94.50%

		317		0.09		46		94.50%

		305		0.0895		48		94.40%

		316		0.089125		49		94.10%

		318		0.089125		49		94.10%

		700		0.088875		51		93.90%

		728		0.088875		51		93.90%

		295		0.0885		53		93.60%

		319		0.0885		53		93.60%

		293		0.08725		55		93.50%

		566		0.08675		56		93.40%

		299		0.08575		57		93.30%

		565		0.085125		58		93.20%

		277		0.0845		59		92.70%

		531		0.0845		59		92.70%

		711		0.0845		59		92.70%

		735		0.0845		59		92.70%

		309		0.08425		63		92.50%

		705		0.08425		63		92.50%

		723		0.084		65		92.20%

		724		0.084		65		92.20%

		314		0.083375		67		92.10%

		745		0.083		68		92.00%

		275		0.08275		69		91.70%

		741		0.08275		69		91.70%

		838		0.082375		71		91.60%

		315		0.08175		72		91.50%

		278		0.0815		73		90.90%

		320		0.0815		73		90.90%

		701		0.0815		73		90.90%

		729		0.0815		73		90.90%

		747		0.0815		73		90.90%

		307		0.080625		78		90.80%

		708		0.08025		79		90.50%

		714		0.08025		79		90.50%

		646		0.08		81		90.30%

		742		0.08		81		90.30%

		744		0.079625		83		90.20%

		748		0.07875		84		90.10%

		731		0.0785		85		90.00%

		738		0.078125		86		89.80%

		301		0.0775		87		89.70%

		734		0.07725		88		89.50%

		736		0.07725		88		89.50%

		704		0.076875		90		89.10%

		706		0.076875		90		89.10%

		710		0.076875		90		89.10%

		422		0.07625		93		88.50%

		716		0.07625		93		88.50%

		725		0.07625		93		88.50%

		726		0.07625		93		88.50%

		752		0.07625		93		88.50%

		534		0.076		98		88.40%

		647		0.075375		99		88.20%

		740		0.075375		99		88.20%

		739		0.075125		101		87.90%

		756		0.075125		101		87.90%

		296		0.0745		103		87.30%

		535		0.0745		103		87.30%

		709		0.0745		103		87.30%

		713		0.0745		103		87.30%

		751		0.0745		103		87.30%

		754		0.073625		108		87.20%

		567		0.07325		109		87.00%

		602		0.07325		109		87.00%

		715		0.073		111		86.70%

		749		0.073		111		86.70%

		648		0.072625		113		86.10%

		707		0.072625		113		86.10%

		733		0.072625		113		86.10%

		737		0.072625		113		86.10%

		746		0.072625		113		86.10%

		727		0.072		118		86.00%

		279		0.07175		119		85.80%

		532		0.07175		119		85.80%

		427		0.071125		121		85.40%

		650		0.071125		121		85.40%

		743		0.071125		121		85.40%

		417		0.070875		124		85.10%

		614		0.070875		124		85.10%

		719		0.070875		124		85.10%

		39		0.0705		127		84.20%

		53		0.0705		127		84.20%

		59		0.0705		127		84.20%

		600		0.0705		127		84.20%

		615		0.0705		127		84.20%

		722		0.0705		127		84.20%

		758		0.0705		127		84.20%

		287		0.07025		134		83.90%

		298		0.07025		134		83.90%

		536		0.07025		134		83.90%

		643		0.069625		137		83.40%

		649		0.069625		137		83.40%

		712		0.069625		137		83.40%

		730		0.069625		137		83.40%

		619		0.06925		141		83.00%

		684		0.06925		141		83.00%

		755		0.06925		141		83.00%

		50		0.069		144		82.70%

		550		0.069		144		82.70%

		618		0.069		144		82.70%

		543		0.068625		147		82.50%

		545		0.068625		147		82.50%

		438		0.068125		149		81.90%

		623		0.068125		149		81.90%

		624		0.068125		149		81.90%

		645		0.068125		149		81.90%

		651		0.068125		149		81.90%

		609		0.06775		154		81.50%

		628		0.06775		154		81.50%

		773		0.06775		154		81.50%

		284		0.0675		157		80.40%

		294		0.0675		157		80.40%

		537		0.0675		157		80.40%

		538		0.0675		157		80.40%

		542		0.0675		157		80.40%

		544		0.0675		157		80.40%

		546		0.0675		157		80.40%

		551		0.0675		157		80.40%

		681		0.0675		157		80.40%

		540		0.067125		166		80.20%

		674		0.067125		166		80.20%

		655		0.066875		168		80.10%

		636		0.0665		169		79.70%

		656		0.0665		169		79.70%

		753		0.0665		169		79.70%

		56		0.06625		172		79.60%

		288		0.065875		173		79.10%

		431		0.065875		173		79.10%

		541		0.065875		173		79.10%

		548		0.065875		173		79.10%

		660		0.065625		177		78.50%

		667		0.065625		177		78.50%

		671		0.065625		177		78.50%

		677		0.065625		177		78.50%

		678		0.065625		177		78.50%

		653		0.065375		182		78.40%

		35		0.065		183		77.70%

		308		0.065		183		77.70%

		419		0.065		183		77.70%

		632		0.065		183		77.70%

		768		0.065		183		77.70%

		783		0.065		183		77.70%

		60		0.06475		189		76.30%

		285		0.06475		189		76.30%

		300		0.06475		189		76.30%

		547		0.06475		189		76.30%

		549		0.06475		189		76.30%

		597		0.06475		189		76.30%

		613		0.06475		189		76.30%

		687		0.06475		189		76.30%

		721		0.06475		189		76.30%

		757		0.06475		189		76.30%

		761		0.06475		189		76.30%

		763		0.06475		189		76.30%

		539		0.064375		201		76.10%

		552		0.064125		202		75.90%

		666		0.064125		202		75.90%

		424		0.06375		204		75.40%

		591		0.06375		204		75.40%

		663		0.06375		204		75.40%

		696		0.06375		204		75.40%

		62		0.0635		208		73.90%

		68		0.0635		208		73.90%

		587		0.0635		208		73.90%

		593		0.0635		208		73.90%

		627		0.0635		208		73.90%

		688		0.0635		208		73.90%

		690		0.0635		208		73.90%

		691		0.0635		208		73.90%

		760		0.0635		208		73.90%

		771		0.0635		208		73.90%

		776		0.0635		208		73.90%

		778		0.0635		208		73.90%

		785		0.0635		208		73.90%

		568		0.063125		221		73.00%

		596		0.063125		221		73.00%

		601		0.063125		221		73.00%

		603		0.063125		221		73.00%

		720		0.063125		221		73.00%

		766		0.063125		221		73.00%

		775		0.063125		221		73.00%

		423		0.062625		228		72.30%

		425		0.062625		228		72.30%

		426		0.062625		228		72.30%

		644		0.062625		228		72.30%

		664		0.062625		228		72.30%

		668		0.062625		228		72.30%

		586		0.06225		234		71.60%

		589		0.06225		234		71.60%

		629		0.06225		234		71.60%

		639		0.06225		234		71.60%

		693		0.06225		234		71.60%

		694		0.06225		234		71.60%

		31		0.062		240		69.50%

		52		0.062		240		69.50%

		136		0.062		240		69.50%

		418		0.062		240		69.50%

		433		0.062		240		69.50%

		435		0.062		240		69.50%

		583		0.062		240		69.50%

		584		0.062		240		69.50%

		585		0.062		240		69.50%

		588		0.062		240		69.50%

		590		0.062		240		69.50%

		592		0.062		240		69.50%

		608		0.062		240		69.50%

		611		0.062		240		69.50%

		616		0.062		240		69.50%

		620		0.062		240		69.50%

		770		0.062		240		69.50%

		781		0.062		240		69.50%

		282		0.061625		258		69.20%

		533		0.061625		258		69.20%

		430		0.061375		260		68.80%

		670		0.061375		260		68.80%

		675		0.061375		260		68.80%

		680		0.061375		260		68.80%

		42		0.06075		264		67.50%

		49		0.06075		264		67.50%

		71		0.06075		264		67.50%

		444		0.06075		264		67.50%

		454		0.06075		264		67.50%

		612		0.06075		264		67.50%

		631		0.06075		264		67.50%

		633		0.06075		264		67.50%

		635		0.06075		264		67.50%

		640		0.06075		264		67.50%

		697		0.06075		264		67.50%

		164		0.0605		275		65.50%

		286		0.0605		275		65.50%

		414		0.0605		275		65.50%

		416		0.0605		275		65.50%

		421		0.0605		275		65.50%

		580		0.0605		275		65.50%

		581		0.0605		275		65.50%

		582		0.0605		275		65.50%

		599		0.0605		275		65.50%

		610		0.0605		275		65.50%

		617		0.0605		275		65.50%

		621		0.0605		275		65.50%

		622		0.0605		275		65.50%

		630		0.0605		275		65.50%

		759		0.0605		275		65.50%

		772		0.0605		275		65.50%

		135		0.060125		291		65.00%

		437		0.060125		291		65.00%

		553		0.060125		291		65.00%

		682		0.060125		291		65.00%

		683		0.060125		291		65.00%

		441		0.0595		296		64.40%

		642		0.0595		296		64.40%

		657		0.0595		296		64.40%

		658		0.0595		296		64.40%

		672		0.0595		296		64.40%

		38		0.05925		301		63.40%

		46		0.05925		301		63.40%

		55		0.05925		301		63.40%

		74		0.05925		301		63.40%

		434		0.05925		301		63.40%

		625		0.05925		301		63.40%

		626		0.05925		301		63.40%

		779		0.05925		301		63.40%

		94		0.058875		309		61.90%

		281		0.058875		309		61.90%

		283		0.058875		309		61.90%

		594		0.058875		309		61.90%

		595		0.058875		309		61.90%

		604		0.058875		309		61.90%

		606		0.058875		309		61.90%

		685		0.058875		309		61.90%

		686		0.058875		309		61.90%

		762		0.058875		309		61.90%

		765		0.058875		309		61.90%

		780		0.058875		309		61.90%

		784		0.058875		309		61.90%

		598		0.058625		322		61.70%

		457		0.05825		323		61.30%

		659		0.05825		323		61.30%

		661		0.05825		323		61.30%

		662		0.05825		323		61.30%

		30		0.058		327		60.30%

		65		0.058		327		60.30%

		420		0.058		327		60.30%

		445		0.058		327		60.30%

		448		0.058		327		60.30%

		451		0.058		327		60.30%

		578		0.058		327		60.30%

		764		0.058		327		60.30%

		32		0.05775		335		58.60%

		36		0.05775		335		58.60%

		43		0.05775		335		58.60%

		475		0.05775		335		58.60%

		579		0.05775		335		58.60%

		605		0.05775		335		58.60%

		634		0.05775		335		58.60%

		637		0.05775		335		58.60%

		638		0.05775		335		58.60%

		698		0.05775		335		58.60%

		767		0.05775		335		58.60%

		774		0.05775		335		58.60%

		777		0.05775		335		58.60%

		786		0.05775		335		58.60%

		89		0.057375		349		58.30%

		170		0.057375		349		58.30%

		689		0.057375		349		58.30%

		429		0.057125		352		58.00%

		463		0.057125		352		58.00%

		69		0.05675		354		57.00%

		321		0.05675		354		57.00%

		447		0.05675		354		57.00%

		450		0.05675		354		57.00%

		460		0.05675		354		57.00%

		654		0.05675		354		57.00%

		669		0.05675		354		57.00%

		673		0.05675		354		57.00%

		676		0.05675		354		57.00%

		27		0.0565		363		55.50%

		34		0.0565		363		55.50%

		45		0.0565		363		55.50%

		57		0.0565		363		55.50%

		61		0.0565		363		55.50%

		63		0.0565		363		55.50%

		79		0.0565		363		55.50%

		87		0.0565		363		55.50%

		415		0.0565		363		55.50%

		665		0.0565		363		55.50%

		695		0.0565		363		55.50%

		782		0.0565		363		55.50%

		92		0.056125		375		54.60%

		97		0.056125		375		54.60%

		102		0.056125		375		54.60%

		183		0.056125		375		54.60%

		432		0.056125		375		54.60%

		607		0.056125		375		54.60%

		692		0.056125		375		54.60%

		769		0.056125		375		54.60%

		436		0.055875		383		54.20%

		472		0.055875		383		54.20%

		569		0.055875		383		54.20%

		428		0.0555		386		54.00%

		679		0.0555		386		54.00%

		40		0.05525		388		53.30%

		54		0.05525		388		53.30%

		58		0.05525		388		53.30%

		84		0.05525		388		53.30%

		440		0.05525		388		53.30%

		641		0.05525		388		53.30%

		76		0.055		394		53.00%

		100		0.055		394		53.00%

		106		0.054625		396		51.70%

		133		0.054625		396		51.70%

		134		0.054625		396		51.70%

		140		0.054625		396		51.70%

		185		0.054625		396		51.70%

		280		0.054625		396		51.70%

		413		0.054625		396		51.70%

		571		0.054625		396		51.70%

		577		0.054625		396		51.70%

		787		0.054625		396		51.70%

		788		0.054625		396		51.70%

		469		0.054375		407		51.50%

		570		0.054375		407		51.50%

		77		0.054		409		50.90%

		322		0.054		409		50.90%

		323		0.054		409		50.90%

		324		0.054		409		50.90%

		453		0.054		409		50.90%

		29		0.05375		414		50.10%

		37		0.05375		414		50.10%

		47		0.05375		414		50.10%

		51		0.05375		414		50.10%

		99		0.05375		414		50.10%

		439		0.05375		414		50.10%

		442		0.05375		414		50.10%

		41		0.053375		421		48.50%

		411		0.053375		421		48.50%

		488		0.053375		421		48.50%

		574		0.053375		421		48.50%

		575		0.053375		421		48.50%

		790		0.053375		421		48.50%

		791		0.053375		421		48.50%

		792		0.053375		421		48.50%

		793		0.053375		421		48.50%

		794		0.053375		421		48.50%

		795		0.053375		421		48.50%

		796		0.053375		421		48.50%

		797		0.053375		421		48.50%

		474		0.053125		434		47.70%

		486		0.053125		434		47.70%

		572		0.053125		434		47.70%

		573		0.053125		434		47.70%

		576		0.053125		434		47.70%

		789		0.053125		434		47.70%

		798		0.053125		434		47.70%

		466		0.05275		441		47.50%

		478		0.05275		441		47.50%

		33		0.0525		443		47.00%

		82		0.0525		443		47.00%

		325		0.0525		443		47.00%

		326		0.0525		443		47.00%

		44		0.05225		447		45.80%

		48		0.05225		447		45.80%

		91		0.05225		447		45.80%

		95		0.05225		447		45.80%

		153		0.05225		447		45.80%

		480		0.05225		447		45.80%

		490		0.05225		447		45.80%

		801		0.05225		447		45.80%

		806		0.05225		447		45.80%

		815		0.05225		447		45.80%

		139		0.051875		457		44.10%

		151		0.051875		457		44.10%

		161		0.051875		457		44.10%

		163		0.051875		457		44.10%

		167		0.051875		457		44.10%

		471		0.051875		457		44.10%

		799		0.051875		457		44.10%

		800		0.051875		457		44.10%

		802		0.051875		457		44.10%

		803		0.051875		457		44.10%

		804		0.051875		457		44.10%

		814		0.051875		457		44.10%

		816		0.051875		457		44.10%

		818		0.051875		457		44.10%

		176		0.051625		471		43.30%

		462		0.051625		471		43.30%

		465		0.051625		471		43.30%

		468		0.051625		471		43.30%

		483		0.051625		471		43.30%

		805		0.051625		471		43.30%

		817		0.051625		471		43.30%

		443		0.05125		478		42.80%

		455		0.05125		478		42.80%

		456		0.05125		478		42.80%

		458		0.05125		478		42.80%

		28		0.051		482		42.30%

		66		0.051		482		42.30%

		67		0.051		482		42.30%

		96		0.051		482		42.30%

		104		0.050625		486		41.50%

		138		0.050625		486		41.50%

		154		0.050625		486		41.50%

		155		0.050625		486		41.50%

		187		0.050625		486		41.50%

		189		0.050625		486		41.50%

		477		0.050625		486		41.50%

		144		0.050375		493		40.30%

		145		0.050375		493		40.30%

		179		0.050375		493		40.30%

		484		0.050375		493		40.30%

		807		0.050375		493		40.30%

		809		0.050375		493		40.30%

		810		0.050375		493		40.30%

		811		0.050375		493		40.30%

		812		0.050375		493		40.30%

		813		0.050375		493		40.30%

		449		0.05		503		39.70%

		459		0.05		503		39.70%

		461		0.05		503		39.70%

		481		0.05		503		39.70%

		808		0.05		503		39.70%

		72		0.04975		508		39.10%

		73		0.04975		508		39.10%

		157		0.04975		508		39.10%

		452		0.04975		508		39.10%

		464		0.04975		508		39.10%

		86		0.0495		513		38.80%

		103		0.0495		513		38.80%

		158		0.0495		513		38.80%

		137		0.049125		516		37.30%

		141		0.049125		516		37.30%

		143		0.049125		516		37.30%

		146		0.049125		516		37.30%

		148		0.049125		516		37.30%

		160		0.049125		516		37.30%

		162		0.049125		516		37.30%

		165		0.049125		516		37.30%

		166		0.049125		516		37.30%

		169		0.049125		516		37.30%

		191		0.049125		516		37.30%

		412		0.049125		516		37.30%

		1		0.048875		528		36.90%

		6		0.048875		528		36.90%

		473		0.048875		528		36.90%

		487		0.048875		528		36.90%

		467		0.0485		532		36.70%

		15		0.04825		533		36.00%

		20		0.04825		533		36.00%

		24		0.04825		533		36.00%

		64		0.04825		533		36.00%

		81		0.04825		533		36.00%

		446		0.04825		533		36.00%

		10		0.047875		539		35.00%

		11		0.047875		539		35.00%

		70		0.047875		539		35.00%

		90		0.047875		539		35.00%

		147		0.047875		539		35.00%

		159		0.047875		539		35.00%

		173		0.047875		539		35.00%

		181		0.047875		539		35.00%

		476		0.047875		539		35.00%

		5		0.047625		548		33.60%

		142		0.047625		548		33.60%

		150		0.047625		548		33.60%

		168		0.047625		548		33.60%

		172		0.047625		548		33.60%

		178		0.047625		548		33.60%

		819		0.047625		548		33.60%

		820		0.047625		548		33.60%

		821		0.047625		548		33.60%

		822		0.047625		548		33.60%

		823		0.047625		548		33.60%

		479		0.047375		559		33.30%

		485		0.047375		559		33.30%

		824		0.047375		559		33.30%

		470		0.047		562		33.20%

		16		0.04675		563		32.30%

		19		0.04675		563		32.30%

		75		0.04675		563		32.30%

		78		0.04675		563		32.30%

		80		0.04675		563		32.30%

		85		0.04675		563		32.30%

		156		0.04675		563		32.30%

		23		0.046375		570		31.10%

		93		0.046375		570		31.10%

		98		0.046375		570		31.10%

		101		0.046375		570		31.10%

		149		0.046375		570		31.10%

		152		0.046375		570		31.10%

		171		0.046375		570		31.10%

		182		0.046375		570		31.10%

		833		0.046375		570		31.10%

		834		0.046375		570		31.10%

		2		0.046125		580		29.60%

		177		0.046125		580		29.60%

		825		0.046125		580		29.60%

		826		0.046125		580		29.60%

		827		0.046125		580		29.60%

		828		0.046125		580		29.60%

		829		0.046125		580		29.60%

		830		0.046125		580		29.60%

		831		0.046125		580		29.60%

		832		0.046125		580		29.60%

		835		0.046125		580		29.60%

		836		0.046125		580		29.60%

		837		0.046125		580		29.60%

		482		0.04575		593		29.50%

		83		0.0455		594		29.40%

		12		0.045125		595		28.30%

		18		0.045125		595		28.30%

		26		0.045125		595		28.30%

		88		0.045125		595		28.30%

		184		0.045125		595		28.30%

		186		0.045125		595		28.30%

		188		0.045125		595		28.30%

		192		0.045125		595		28.30%

		328		0.045125		595		28.30%

		9		0.044875		604		28.00%

		175		0.044875		604		28.00%

		4		0.044625		606		27.90%

		13		0.044		607		27.50%

		21		0.044		607		27.50%

		25		0.044		607		27.50%

		491		0.044		607		27.50%

		14		0.043625		611		26.70%

		22		0.043625		611		26.70%

		180		0.043625		611		26.70%

		190		0.043625		611		26.70%

		193		0.043625		611		26.70%

		492		0.043625		611		26.70%

		7		0.043375		617		26.30%

		8		0.043375		617		26.30%

		174		0.043375		617		26.30%

		409		0.043375		617		26.30%

		530		0.043		621		26.10%

		495		0.04275		622		25.90%

		516		0.04275		622		25.90%

		107		0.042375		624		24.70%

		493		0.042375		624		24.70%

		494		0.042375		624		24.70%

		501		0.042375		624		24.70%

		502		0.042375		624		24.70%

		503		0.042375		624		24.70%

		504		0.042375		624		24.70%

		505		0.042375		624		24.70%

		506		0.042375		624		24.70%

		507		0.042375		624		24.70%

		17		0.042125		634		24.40%

		194		0.042125		634		24.40%

		327		0.042125		634		24.40%

		3		0.041875		637		23.90%

		520		0.041875		637		23.90%

		523		0.041875		637		23.90%

		526		0.041875		637		23.90%

		497		0.0415		641		21.90%

		499		0.0415		641		21.90%

		511		0.0415		641		21.90%

		512		0.0415		641		21.90%

		513		0.0415		641		21.90%

		514		0.0415		641		21.90%

		515		0.0415		641		21.90%

		517		0.0415		641		21.90%

		518		0.0415		641		21.90%

		519		0.0415		641		21.90%

		521		0.0415		641		21.90%

		522		0.0415		641		21.90%

		524		0.0415		641		21.90%

		525		0.0415		641		21.90%

		527		0.0415		641		21.90%

		528		0.0415		641		21.90%

		529		0.0415		641		21.90%

		496		0.04125		658		21.30%

		498		0.04125		658		21.30%

		500		0.04125		658		21.30%

		508		0.04125		658		21.30%

		510		0.04125		658		21.30%

		195		0.040875		663		20.50%

		202		0.040875		663		20.50%

		214		0.040875		663		20.50%

		228		0.040875		663		20.50%

		255		0.040875		663		20.50%

		509		0.040875		663		20.50%

		196		0.040625		669		20.10%

		211		0.040625		669		20.10%

		213		0.040625		669		20.10%

		410		0.040625		669		20.10%

		108		0.039625		673		20.00%

		109		0.039375		674		15.30%

		110		0.039375		674		15.30%

		125		0.039375		674		15.30%

		132		0.039375		674		15.30%

		197		0.039375		674		15.30%

		198		0.039375		674		15.30%

		199		0.039375		674		15.30%

		200		0.039375		674		15.30%

		201		0.039375		674		15.30%

		203		0.039375		674		15.30%

		204		0.039375		674		15.30%

		206		0.039375		674		15.30%

		207		0.039375		674		15.30%

		208		0.039375		674		15.30%

		209		0.039375		674		15.30%

		212		0.039375		674		15.30%

		215		0.039375		674		15.30%

		216		0.039375		674		15.30%

		217		0.039375		674		15.30%

		218		0.039375		674		15.30%

		219		0.039375		674		15.30%

		220		0.039375		674		15.30%

		221		0.039375		674		15.30%

		222		0.039375		674		15.30%

		223		0.039375		674		15.30%

		224		0.039375		674		15.30%

		225		0.039375		674		15.30%

		226		0.039375		674		15.30%

		227		0.039375		674		15.30%

		229		0.039375		674		15.30%

		231		0.039375		674		15.30%

		232		0.039375		674		15.30%

		233		0.039375		674		15.30%

		234		0.039375		674		15.30%

		235		0.039375		674		15.30%

		236		0.039375		674		15.30%

		240		0.039375		674		15.30%

		265		0.039375		674		15.30%

		329		0.039375		674		15.30%

		123		0.039125		713		14.10%

		124		0.039125		713		14.10%

		127		0.039125		713		14.10%

		128		0.039125		713		14.10%

		129		0.039125		713		14.10%

		205		0.039125		713		14.10%

		210		0.039125		713		14.10%

		230		0.039125		713		14.10%

		266		0.039125		713		14.10%

		408		0.039125		713		14.10%

		126		0.03875		723		14.00%

		111		0.038125		724		11.70%

		112		0.038125		724		11.70%

		113		0.038125		724		11.70%

		114		0.038125		724		11.70%

		115		0.038125		724		11.70%

		116		0.038125		724		11.70%

		238		0.038125		724		11.70%

		239		0.038125		724		11.70%

		241		0.038125		724		11.70%

		242		0.038125		724		11.70%

		248		0.038125		724		11.70%

		250		0.038125		724		11.70%

		251		0.038125		724		11.70%

		256		0.038125		724		11.70%

		257		0.038125		724		11.70%

		330		0.038125		724		11.70%

		331		0.038125		724		11.70%

		332		0.038125		724		11.70%

		333		0.038125		724		11.70%

		122		0.037875		743		9.80%

		130		0.037875		743		9.80%

		131		0.037875		743		9.80%

		237		0.037875		743		9.80%

		243		0.037875		743		9.80%

		244		0.037875		743		9.80%

		245		0.037875		743		9.80%

		246		0.037875		743		9.80%

		247		0.037875		743		9.80%

		249		0.037875		743		9.80%

		252		0.037875		743		9.80%

		253		0.037875		743		9.80%

		254		0.037875		743		9.80%

		264		0.037875		743		9.80%

		334		0.037875		743		9.80%

		337		0.037875		743		9.80%

		117		0.0375		759		9.20%

		118		0.0375		759		9.20%

		119		0.0375		759		9.20%

		120		0.0375		759		9.20%

		121		0.0375		759		9.20%

		260		0.03725		764		9.10%

		335		0.036875		765		7.00%

		341		0.036875		765		7.00%

		347		0.036875		765		7.00%

		349		0.036875		765		7.00%

		351		0.036875		765		7.00%

		352		0.036875		765		7.00%

		356		0.036875		765		7.00%

		359		0.036875		765		7.00%

		362		0.036875		765		7.00%

		366		0.036875		765		7.00%

		375		0.036875		765		7.00%

		391		0.036875		765		7.00%

		398		0.036875		765		7.00%

		399		0.036875		765		7.00%

		400		0.036875		765		7.00%

		401		0.036875		765		7.00%

		403		0.036875		765		7.00%

		406		0.036875		765		7.00%

		258		0.036625		783		2.30%

		259		0.036625		783		2.30%

		262		0.036625		783		2.30%

		336		0.036625		783		2.30%

		338		0.036625		783		2.30%

		339		0.036625		783		2.30%

		340		0.036625		783		2.30%

		342		0.036625		783		2.30%

		343		0.036625		783		2.30%

		344		0.036625		783		2.30%

		345		0.036625		783		2.30%

		346		0.036625		783		2.30%

		348		0.036625		783		2.30%

		350		0.036625		783		2.30%

		353		0.036625		783		2.30%

		354		0.036625		783		2.30%

		355		0.036625		783		2.30%

		357		0.036625		783		2.30%

		358		0.036625		783		2.30%

		360		0.036625		783		2.30%

		361		0.036625		783		2.30%

		363		0.036625		783		2.30%

		364		0.036625		783		2.30%

		365		0.036625		783		2.30%

		367		0.036625		783		2.30%

		368		0.036625		783		2.30%

		369		0.036625		783		2.30%

		370		0.036625		783		2.30%

		371		0.036625		783		2.30%

		392		0.036625		783		2.30%

		393		0.036625		783		2.30%

		394		0.036625		783		2.30%

		395		0.036625		783		2.30%

		396		0.036625		783		2.30%

		397		0.036625		783		2.30%

		402		0.036625		783		2.30%

		404		0.036625		783		2.30%

		405		0.036625		783		2.30%

		407		0.036625		783		2.30%

		261		0.036375		822		2.10%

		263		0.036375		822		2.10%

		372		0.035375		824		.90%

		373		0.035375		824		.90%

		377		0.035375		824		.90%

		378		0.035375		824		.90%

		379		0.035375		824		.90%

		380		0.035375		824		.90%

		383		0.035375		824		.90%

		385		0.035375		824		.90%

		386		0.035375		824		.90%

		389		0.035375		824		.90%

		374		0.035125		834		.00%

		376		0.035125		834		.00%

		381		0.035125		834		.00%

		382		0.035125		834		.00%

		384		0.035125		834		.00%

		387		0.035125		834		.00%

		388		0.035125		834		.00%

		390		0.035125		834		.00%





NTU Data

		Sample Date		Time		March NTU		April NTU

		6/25/96		12:00		0.03		0.048875

		6/25/96		12:10		0.03		0.046125

		6/25/96		12:20		0.04		0.041875

		6/25/96		12:30		0.05		0.044625

		6/25/96		12:40		0.03		0.047625

		6/25/96		12:50		0.02		0.048875

		6/25/96		13:00		0.02		0.043375

		6/25/96		13:10		0.02		0.043375

		6/25/96		13:20		0.02		0.044875

		6/25/96		13:30		0.02		0.047875

		6/25/96		13:40		0.02		0.047875

		6/25/96		13:50		0.02		0.045125

		6/25/96		14:00		0.03		0.044

		6/25/96		14:10		0.03		0.043625

		6/25/96		14:20		0.03		0.04825

		6/25/96		14:30		0.02		0.04675

		6/25/96		14:40		0.02		0.042125

		6/25/96		14:50		0.02		0.045125

		6/25/96		15:00		0.02		0.04675

		6/25/96		15:10		0.02		0.04825

		6/25/96		15:20		0.02		0.044

		6/25/96		15:30		0.02		0.043625

		6/25/96		15:40		0.02		0.046375								Folsom - March						Folsom - April

		6/25/96		15:50		0.02		0.04825								99th %		0.97				99th %		0.13

		6/25/96		16:00		0.02		0.044								98th %		0.59				98th %		0.1

		6/25/96		16:10		0.02		0.045125								95th %		0.07				95th %		0.09

		6/25/96		16:20		0.02		0.0565								90th %		0.05				90th %		0.08

		6/25/96		16:30		0.02		0.051								Average		0.06				Avg.		0.06

		6/25/96		16:40		0.02		0.05375								Median		0.03				Median		0.05

		6/25/96		16:50		0.02		0.058

		6/25/96		17:00		0.02		0.062								Exceeded 1.0 NTU

		6/25/96		17:10		0.02		0.05775								from 7:00pm to 8:10 pm

		6/25/96		17:20		0.03		0.0525								on 3/6, 3/13, 3/20, and 3/27

		6/25/96		17:30		0.02		0.0565

		6/25/96		17:40		0.02		0.065

		6/25/96		17:50		0.02		0.05775

		6/25/96		18:00		0.02		0.05375

		6/25/96		18:10		0.02		0.05925

		6/25/96		18:20		0.02		0.0705

		6/25/96		18:30		0.02		0.05525

		6/25/96		18:40		0.03		0.053375

		6/25/96		18:50		0.02		0.06075

		6/25/96		19:00		0.02		0.05775

		6/25/96		19:10		0.03		0.05225

		6/25/96		19:20		0.03		0.0565

		6/25/96		19:30		0.03		0.05925

		6/25/96		19:40		0.03		0.05375

		6/25/96		19:50		0.03		0.05225

		6/25/96		20:00		0.03		0.06075

		6/25/96		20:10		0.03		0.069

		6/25/96		20:20		0.02		0.05375

		6/25/96		20:30		0.02		0.062

		6/25/96		20:40		0.02		0.0705

		6/25/96		20:50		0.02		0.05525

		6/25/96		21:00		0.02		0.05925

		6/25/96		21:10		0.02		0.06625

		6/25/96		21:20		0.03		0.0565

		6/25/96		21:30		0.03		0.05525

		6/25/96		21:40		0.03		0.0705

		6/25/96		21:50		0.03		0.06475

		6/25/96		22:00		0.03		0.0565

		6/25/96		22:10		0.02		0.0635

		6/25/96		22:20		0.02		0.0565

		6/25/96		22:30		0.03		0.04825

		6/25/96		22:40		0.03		0.058

		6/25/96		22:50		0.03		0.051

		6/25/96		23:00		0.03		0.051

		6/25/96		23:10		0.02		0.0635

		6/25/96		23:20		0.03		0.05675

		6/25/96		23:30		0.03		0.047875

		6/25/96		23:40		0.03		0.06075

		6/25/96		23:50		0.03		0.04975

		6/25/96		24:00:00		0.03		0.04975

		6/26/96		0:10		0.03		0.05925

		6/26/96		0:20		0.03		0.04675

		6/26/96		0:30		0.02		0.055

		6/26/96		0:40		0.02		0.054

		6/26/96		0:50		0.03		0.04675

		6/26/96		1:00		0.03		0.0565

		6/26/96		1:10		0.02		0.04675

		6/26/96		1:20		0.02		0.04825

		6/26/96		1:30		0.02		0.0525

		6/26/96		1:40		0.03		0.0455

		6/26/96		1:50		0.03		0.05525

		6/26/96		2:00		0.03		0.04675

		6/26/96		2:10		0.03		0.0495

		6/26/96		2:20		0.03		0.0565

		6/26/96		2:30		0.02		0.045125

		6/26/96		2:40		0.02		0.057375

		6/26/96		2:50		0.03		0.047875

		6/26/96		3:00		0.03		0.05225

		6/26/96		3:10		0.03		0.056125

		6/26/96		3:20		0.03		0.046375

		6/26/96		3:30		0.03		0.058875

		6/26/96		3:40		0.02		0.05225

		6/26/96		3:50		0.02		0.051

		6/26/96		4:00		0.02		0.056125

		6/26/96		4:10		0.02		0.046375

		6/26/96		4:20		0.02		0.05375

		6/26/96		4:30		0.02		0.055

		6/26/96		4:40		0.02		0.046375

		6/26/96		4:50		0.02		0.056125

		6/26/96		5:00		0.02		0.0495

		6/26/96		5:10		0.03		0.050625

		6/26/96		5:20		0.03		0.094375

		6/26/96		5:30		0.03		0.054625

		6/26/96		5:40		0.04		0.042375

		6/26/96		5:50		0.04		0.039625

		6/26/96		6:00		0.05		0.039375

		6/26/96		6:10		0.04		0.039375

		6/26/96		6:20		0.04		0.038125

		6/26/96		6:30		0.04		0.038125

		6/26/96		6:40		0.04		0.038125

		6/26/96		6:50		0.04		0.038125

		6/26/96		7:00		0.03		0.038125

		6/26/96		7:10		0.03		0.038125

		6/26/96		7:20		0.03		0.0375

		6/26/96		7:30		0.03		0.0375

		6/26/96		7:40		0.03		0.0375

		6/26/96		7:50		0.03		0.0375

		6/26/96		8:00		0.03		0.0375

		6/26/96		8:10		0.03		0.037875

		6/26/96		8:20		0.03		0.039125

		6/26/96		8:30		0.02		0.039125

		6/26/96		8:40		0.02		0.039375

		6/26/96		8:50		0.02		0.03875

		6/26/96		9:00		0.02		0.039125

		6/26/96		9:10		0.02		0.039125

		6/26/96		9:20		0.02		0.039125

		6/26/96		9:30		0.02		0.037875

		6/26/96		9:40		0.02		0.037875

		6/26/96		9:50		0.02		0.039375

		6/26/96		10:00		0.02		0.054625

		6/26/96		10:10		0.02		0.054625

		6/26/96		10:20		0.02		0.060125

		6/26/96		10:30		0.02		0.062

		6/26/96		10:40		0.02		0.049125

		6/26/96		10:50		0.02		0.050625

		6/26/96		11:00		0.03		0.051875

		6/26/96		11:10		0.03		0.054625

		6/26/96		11:20		0.03		0.049125

		6/26/96		11:30		0.02		0.047625

		6/26/96		11:40		0.02		0.049125

		6/26/96		11:50		0.02		0.050375

		6/26/96		12:00		0.02		0.050375

		6/26/96		12:10		0.03		0.049125

		6/26/96		12:20		0.03		0.047875

		6/26/96		12:30		0.02		0.049125

		6/26/96		12:40		0.03		0.046375

		6/26/96		12:50		0.02		0.047625

		6/26/96		13:00		0.02		0.051875

		6/26/96		13:10		0.02		0.046375

		6/26/96		13:20		0.02		0.05225

		6/26/96		13:30		0.02		0.050625

		6/26/96		13:40		0.02		0.050625

		6/26/96		13:50		0.02		0.04675

		6/26/96		14:00		0.02		0.04975

		6/26/96		14:10		0.03		0.0495

		6/26/96		14:20		0.03		0.047875

		6/26/96		14:30		0.03		0.049125

		6/26/96		14:40		0.03		0.051875

		6/26/96		14:50		0.03		0.049125

		6/26/96		15:00		0.03		0.051875

		6/26/96		15:10		0.03		0.0605

		6/26/96		15:20		0.02		0.049125

		6/26/96		15:30		0.02		0.049125

		6/26/96		15:40		0.02		0.051875

		6/26/96		15:50		0.02		0.047625

		6/26/96		16:00		0.02		0.049125

		6/26/96		16:10		0.02		0.057375

		6/26/96		16:20		0.02		0.046375

		6/26/96		16:30		0.02		0.047625

		6/26/96		16:40		0.02		0.047875

		6/26/96		16:50		0.03		0.043375

		6/26/96		17:00		0.03		0.044875

		6/26/96		17:10		0.02		0.051625

		6/26/96		17:20		0.03		0.046125

		6/26/96		17:30		0.03		0.047625

		6/26/96		17:40		0.03		0.050375

		6/26/96		17:50		0.03		0.043625

		6/26/96		18:00		0.03		0.047875

		6/26/96		18:10		0.03		0.046375

		6/26/96		18:20		0.03		0.056125

		6/26/96		18:30		0.03		0.045125

		6/26/96		18:40		0.03		0.054625

		6/26/96		18:50		0.03		0.045125

		6/26/96		19:00		0.03		0.050625

		6/26/96		19:10		0.03		0.045125

		6/26/96		19:20		0.03		0.050625

		6/26/96		19:30		0.03		0.043625

		6/26/96		19:40		0.03		0.049125

		6/26/96		19:50		0.03		0.045125

		6/26/96		20:00		0.02		0.043625

		6/26/96		20:10		0.02		0.042125

		6/26/96		20:20		0.02		0.040875

		6/26/96		20:30		0.02		0.040625

		6/26/96		20:40		0.02		0.039375

		6/26/96		20:50		0.02		0.039375

		6/26/96		21:00		0.02		0.039375

		6/26/96		21:10		0.02		0.039375

		6/26/96		21:20		0.02		0.039375

		6/26/96		21:30		0.02		0.040875

		6/26/96		21:40		0.02		0.039375

		6/26/96		21:50		0.02		0.039375

		6/26/96		22:00		0.04		0.039125

		6/26/96		22:10		0.04		0.039375

		6/26/96		22:20		0.04		0.039375

		6/26/96		22:30		0.04		0.039375

		6/26/96		22:40		0.03		0.039375

		6/26/96		22:50		0.04		0.039125

		6/26/96		23:00		0.04		0.040625

		6/26/96		23:10		0.04		0.039375

		6/26/96		23:20		0.03		0.040625

		6/26/96		23:30		0.04		0.040875

		6/26/96		23:40		0.03		0.039375

		6/26/96		23:50		0.04		0.039375

		6/26/96		24:00:00		0.04		0.039375

		6/27/96		0:10		0.03		0.039375

		6/27/96		0:20		0.03		0.039375

		6/27/96		0:30		0.02		0.039375

		6/27/96		0:40		0.02		0.039375

		6/27/96		0:50		0.02		0.039375

		6/27/96		1:00		0.02		0.039375

		6/27/96		1:10		0.02		0.039375

		6/27/96		1:20		0.02		0.039375

		6/27/96		1:30		0.02		0.039375

		6/27/96		1:40		0.02		0.039375

		6/27/96		1:50		0.02		0.040875

		6/27/96		2:00		0.02		0.039375

		6/27/96		2:10		0.02		0.039125

		6/27/96		2:20		0.02		0.039375

		6/27/96		2:30		0.02		0.039375

		6/27/96		2:40		0.02		0.039375

		6/27/96		2:50		0.02		0.039375

		6/27/96		3:00		0.02		0.039375

		6/27/96		3:10		0.02		0.039375

		6/27/96		3:20		0.02		0.037875

		6/27/96		3:30		0.02		0.038125

		6/27/96		3:40		0.02		0.038125

		6/27/96		3:50		0.02		0.039375

		6/27/96		4:00		0.04		0.038125

		6/27/96		4:10		0.03		0.038125

		6/27/96		4:20		0.03		0.037875

		6/27/96		4:30		0.03		0.037875

		6/27/96		4:40		0.03		0.037875

		6/27/96		4:50		0.03		0.037875

		6/27/96		5:00		0.03		0.037875

		6/27/96		5:10		0.03		0.038125

		6/27/96		5:20		0.03		0.037875

		6/27/96		5:30		0.02		0.038125

		6/27/96		5:40		0.02		0.038125

		6/27/96		5:50		0.02		0.037875

		6/27/96		6:00		0.02		0.037875

		6/27/96		6:10		0.02		0.037875

		6/27/96		6:20		0.02		0.040875

		6/27/96		6:30		0.02		0.038125

		6/27/96		6:40		0.02		0.038125

		6/27/96		6:50		0.02		0.036625

		6/27/96		7:00		0.02		0.036625

		6/27/96		7:10		0.02		0.03725

		6/27/96		7:20		0.02		0.036375

		6/27/96		7:30		0.02		0.036625

		6/27/96		7:40		0.02		0.036375

		6/27/96		7:50		0.02		0.037875

		6/27/96		8:00		0.02		0.039375

		6/27/96		8:10		0.02		0.039125

		6/27/96		8:20		0.03		0.099875

		6/27/96		8:30		0.03		0.108

		6/27/96		8:40		0.03		0.127625

		6/27/96		8:50		0.03		0.150125

		6/27/96		9:00		0.03		0.113875

		6/27/96		9:10		0.03		0.11625

		6/27/96		9:20		0.03		0.0955

		6/27/96		9:30		0.02		0.091625

		6/27/96		9:40		0.02		0.08275

		6/27/96		9:50		0.02		0.091625

		6/27/96		10:00		0.02		0.0845

		6/27/96		10:10		0.02		0.0815

		6/27/96		10:20		0.02		0.07175

		6/27/96		10:30		0.02		0.054625

		6/27/96		10:40		0.02		0.058875

		6/27/96		10:50		0.02		0.061625

		6/27/96		11:00		0.02		0.058875

		6/27/96		11:10		0.02		0.0675

		6/27/96		11:20		0.02		0.06475

		6/27/96		11:30		0.02		0.0605

		6/27/96		11:40		0.02		0.07025

		6/27/96		11:50		0.02		0.065875

		6/27/96		12:00		0.03		0.136125

		6/27/96		12:10		0.03		0.17275

		6/27/96		12:20		0.02		0.104125

		6/27/96		12:30		0.03		0.091625

		6/27/96		12:40		0.03		0.08725

		6/27/96		12:50		0.03		0.0675

		6/27/96		13:00		0.03		0.0885

		6/27/96		13:10		0.03		0.0745

		6/27/96		13:20		0.03		0.09

		6/27/96		13:30		0.03		0.07025

		6/27/96		13:40		0.03		0.08575

		6/27/96		13:50		0.03		0.06475

		6/27/96		14:00		0.02		0.0775

		6/27/96		14:10		0.02		0.09275

		6/27/96		14:20		0.02		0.091625

		6/27/96		14:30		0.02		0.103125

		6/27/96		14:40		0.02		0.0895

		6/27/96		14:50		0.02		0.09375

		6/27/96		15:00		0.03		0.080625

		6/27/96		15:10		0.03		0.065

		6/27/96		15:20		0.03		0.08425

		6/27/96		15:30		0.03		0.095875

		6/27/96		15:40		0.03		0.093125

		6/27/96		15:50		0.03		0.093375

		6/27/96		16:00		0.03		0.091875

		6/27/96		16:10		0.03		0.083375

		6/27/96		16:20		0.03		0.08175

		6/27/96		16:30		0.03		0.089125

		6/27/96		16:40		0.02		0.09

		6/27/96		16:50		0.03		0.089125

		6/27/96		17:00		0.03		0.0885

		6/27/96		17:10		0.03		0.0815

		6/27/96		17:20		0.03		0.05675

		6/27/96		17:30		0.03		0.054

		6/27/96		17:40		0.03		0.054

		6/27/96		17:50		0.02		0.054

		6/27/96		18:00		0.02		0.0525

		6/27/96		18:10		0.02		0.0525

		6/27/96		18:20		0.02		0.042125

		6/27/96		18:30		0.03		0.045125

		6/27/96		18:40		0.03		0.039375

		6/27/96		18:50		0.03		0.038125

		6/27/96		19:00		0.02		0.038125

		6/27/96		19:10		0.03		0.038125

		6/27/96		19:20		0.02		0.038125

		6/27/96		19:30		0.03		0.037875

		6/27/96		19:40		0.03		0.036875

		6/27/96		19:50		0.03		0.036625

		6/27/96		20:00		0.03		0.037875

		6/27/96		20:10		0.03		0.036625

		6/27/96		20:20		0.03		0.036625

		6/27/96		20:30		0.03		0.036625

		6/27/96		20:40		0.03		0.036875

		6/27/96		20:50		0.03		0.036625

		6/27/96		21:00		0.03		0.036625

		6/27/96		21:10		0.03		0.036625

		6/27/96		21:20		0.04		0.036625

		6/27/96		21:30		0.04		0.036625

		6/27/96		21:40		0.04		0.036875

		6/27/96		21:50		0.04		0.036625

		6/27/96		22:00		0.04		0.036875

		6/27/96		22:10		0.04		0.036625

		6/27/96		22:20		0.03		0.036875

		6/27/96		22:30		0.03		0.036875

		6/27/96		22:40		0.03		0.036625

		6/27/96		22:50		0.03		0.036625

		6/27/96		23:00		0.03		0.036625

		6/27/96		23:10		0.03		0.036875

		6/27/96		23:20		0.03		0.036625

		6/27/96		23:30		0.03		0.036625

		6/27/96		23:40		0.03		0.036875

		6/27/96		23:50		0.03		0.036625

		6/27/96		24:00:00		0.03		0.036625

		6/28/96		0:10		0.03		0.036875

		6/28/96		0:20		0.03		0.036625

		6/28/96		0:30		0.03		0.036625

		6/28/96		0:40		0.04		0.036625

		6/28/96		0:50		0.04		0.036875

		6/28/96		1:00		0.04		0.036625

		6/28/96		1:10		0.04		0.036625

		6/28/96		1:20		0.04		0.036625

		6/28/96		1:30		0.04		0.036625

		6/28/96		1:40		0.04		0.036625

		6/28/96		1:50		0.04		0.035375

		6/28/96		2:00		0.04		0.035375

		6/28/96		2:10		0.04		0.035125

		6/28/96		2:20		0.04		0.036875

		6/28/96		2:30		0.04		0.035125

		6/28/96		2:40		0.04		0.035375

		6/28/96		2:50		0.04		0.035375

		6/28/96		3:00		0.03		0.035375

		6/28/96		3:10		0.03		0.035375

		6/28/96		3:20		0.03		0.035125

		6/28/96		3:30		0.03		0.035125

		6/28/96		3:40		0.03		0.035375

		6/28/96		3:50		0.04		0.035125

		6/28/96		4:00		0.03		0.035375

		6/28/96		4:10		0.04		0.035375

		6/28/96		4:20		0.04		0.035125

		6/28/96		4:30		0.03		0.035125

		6/28/96		4:40		0.04		0.035375

		6/28/96		4:50		0.04		0.035125

		6/28/96		5:00		0.04		0.036875

		6/28/96		5:10		0.04		0.036625

		6/28/96		5:20		0.04		0.036625

		6/28/96		5:30		0.05		0.036625

		6/28/96		5:40		0.04		0.036625

		6/28/96		5:50		0.05		0.036625

		6/28/96		6:00		0.05		0.036625

		6/28/96		6:10		0.05		0.036875

		6/28/96		6:20		0.05		0.036875

		6/28/96		6:30		0.05		0.036875

		6/28/96		6:40		0.05		0.036875

		6/28/96		6:50		0.05		0.036625

		6/28/96		7:00		0.04		0.036875

		6/28/96		7:10		0.04		0.036625

		6/28/96		7:20		0.04		0.036625

		6/28/96		7:30		0.04		0.036875

		6/28/96		7:40		0.04		0.036625

		6/28/96		7:50		0.04		0.039125

		6/28/96		8:00		0.04		0.043375

		6/28/96		8:10		0.04		0.040625

		6/28/96		8:20		0.04		0.053375

		6/28/96		8:30		0.04		0.049125

		6/28/96		8:40		0.04		0.054625

		6/28/96		8:50		0.04		0.0605

		6/28/96		9:00		0.04		0.0565

		6/28/96		9:10		0.04		0.0605

		6/28/96		9:20		0.04		0.070875

		6/28/96		9:30		0.04		0.062

		6/28/96		9:40		0.04		0.065

		6/28/96		9:50		0.04		0.058

		6/28/96		10:00		0.04		0.0605

		6/28/96		10:10		0.04		0.07625

		6/28/96		10:20		0.04		0.062625

		6/28/96		10:30		0.04		0.06375

		6/28/96		10:40		0.04		0.062625

		6/28/96		10:50		0.04		0.062625

		6/28/96		11:00		0.04		0.071125

		6/28/96		11:10		0.04		0.0555

		6/28/96		11:20		0.03		0.057125

		6/28/96		11:30		0.04		0.061375

		6/28/96		11:40		0.03		0.065875

		6/28/96		11:50		0.03		0.056125

		6/28/96		12:00		0.03		0.062

		6/28/96		12:10		0.03		0.05925

		6/28/96		12:20		0.03		0.062

		6/28/96		12:30		0.03		0.055875

		6/28/96		12:40		0.03		0.060125

		6/28/96		12:50		0.03		0.068125

		6/28/96		13:00		0.03		0.05375

		6/28/96		13:10		0.04		0.05525

		6/28/96		13:20		0.03		0.0595

		6/28/96		13:30		0.03		0.05375

		6/28/96		13:40		0.03		0.05125

		6/28/96		13:50		0.03		0.06075

		6/28/96		14:00		0.04		0.058

		6/28/96		14:10		0.04		0.04825

		6/28/96		14:20		0.04		0.05675

		6/28/96		14:30		0.04		0.058

		6/28/96		14:40		0.04		0.05

		6/28/96		14:50		0.04		0.05675

		6/28/96		15:00		0.04		0.058

		6/28/96		15:10		0.04		0.04975

		6/28/96		15:20		0.04		0.054

		6/28/96		15:30		0.04		0.06075

		6/28/96		15:40		0.04		0.05125

		6/28/96		15:50		0.03		0.05125

		6/28/96		16:00		0.03		0.05825

		6/28/96		16:10		0.04		0.05125

		6/28/96		16:20		0.03		0.05

		6/28/96		16:30		0.03		0.05675

		6/28/96		16:40		0.03		0.05

		6/28/96		16:50		0.03		0.051625

		6/28/96		17:00		0.03		0.057125

		6/28/96		17:10		0.03		0.04975

		6/28/96		17:20		0.03		0.051625

		6/28/96		17:30		0.03		0.05275

		6/28/96		17:40		0.03		0.0485

		6/28/96		17:50		0.03		0.051625

		6/28/96		18:00		0.04		0.054375

		6/28/96		18:10		0.03		0.047

		6/28/96		18:20		0.03		0.051875

		6/28/96		18:30		0.04		0.055875

		6/28/96		18:40		0.04		0.048875

		6/28/96		18:50		0.04		0.053125

		6/28/96		19:00		0.04		0.05775

		6/28/96		19:10		0.04		0.047875

		6/28/96		19:20		0.04		0.050625

		6/28/96		19:30		0.04		0.05275

		6/28/96		19:40		0.04		0.047375

		6/28/96		19:50		0.04		0.05225

		6/28/96		20:00		0.03		0.05

		6/28/96		20:10		0.03		0.04575

		6/28/96		20:20		0.03		0.051625

		6/28/96		20:30		0.03		0.050375

		6/28/96		20:40		0.03		0.047375

		6/28/96		20:50		0.02		0.053125

		6/28/96		21:00		0.02		0.048875

		6/28/96		21:10		0.02		0.053375

		6/28/96		21:20		0.02		0.1355

		6/28/96		21:30		0.02		0.05225

		6/28/96		21:40		0.03		0.044

		6/28/96		21:50		0.03		0.043625

		6/28/96		22:00		0.03		0.042375

		6/28/96		22:10		0.03		0.042375

		6/28/96		22:20		0.03		0.04275

		6/28/96		22:30		0.03		0.04125

		6/28/96		22:40		0.03		0.0415

		6/28/96		22:50		0.03		0.04125

		6/28/96		23:00		0.03		0.0415

		6/28/96		23:10		0.03		0.04125

		6/28/96		23:20		0.03		0.042375

		6/28/96		23:30		0.03		0.042375

		6/28/96		23:40		0.03		0.042375

		6/28/96		23:50		0.04		0.042375

		6/28/96		24:00:00		0.03		0.042375

		6/29/96		0:10		0.03		0.042375

		6/29/96		0:20		0.03		0.042375

		6/29/96		0:30		0.03		0.04125

		6/29/96		0:40		0.03		0.040875

		6/29/96		0:50		0.03		0.04125

		6/29/96		1:00		0.02		0.0415

		6/29/96		1:10		0.03		0.0415

		6/29/96		1:20		0.03		0.0415

		6/29/96		1:30		0.03		0.0415

		6/29/96		1:40		0.02		0.0415

		6/29/96		1:50		0.02		0.04275

		6/29/96		2:00		0.02		0.0415

		6/29/96		2:10		0.03		0.0415

		6/29/96		2:20		0.03		0.0415

		6/29/96		2:30		0.03		0.041875

		6/29/96		2:40		0.03		0.0415

		6/29/96		2:50		0.03		0.0415

		6/29/96		3:00		0.03		0.041875

		6/29/96		3:10		0.03		0.0415

		6/29/96		3:20		0.03		0.0415

		6/29/96		3:30		0.03		0.041875

		6/29/96		3:40		0.04		0.0415

		6/29/96		3:50		0.03		0.0415

		6/29/96		4:00		0.03		0.0415

		6/29/96		4:10		0.03		0.043

		6/29/96		4:20		0.03		0.0845

		6/29/96		4:30		0.03		0.07175

		6/29/96		4:40		0.03		0.061625

		6/29/96		4:50		0.02		0.076

		6/29/96		5:00		0.03		0.0745

		6/29/96		5:10		0.03		0.07025

		6/29/96		5:20		0.03		0.0675

		6/29/96		5:30		0.03		0.0675

		6/29/96		5:40		0.03		0.064375

		6/29/96		5:50		0.03		0.067125

		6/29/96		6:00		0.03		0.065875

		6/29/96		6:10		0.03		0.0675

		6/29/96		6:20		0.03		0.068625

		6/29/96		6:30		0.04		0.0675

		6/29/96		6:40		0.03		0.068625

		6/29/96		6:50		0.04		0.0675

		6/29/96		7:00		0.05		0.06475

		6/29/96		7:10		0.06		0.065875

		6/29/96		7:20		0.06		0.06475

		6/29/96		7:30		0.06		0.069

		6/29/96		7:40		0.06		0.0675

		6/29/96		7:50		0.09		0.064125

		6/29/96		8:00		0.09		0.060125

		6/29/96		8:10		0.07		0.218875

		6/29/96		8:20		0.06		0.146875

		6/29/96		8:30		0.05		0.12725

		6/29/96		8:40		0.05		0.114125

		6/29/96		8:50		0.05		0.093125

		6/29/96		9:00		0.05		0.104375

		6/29/96		9:10		0.05		0.104375

		6/29/96		9:20		0.05		0.098625

		6/29/96		9:30		0.05		0.10375

		6/29/96		9:40		0.05		0.0925

		6/29/96		9:50		0.05		0.090625

		6/29/96		10:00		0.05		0.085125

		6/29/96		10:10		0.05		0.08675

		6/29/96		10:20		0.05		0.07325

		6/29/96		10:30		0.05		0.063125

		6/29/96		10:40		0.04		0.055875

		6/29/96		10:50		0.04		0.054375

		6/29/96		11:00		0.04		0.054625

		6/29/96		11:10		0.04		0.053125

		6/29/96		11:20		0.04		0.053125

		6/29/96		11:30		0.04		0.053375

		6/29/96		11:40		0.04		0.053375

		6/29/96		11:50		0.04		0.053125

		6/29/96		12:00		0.04		0.054625

		6/29/96		12:10		0.04		0.058

		6/29/96		12:20		0.04		0.05775

		6/29/96		12:30		0.03		0.0605

		6/29/96		12:40		0.03		0.0605

		6/29/96		12:50		0.03		0.0605

		6/29/96		13:00		0.03		0.062

		6/29/96		13:10		0.03		0.062

		6/29/96		13:20		0.03		0.062

		6/29/96		13:30		0.03		0.06225

		6/29/96		13:40		0.03		0.0635

		6/29/96		13:50		0.03		0.062

		6/29/96		14:00		0.03		0.06225

		6/29/96		14:10		0.03		0.062

		6/29/96		14:20		0.03		0.06375

		6/29/96		14:30		0.03		0.062

		6/29/96		14:40		0.03		0.0635

		6/29/96		14:50		0.03		0.058875

		6/29/96		15:00		0.03		0.058875

		6/29/96		15:10		0.03		0.063125

		6/29/96		15:20		0.03		0.06475

		6/29/96		15:30		0.03		0.058625

		6/29/96		15:40		0.03		0.0605

		6/29/96		15:50		0.03		0.0705

		6/29/96		16:00		0.03		0.063125

		6/29/96		16:10		0.03		0.07325

		6/29/96		16:20		0.03		0.063125

		6/29/96		16:30		0.03		0.058875

		6/29/96		16:40		0.03		0.05775

		6/29/96		16:50		0.03		0.058875

		6/29/96		17:00		0.04		0.056125

		6/29/96		17:10		0.03		0.062

		6/29/96		17:20		0.04		0.06775

		6/29/96		17:30		0.05		0.0605

		6/29/96		17:40		0.05		0.062

		6/29/96		17:50		0.04		0.06075

		6/29/96		18:00		0.04		0.06475

		6/29/96		18:10		0.04		0.070875

		6/29/96		18:20		0.04		0.0705

		6/29/96		18:30		0.05		0.062

		6/29/96		18:40		0.04		0.0605

		6/29/96		18:50		0.04		0.069

		6/29/96		19:00		0.04		0.06925

		6/29/96		19:10		0.04		0.062

		6/29/96		19:20		0.04		0.0605

		6/29/96		19:30		0.04		0.0605

		6/29/96		19:40		0.04		0.068125

		6/29/96		19:50		0.04		0.068125

		6/29/96		20:00		0.04		0.05925

		6/29/96		20:10		0.04		0.05925

		6/29/96		20:20		0.05		0.0635

		6/29/96		20:30		0.04		0.06775

		6/29/96		20:40		0.04		0.06225

		6/29/96		20:50		0.05		0.0605

		6/29/96		21:00		0.05		0.06075

		6/29/96		21:10		0.05		0.065

		6/29/96		21:20		0.05		0.06075

		6/29/96		21:30		0.05		0.05775

		6/29/96		21:40		0.05		0.06075

		6/29/96		21:50		0.05		0.0665

		6/29/96		22:00		0.05		0.05775

		6/29/96		22:10		0.05		0.05775

		6/29/96		22:20		0.05		0.06225

		6/29/96		22:30		0.05		0.06075

		6/29/96		22:40		0.05		0.05525

		6/29/96		22:50		0.05		0.0595

		6/29/96		23:00		0.04		0.069625

		6/29/96		23:10		0.05		0.062625

		6/29/96		23:20		0.05		0.068125

		6/29/96		23:30		0.04		0.08

		6/29/96		23:40		0.05		0.075375

		6/29/96		23:50		0.05		0.072625

		6/29/96		24:00:00		0.05		0.069625

		6/30/96		0:10		0.05		0.071125

		6/30/96		0:20		0.05		0.068125

		6/30/96		0:30		0.07		0.102

		6/30/96		0:40		0.06		0.065375

		6/30/96		0:50		0.06		0.05675

		6/30/96		1:00		0.06		0.066875

		6/30/96		1:10		0.04		0.0665

		6/30/96		1:20		0.05		0.0595

		6/30/96		1:30		0.05		0.0595

		6/30/96		1:40		0.05		0.05825

		6/30/96		1:50		0.04		0.065625

		6/30/96		2:00		0.04		0.05825

		6/30/96		2:10		0.05		0.05825

		6/30/96		2:20		0.04		0.06375

		6/30/96		2:30		0.04		0.062625

		6/30/96		2:40		0.03		0.0565

		6/30/96		2:50		0.03		0.064125

		6/30/96		3:00		0.03		0.065625

		6/30/96		3:10		0.03		0.062625

		6/30/96		3:20		0.03		0.05675

		6/30/96		3:30		0.03		0.061375

		6/30/96		3:40		0.03		0.065625

		6/30/96		3:50		0.03		0.0595

		6/30/96		4:00		0.03		0.05675

		6/30/96		4:10		0.03		0.067125

		6/30/96		4:20		0.03		0.061375

		6/30/96		4:30		0.03		0.05675

		6/30/96		4:40		0.04		0.065625

		6/30/96		4:50		0.04		0.065625

		6/30/96		5:00		0.04		0.0555

		6/30/96		5:10		0.04		0.061375

		6/30/96		5:20		0.04		0.0675

		6/30/96		5:30		0.04		0.060125

		6/30/96		5:40		0.04		0.060125

		6/30/96		5:50		0.04		0.06925

		6/30/96		6:00		0.04		0.058875

		6/30/96		6:10		0.04		0.058875

		6/30/96		6:20		0.04		0.06475

		6/30/96		6:30		0.04		0.0635

		6/30/96		6:40		0.04		0.057375

		6/30/96		6:50		0.04		0.0635

		6/30/96		7:00		0.03		0.0635

		6/30/96		7:10		0.03		0.056125

		6/30/96		7:20		0.04		0.06225

		6/30/96		7:30		0.05		0.06225

		6/30/96		7:40		0.04		0.0565

		6/30/96		7:50		0.04		0.06375

		6/30/96		8:00		0.04		0.06075

		6/30/96		8:10		0.04		0.05775

		6/30/96		8:20		0.04		0.096125

		6/30/96		8:30		0.04		0.088875

		6/30/96		8:40		0.04		0.0815

		6/30/96		8:50		0.04		0.093375

		6/30/96		9:00		0.04		0.13275

		6/30/96		9:10		0.04		0.076875

		6/30/96		9:20		0.05		0.08425

		6/30/96		9:30		0.05		0.076875

		6/30/96		9:40		0.04		0.072625

		6/30/96		9:50		0.04		0.08025

		6/30/96		10:00		0.04		0.0745

		6/30/96		10:10		0.04		0.076875

		6/30/96		10:20		0.04		0.0845

		6/30/96		10:30		0.04		0.069625

		6/30/96		10:40		0.04		0.0745

		6/30/96		10:50		0.03		0.08025

		6/30/96		11:00		0.03		0.073

		6/30/96		11:10		0.04		0.07625

		6/30/96		11:20		0.04		0.148625

		6/30/96		11:30		0.04		0.098875

		6/30/96		11:40		0.03		0.070875

		6/30/96		11:50		0.03		0.063125

		6/30/96		12:00		0.03		0.06475

		6/30/96		12:10		0.03		0.0705

		6/30/96		12:20		0.04		0.084

		6/30/96		12:30		0.03		0.084

		6/30/96		12:40		0.03		0.07625

		6/30/96		12:50		0.04		0.07625

		6/30/96		13:00		0.04		0.072

		6/30/96		13:10		0.03		0.088875

		6/30/96		13:20		0.04		0.0815

		6/30/96		13:30		0.04		0.069625

		6/30/96		13:40		0.04		0.0785

		6/30/96		13:50		0.04		0.090375

		6/30/96		14:00		0.03		0.072625

		6/30/96		14:10		0.04		0.07725

		6/30/96		14:20		0.04		0.0845

		6/30/96		14:30		0.03		0.07725

		6/30/96		14:40		0.03		0.072625

		6/30/96		14:50		0.03		0.078125

		6/30/96		15:00		0.03		0.075125

		6/30/96		15:10		0.04		0.075375

		6/30/96		15:20		0.03		0.08275

		6/30/96		15:30		0.03		0.08

		6/30/96		15:40		0.03		0.071125

		6/30/96		15:50		0.03		0.079625

		6/30/96		16:00		0.03		0.083

		6/30/96		16:10		0.04		0.072625

		6/30/96		16:20		0.05		0.0815

		6/30/96		16:30		0.06		0.07875

		6/30/96		16:40		0.09		0.073

		6/30/96		16:50		0.13		0.0925

		6/30/96		17:00		0.19		0.0745

		6/30/96		17:10		0.26		0.07625

		6/30/96		17:20		0.34		0.0665

		6/30/96		17:30		0.41		0.073625

		6/30/96		17:40		0.50		0.06925

		6/30/96		17:50		0.59		0.075125

		6/30/96		18:00		0.68		0.06475

		6/30/96		18:10		0.77		0.0705

		6/30/96		18:20		0.82		0.0605

		6/30/96		18:30		0.97		0.0635

		6/30/96		18:40		0.93		0.06475

		6/30/96		18:50		0.94		0.058875

		6/30/96		19:00		0.96		0.06475

		6/30/96		19:10		1.00		0.058

		6/30/96		19:20		1.20		0.058875

		6/30/96		19:30		1.80		0.063125

		6/30/96		19:40		1.90		0.05775

		6/30/96		19:50		1.90		0.065

		6/30/96		20:00		1.70		0.056125

		6/30/96		20:10		1.30		0.062

		6/30/96		20:20		1.00		0.0635

		6/30/96		20:30		0.93		0.0605

		6/30/96		20:40		0.43		0.06775

		6/30/96		20:50		0.15		0.05775

		6/30/96		21:00		0.10		0.063125

		6/30/96		21:10		0.12		0.0635

		6/30/96		21:20		0.15		0.05775

		6/30/96		21:30		0.18		0.0635

		6/30/96		21:40		0.18		0.05925

		6/30/96		21:50		0.16		0.058875

		6/30/96		22:00		0.16		0.062

		6/30/96		22:10		0.16		0.0565

		6/30/96		22:20		0.15		0.065

		6/30/96		22:30		0.14		0.058875

		6/30/96		22:40		0.14		0.0635

		6/30/96		22:50		0.13		0.05775

		6/30/96		23:00		0.11		0.054625

		6/30/96		23:10		0.08		0.054625

		6/30/96		23:20		0.07		0.053125

		6/30/96		23:30		0.05		0.053375

		6/30/96		23:40		0.03		0.053375

		6/30/96		23:50		0.03		0.053375

		6/30/96		24:00:00		0.02		0.053375

		7/1/96		0:10		0.02		0.053375

		7/1/96		0:20		0.02		0.053375

		7/1/96		0:30		0.02		0.053375

		7/1/96		0:40		0.02		0.053375

		7/1/96		0:50		0.02		0.053125

		7/1/96		1:00		0.02		0.051875

		7/1/96		1:10		0.02		0.051875

		7/1/96		1:20		0.02		0.05225

		7/1/96		1:30		0.03		0.051875

		7/1/96		1:40		0.03		0.051875

		7/1/96		1:50		0.02		0.051875

		7/1/96		2:00		0.02		0.051625

		7/1/96		2:10		0.03		0.05225

		7/1/96		2:20		0.03		0.050375

		7/1/96		2:30		0.02		0.05

		7/1/96		2:40		0.02		0.050375

		7/1/96		2:50		0.03		0.050375

		7/1/96		3:00		0.02		0.050375

		7/1/96		3:10		0.02		0.050375

		7/1/96		3:20		0.02		0.050375

		7/1/96		3:30		0.02		0.051875

		7/1/96		3:40		0.02		0.05225

		7/1/96		3:50		0.02		0.051875

		7/1/96		4:00		0.02		0.051625

		7/1/96		4:10		0.02		0.051875

		7/1/96		4:20		0.02		0.047625

		7/1/96		4:30		0.02		0.047625

		7/1/96		4:40		0.02		0.047625

		7/1/96		4:50		0.02		0.047625

		7/1/96		5:00		0.02		0.047625

		7/1/96		5:10		0.02		0.047375

		7/1/96		5:20		0.03		0.046125

		7/1/96		5:30		0.03		0.046125

		7/1/96		5:40		0.03		0.046125

		7/1/96		5:50		0.03		0.046125

		7/1/96		6:00		0.02		0.046125

		7/1/96		6:10		0.03		0.046125

		7/1/96		6:20		0.02		0.046125

		7/1/96		6:30		0.03		0.046125

		7/1/96		6:40		0.03		0.046375

		7/1/96		6:50		0.03		0.046375

		7/1/96		7:00		0.03		0.046125

		7/1/96		7:10		0.03		0.046125

		7/1/96		7:20		0.03		0.046125

		7/1/96		7:30		0.03		0.082375

		7/1/96		7:40		0.03		0.1435

		7/1/96		7:50		0.03		0.111375

		7/1/96		8:00		0.03		0.098625

		Folsom Filtered Water

		Average				0.058		0.057

		90%				0.049		0.079

		75%				0.038		0.064

		50%				0.030		0.053

		25%				0.025		0.042

		10%				0.021		0.038

		95%				0.07		0.09

		98%				0.52		0.10

		99%				0.96		0.13

		median				0.03		0.05
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March NTU

April NTU

Time

Turbidity

Comparison of "Real Time" Results - Folsom
(1 representative week from March & April)



4 hour data

		Time		March NTU		April NTU

		12:00		0.03		0.048875

		16:00		0.02		0.044

		20:00		0.03		0.06075

		24:00:00		0.03		0.04975

		4:00		0.02		0.056125

		8:00		0.03		0.0375

		12:10		0.03		0.049125

		16:00		0.02		0.049125

		20:00		0.02		0.043625

		24:00:00		0.04		0.039375

		4:00		0.04		0.038125

		8:00		0.02		0.039375

		12:00		0.03		0.136125

		16:00		0.03		0.091875

		20:00		0.03		0.037875

		24:00:00		0.03		0.036625

		4:00		0.03		0.035375

		8:00		0.04		0.043375

		12:00		0.03		0.062

		16:00		0.03		0.05825

		20:00		0.03		0.05

		24:00:00		0.03		0.042375

		4:00		0.03		0.0415

		8:00		0.09		0.060125

		12:00		0.04		0.054625

		16:00		0.03		0.063125

		20:00		0.04		0.05925

		24:00:00		0.05		0.069625

		4:00		0.03		0.05675

		8:00		0.04		0.06075

		12:00		0.03		0.06475

		16:00		0.03		0.083

		20:00		1.70		0.056125

		24:00:00		0.02		0.053375

		4:00		0.02		0.051625

		8:00		0.03		0.098625

				0.078		0.056

				0.039		0.076

				0.035		0.061

				0.031		0.053

				0.026		0.043

				0.022		0.038

				0.06		0.09

				0.57		0.11

				1.14		0.12

				0.03		0.05
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DHS Study Data (10 min intervals) vs. 
Plant Reported Data (4 hour intervals)
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